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October 19, 2009 
 
Subject Letter of Clarification No. 2 Plugging Decommissioned Water Wells for the Public 

Works and Engineering Department  
 
Reference: Bid Inv. No: S50-C23422 
 
To:              All Prospective Contractors: This letter of Clarification is being issued for the 

following reasons:  
 

• To answer additional questions submitted by Prospective Proposers 
 
Notice to Bidders:  No Maintenance Bond is required. (See the revised attachment) 
 
Off-Site Hobby Well No.1 

 
Clarification #1:  The Contractor shall call “Texas One Call” (1-800-344-8377) for pipeline 

locations before plugging well. 
 
Clarification #2 The Contractor shall cut off blow-off pipe and fill up with concrete at storm 

sewer inlet. 
 
Clarification #3 The Contractor shall call Raymond Hillis @ 713-837-0019 for water shut-

off before plugging well (unless noted otherwise). 
 
Clarification #4 The Contractor shall obtain permit for Transient Meter @ 3300 Main 

(unless noted otherwise). 
 
Clarification #5 Property fence shall remain (unless noted otherwise). 
 
Off-Site South Park Well No. 5 

 
Clarification #6 The Contractor shall not remove the precast ring-pipe at Splash Box and 

do not fill with concrete. 
 
Off-Site Heights Well No. 15 A 

 
Clarification #7 The Contractor shall not disturb the splash boxes. 
 
Clarification #8 The Contractor shall remove electrical poles with the exception of the one 

with transformers. 
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Off-Site Central Well No.22 
 
Clarification #9 The Contractor shall remove the property fence. 
 
Clarification #10 The Contractor shall contact Victor Cordova (832-395-8454) with Parks 

and Recreation Department for trimming tree branches. 
 
Clarification #11 The Contractor shall fill up the drain pipe with concrete. 
 
Northpoint -1 (Greenspud) Well No. 1 
 
Clarification #12 The City shall remove the generator and switch gear before works starts, 

if not, the Contractor may salvage. 
 
Clarification #13 The Contractor shall demo the entire site; this includes all concrete pads, 

the splash pad, and light poles. 
 
Clarification #14 The Contractor shall remove all above ground and underground piping 

and cap discharge lines with MJ end cap with restraint close to the 
property line.  

 
Northpoint -2 (Greenspud) Well No. 2 
 
Clarification #15 The City shall remove the well pump motor before works starts if not, the 

Contractor may salvage. 
 
Northgate – 1 Well No. 1 
 
Clarification #16 The Contractor shall notify Reliant Energy concerning overhead electric 

lines to ensure that the water well is accessible.  
 
Clarifications for various Well Locations: 
 
Clarification #17 The Contractor shall cap discharge line with MJ end cap with restraint 

close to the well collection line or property fence.  Locations; Off-Site 
Hobby Well No. 1, Off-Site South Park Well No. 5, Off-Site Heights Well 
No. 15A and Off-Site Well No. 22.  

 
Clarification #18 Center Point shall remove electric meter. Locations; Off-Site Hobby Well 

No. 1 and Off-Site Heights Well No. 15A. 
 
Clarification #19 The City shall remove the switch gear and electric motor before work 

starts. If not, Contractor may salvage. Locations; Off-Site Hobby Well No. 
1, Off-Site Heights Well No. 15A and Off-Site Central Well No. 22.  
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Clarification #22 The City shall remove the well pump motor and switch gear before work 
starts, if not, the Contractor may salvage.  Locations, Northgate – Well 
No. 1, District 15, District 48 (Kingwood Place W.) Well No. 1, District 42 
(Scenic Woods -) Well No. 1, and Tidwell Timbers Well No.1. 

 
Clarification #23 The City shall ensure that the power is disconnected from the well 

motors.  Locations, Glenshire Well No.2, Northgate – 2 Well No. 2, 
District 48 (Kingwood Place W.) Well No. 1, District 42, (Scenic Woods – 
1) Well No. 1and Tidwell Timbers Well No. 1  

 
Clarification #13 The Contractor shall remove, store and transport the well pump to 

location identified by the City.  Locations, Northpoint – 1 (Greenspud) 
Well No. 1 and District 42, (Scenic Woods – 1) Well No. 1.  

 
Note, to all Licensed Well Drillers and Demolition Contractors: 
The Background Check Guidelines (See the attached document) 
Section 02136 for Waste Material Handling Disposal; (See the attached document) 
 
Note, No further questions will be accepted after the publication of this Letter of 

Clarification. 
 
When issued, Letter(s) of Clarification shall automatically become a part of the bid documents 
and shall supersede any previous specification(s) and/or provision(s) in conflict with the 
Letter(s) of Clarification. It is the responsibility of the bidders to ensure that it has obtained all 
such letter(s). By submitting a bid on this project, bidders shall be deemed to have received all 
Letter(s) of Clarification and to have incorporated them into this solicitation. Furthermore, it is 
the responsibility of each Contractor to obtain any previous Letter of Clarification associated 
with this solicitation. 
 
Arturo Lopez 
 
Arturo Lopez 
Senior Procurement Specialist 
832-393-8731 
 
Attachments:  
Revised page 4 of 34, of the bid document,  
The Background Check Guidelines 
Section 02136 for Waste Material Handling Disposal; 
 
 
 
 
 
 
             Page 3 of 17 



S50-C23422 
PLUGGING DECOMMISSIONED WATER WELLS 
PUBLIC WORKS AND ENGINEERING 
DEPARTMENT 

PERMITS:          Revised on 10/16/2009 
Successful Contractor shall be responsible for securing any and all permits for proposed work.  Any fee 
charged for these permits should be the responsibility of the Contractor and not the City of Houston. 
 
CITY BUILDING CODES: 
 
All work performed or equipment installed shall be in strict accordance with the City of Houston Building 
Codes. The Contractor will immediately correct any deficiencies discovered during work or after 
completion.  Failure to correct deficiencies will result in the City having corrections made at the 
Contractor’s expense. 
 
BID BOND: 
 
The Contractor shall be required to provide and submit with the bid a Bid Bond in the amount of 10% of 
the total amount bid by the Contractor.  The Bid Bond shall be in the same form as that distributed by the 
City, and attached hereto, all duly executed by this Bidder (as “Principal”) and by a corporate surety 
company licensed to do business in the State of Texas, and if the amount of the bond is greater than 
$100,000.00 the surety must hold a certificate of authority from the United States Secretary of the 
Treasury, or a Cashier’s or a Certified check in a like amount.  Company or personal checks are not 
acceptable. 
 
PERFORMANCE BOND and PAYMENT BOND: 
 
The successful Contractor(s) shall be required to provide a Performance and Payment Bond in the total 
amount (100%) of the Contract if the award is in excess of $25,000.00.  
 
The Performance and/or Payment Bond shall be in the same form as that distributed by the City, and 
attached hereto, all duly executed by this bidder (as “Principal”) and by an incorporated surety company 
licensed to do business in the State of Texas.  If the amount of the bond is greater than $100,000.00 the 
surety must hold a certificate of authority from the United States Secretary of the Treasury. 
 
The Contractor(s) shall be required to provide a Performance and/or Payment Bond as outlined above, 
which will be delivered to the City Purchasing Agent of the City, on or before the tenth (10th) day following 
the day the bidder receives notice from the City. 
 
MAINTENANCE BOND: Deleted      Revised on 10/16/2009 

QUALITY AND WORKMANSHIP: 
The bidder must be able to demonstrate upon request that it has performed satisfactorily, services similar 
to the services specified herein.  The bidder will provide records of warranty and repair services 
performed for others upon request.  The City of Houston shall be the sole judge whether the services 
performed are similar to the scope of services specified herein. 

 

Page 4 of 34 
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BACKGROUND CHECK GUIDLINES 
Security Requirements: 
 
The Contractor agrees to strictly abide by all security regulations issued by the City as stated 
below.   
 
Resident Contractors and Subcontractors:  
Resident contractors and their subs are defined as permanent contractor and subcontractor 
employees requiring access to PUD sites for more than 60 days. 
 
All Resident contractor and subcontractor employees shall adhere to the following: 
 

• Shall provide proof of U.S. Citizenship or work permit such as a Birth Certificate or 
Resident Alien Card upon request. 

• Show a valid unexpired U.S. State issued I.D. or driver’s license. 
• Submit a “Consent to Release Information” form for their criminal background check. 
• Submit a “Badge Request Form” to receive their COH contractor badge. 
• Shall provide any other documentation necessary to complete criminal background 

checks if requested. 
• Shall display their COH contractor badge at the entrance gate or when asked by security 

and/or a COH employee. 
• Shall have their unexpired driver’s license or state issued I.D. in their possession at all 

times. 
• Shall have their COH contractor badge displayed free of obstruction while on COH 

property. 
• The contractor company and the employee will be held responsible for returning all COH 

contractor badges upon completion of project or termination of employment. 
• The COH may file criminal and/or civil charges for failure to return government property. 

 
Non-Resident Contractors and Subcontractors: 
Non-resident contractors and subcontractors are defined as contactor and subcontractor 
employees (to include all individuals needing access to perform a service/work) requiring 
access to PUD sites for less than 60 days. 
 
All Non-Resident contractor and subcontractor employees shall adhere to the following: 
 

• Shall provide proof of U.S. Citizenship or work permit such as a Birth Certificate or 
Resident Alien Card upon request. 

• Show a valid unexpired U.S. State issued I.D. or driver’s license. 
• Submit a “Consent to Release Information” form for their criminal background check. 
• Shall provide any other documentation necessary to complete criminal background 

checks if requested. 
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• Their company shall provide each Non-Resident contractor or subcontractor employee 
with a company issued photo ID to include the company name, logo, individual name, 
occupation, and employee ID#. 

• Shall display their “COMPANY” issued photo ID along with their driver’s license or state 
issued I.D. at the entrance gate or when asked by security and/or a COH employee. 

• Shall have their unexpired driver’s license or state issued I.D. in their possession at all 
times. 

• Shall have their COMPANY issued photo ID displayed free of obstruction while on COH 
property. 

 
Visitors and Vendors:  
Visitors and vendors are defined as individuals meeting with a COH employee, contractor, 
and/or subcontractor to attend a meeting, sales call, to give a quote, etc.  
 
 

• Show a valid unexpired U.S. State issued I.D. or driver’s license. 
• Submit a “Consent to Release Information” form for their criminal background check at 

least 48 hours in advance along with a copy of their driver’s license or I.D.  
• Shall provide any other documentation necessary to complete criminal background 

checks if requested. 
• Shall have their unexpired driver’s license or state issued I.D. on their possession at all 

times. 
 
Deliveries: 
 

• All Contractor and Subcontractor deliveries are to be escorted to and from the gate. 
• Concrete deliveries will be issued a “Consent for Release of Information” form upon 

ingress and asked to submit the completed form upon egress. (This will not delay or 
prohibit the delivery of the concrete.) 

• U.S. Postal Service, FedEx, UPS, and DHL will show their unexpired driver’s license. 
 
General Conditions: 
It is the responsibility of the Contractor and Subcontractor to immediately notify the PUD 
Security Section of any personnel changes. 
 
The COH/Public Utilities Division (PUD) Security Group will conduct a criminal background 
check (at no cost to the Contractor) on all contractor and subcontractor employees assigned to 
work a PUD site.  The Contractor shall contact the PUD Security Section during normal 
business hours (8:00 am to 5:00 pm, M-F) to coordinate completion of criminal background 
checks.   
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“All badge processing shall be scheduled ahead of time with Shandra Jones.” 
 
Thomas Collins, Security Manager – (713) 501-6475; Thomas.collins@cityofhouston.net 
 
Carlos Martinez, Sr. Public Loss Investigator –   
(713) 504-7288; carlos.martinez3@cityofhouston.net 
 
Jerry Zahn, Sr. Public Loss Investigator - (713) 297-1418; jerry.zahn2@cityofhouston.net 
 
Shandra Jones, Security Leader – (713) 560-9826; shandra.jones@cityofhouston.net 
 
Jason Salas, Security Leader – (713) 689-9029; Jason.salas@cityofhouston.net 
 
Derek Harrison, Security Leader – (713) 416-0053; derek.harrison@cityofhouston.net 
 
Tammy Spriggs, Administrative Assistant,  
(713) 837-7182; tammy.spriggs@cityofhouston.net  
 
The Contractor shall agree to completion of the City’s Disclosure and Consent for Release of 
Information and any other documentation necessary to complete criminal background checks.     
 
The COH photo identification office is located at 611 Walker Street in Houston, Texas on the 3rd 
floor of the annex (713-837-7593 phone 713-837-0735 fax).  Identification cards / access 
badges will only be issued by the City once a background check has been completed for the 
Contractor or subcontractor employee, and clearance has been granted by the City.   
 
PHOTO ID OFFICE HOURS: 
 
Mon. & Wed.  8am to 12noon 
Tues. & Thurs. 12noon to 4pm 
Fri.   Closed 
 
Lost cards are disabled and replacement cost is $50.00. 
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Construction and/or Contract Management are responsible for providing security a weekly 
updated list of all employees (contractors and subs). 

All General Contractors/Sub Contractors and their employees will be held accountable for the 
return of ALL City issued badges of their employees and sub contractor employees. Criminal 
charges may be filed in an effort to recover the outstanding badges.  
 
Contractor and Subcontractor Vehicles: 

• All personal and company vehicles are required to have the Company’s Logos at all 
times while on COH property. 

• The Company Logos shall not be smaller than 12” x 12” placed on the driver and 
passenger side doors. 

• All vehicles shall have the owner’s/operator’s name, phone number, and company name 
displayed on the dashboard for identification purposes during emergencies. 

Enforcement: 

• No Contractor or Subcontractor employee will be allowed to enter the facility without 
having a COH contractor badge or company issued badge along with a valid state 
issued I.D. or driver’s license.   

• Any Contractor or Subcontractor employee found on any COH PUD site without proper 
identification will be immediately escorted off the property.   

• In addition, construction management will issue a non-compliance letter to the contractor 
responsible. 

• Furthermore, the City will not allow contract employees conditional access pending the 
arrival of requested badges.   

• If an employee does not have proper identification, he/she will not be allowed to report to 
duty at any PUD site. 

 
END OF SECTION 
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     SECTION 02136       

WASTE MATERIAL HANDLING AND DISPOSAL 

PART 1 - GENERAL 

 1.01 DESCRIPTION 

The Owner is the Generator of the debris for permitting purposes, and will obtain the EPA 
Identification number, but the Contractor is responsible for assuring that all testing, 
handling, storage, transportation, and disposal requirements are properly implemented, 
including satisfactory training of job site personnel and the cleaning of all reusable items and 
equipment prior to removal from the site. The Contractor shall provide for the handling, 
testing and disposal of hazardous and non-hazardous waste material for any or ail of the 
following: 

A. Material present inside of existing tanks to be repaired or demolished, i.e., 
silt, sludge’s and other residue deposits generated by normal water 
production usage of the tanks. 

B. Existing coatings removed from existing tanks. 

C. Spent abrasives used and debris generated in the execution of the work. 

D. All spent thinners, coating materials or other products brought on site for 
execution of work that require disposal as a hazardous or non-hazardous 
waste. 

E. Soil that may be contaminated due to the execution of the work. 

F. Petroleum soaked sand foundation material removed from demolished tank 
sites. 

1.02   TESTING AND IDENTIFICATION 

A.  Prior to the bid date, if testing has been performed by the City and if 
hazardous material has been identified in the debris material in an existing tank, the 
paint to be removed from an existing tank, the work site soil, or the foundation 
material, the    
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material or test results will be indicated below. It is the responsibility of the 
Contractor to properly test and to determine if any wastes generated as a result of 
this project are hazardous in accordance with 40 CFR Part 261. 

 

1.03 RELATED SECTIONS 

A. Section 01110 - Summary of Work 

B. Section 01351 - Environmental Safety and Worker Protection 

C. Section 01330 - Submittal Procedures 

D. Section 02201 - Site Preparation, Grading, Restoration and Cleanup for 
Water Storage Tanks 

E. Section 09971 - Painting and Protective Coatings for Potable Water Tanks 

F. Section 13203 - Tank Clean-Up and Disinfection 

1.04 REFERENCES 

The following is a list of applicable requirements to this project. It is not intended to be a 
complete listing of all laws and regulations to which the Contractor must comply. 

A.       Environmental Protection Agency - Code of Federal Regulations 

1. 40 CFR Part 261 - Identification and Testing of Hazardous Waste 

2. 40 CFR 261, Appendix II EPA - Toxicity Characteristic Leaching 
Procedure 

3. 40 CFR Part 262 - Standards Applicable to Generators of Hazardous 
Waste 

4. 40  CFR  Part 263 - Standards Applicable to Transporters of 
Hazardous Waste 

5. 40 CFR Part 264 - Standards for Owner and Operators of Hazardous 
Waste Treatment, Storage and Disposal Facilities 
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6. 40 CFR Part 265 - Interim Status for Owners and Operators of 
Hazardous Waste Treatment, Storage and Disposal Facilities 

7. 40 CFR 265, Subpart C EPA - Preparedness and Prevention 

8. 40 CFR 265, Subpart D EPA - Contingency Plan and Emergency 
Procedures 

9. 40 CFR 265.16 EPA - Personnel Training 

10. 40 CFR Part 268 - Land Disposal Restrictions 

11. 49 CFR Parts 173,178 and 179: (USDOT/ Hazardous Materials, 
Shipping, Containers.) 

12. 40 CFR Part 355 - Emergency Planning and Notification 

B. EPA Methods 

1. 3050 - Acid Digestion of Sediment, Sludge, and Soils 

2. SW 846 - Test Methods for Evaluating Solid Waste  
Physical/Chemical Methods 

C. Texas Commission on Environmental Quality 

1. TAC Title 30, Chapter 305 "Consolidated Permits" 

2. TAC Title 30, Chapter 335 "Industrial Solid Waste and Municipal 
Hazardous Waste" 

3. TAC Title 30, Chapter 343 "Oil and Hazardous Substances" 

D. TWC Technical Guidelines 

1.        Document #1, Waste Evaluation/Classification 

E. NIOSH Methods 

1.        7082   Lead 
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F. Society for Protective Coatings 

1. SSPC 91-18 - Industrial Lead Paint Removal Handbook 

2. Guide 6 - Guide for Containing Debris Generated During Paint 
Removal Operations 

3. Guide 7 - Guide for the Disposal of Lead Contaminated Surface 
Preparation Debris 

1.05    DEFINITIONS 

(Note Definitions applicable to this section are also presented elsewhere.) 

A. Hazardous Waste (lead paint debris): Waste that is classified as hazardous 
due to its concentrations of regulated hazardous substances. Paint debris is 
classified as hazardous waste if, after testing by the Toxicity Characteristic 
Leaching Procedure (TCLP), the leachate contains any of the 8 metals or 
other substances in concentrations at or above limits established in 40 CFR 
261. 

B. Lead Containing Dust and Debris:  Dust and debris generated during the 
project which contains lead in any amount, including but not limited to 
pulverized paint, spent abrasive, filters (wet and dry), and containment 
materials upon which lead is still present. 

C. RCRA: Resource Conservation and Recovery Act. Federal law pertaining to 
hazardous waste management.  EPA implementing regulations are 
contained in 40 CFR 240-280. 

D. TACB: Texas Air Control Board. Texas State Agency joined into the TCEQ 
and responsible for writing and enforcement of rules and regulations relating 
to air quality. 

E. TCEQ:   Texas Commission on Environmental Quality.  State of Texas 
Commission responsible for planning, oversight, monitoring and 
management of natural resources. 
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F. TCLP: Toxicity Characteristic Leaching Procedure.  Laboratory tests 
conducted on wastes that determine the amount of hazardous materials that 
leach out into a test solution. The test is intended to simulate the properties 
of water as it leaches through a solid waste landfill. TCLP testing is defined 
in 40 CFR 261, Appendix II. 

G. TWC: Texas Water Commission. Texas State Agency joined into the TCEQ 
and responsible for writing and enforcement of rules and regulations relating 
to water quality and solid waste programs. 

1.06   MEASUREMENT AND PAYMENT 

A. No separate measurement and payment will be made for handling, testing 
or disposal of non-hazardous or hazardous material, debris or material 
identified as contaminated material on the site prior to the bid date except as 
indicated below. The Contractor shall include the cost for this work in the 
Contract bid price for work of which this is a component part. 

B. Payment  for  hazardous waste material handling, removal, testing, 
transporting and disposal of material identified as hazardous after the bid 
date will be paid for at the unit price bid for "Hazardous Waste Handling, 
Removal, Transporting" if such an item is provided in the contract. 

C.  Removal and disposal of potentially petroleum soaked sand foundatior material 
will be measured per cubic yard which shall include testing removing, storing, 
transporting and disposing of material and will be paid for at the unit price bid for 
"Removal and Disposal of Potentially Petroleum Soaked Sand". Basis of payment 
will be Class I Industrial Waste having a Total Petroleum Hydrocarbon (TPH) level 
greater than 1500 ppm. 

PART 2 - NOT USED 

PART 3 - EXECUTION 

3.01    WASTE HANDLING AND STORAGE 

A. All chemicals to be brought on site by the contractor must be stored and 
used in a safe and proper manner in accordance with all applicable Federal, 
State and local laws and regulations as well as the manufacturer's 
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 recommendations.  Material Safety Data Sheets (MSDS’s) shall be 
maintained on-site for all hazardous chemicals used. 

B. Hazardous wastes are to be handled and stored according to the 
requirements of TAC 30 Chapter 335 "Industrial Solid Waste and Municipal Hazardous 
Waste" and 40CFR Part 262, with regard to on-site storage, and 40CFR Part 264 with 
regard to required notices, site security, personnel training, contingency planning 
and emergency procedures, recordkeeping and reporting, time of storage, amount of 
material stored, and use of proper containers. Hazardous waste will be stored in 
covered containers in accordance with the requirements of 40 CFR 262 and 49 CFR 
172,178 and 179. 

C. The contractor shall provide proper, segregated storage for hazardous and 
non-hazardous materials to be used in the work area in order to ensure safe 
work conditions. 

D. All material, waste and debris from removal of lead containing coatings, 
including those products and materials employed for chemical paint stripping 
shall be considered hazardous waste and handled accordingly, until such 
time that testing and analysis indicates otherwise. 

1.  Sampling of materials for TCLP testing of initial containers of debris shall 
be completed prior to or during filling. Until the TCLP test results are received, 
the containers shall be labeled as lead-containing debris. Hazardous waste 
labels shall be applied after the test results are received, if the debris tests 
hazardous. 

2. Hazardous waste shall not be stored at the project site for more than 
90 days. Non-hazardous wastes shall be removed at a minimum of 
once per month (30 days). 

3. Special attention shall be given to the time of storage, storage 
conditions, amount of material stored at any one time, use of proper 
containers, and personnel training. 

E.  Hazardous waste shall be placed on pallets over protected ground, be located 
in a secure area enclosed by a fence with signs around the perimeter, and be 
shielded adequately to prevent dispersion of the waste by wind or water. Under no 
circumstances shall the waste be stored within a flood plain area. Any evidence of 
improper storage shall be cause for immediate shutdown of the project until 
corrective action is taken. The storage area shall be within a security fence with a 
locked gate.        Page 14 of 17 
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3.02 ENVIRONMENTAL CONTAMINATION 

The contractor shall not contaminate the air, soils or surface and ground waters with any 
hazardous waste. Spills, releases and discharges of hazardous or toxic materials which 
inadvertently occur shall be reported in accordance with 40 CFR 265 and TAC 30 
Chapter 343. 

A. Contingency Plan and Training:  The Contractor shall comply with TCEQ 
Title 30 Regulations and EPA 40 CFR 265, Subpart C in the event of a spill 
or release of waste, EPA 40 CFR 265 Subpart D, and TCEQ regulations. 

B. All personnel associated with the handling of hazardous waste shall 
complete a formal training program in accordance with 40 CFR 265.16 and 
TCEQ Title 30 Regulations.   Training records of all employees must be 
maintained and kept on file. 

3.03 WASTE CLASSIFICATION 

A.       Testing 

1. All solid waste generated by the paint removal activities shall be 
tested in accordance with 40 CFR 261, Appendix II, Method 1311 
Toxicity Characteristic Leaching Procedure (TCLP), to determine if it 
is hazardous. 

2. In the case of wet methods of preparation, the use of chemical 
strippers, or containerized hygiene water, all liquids and sludge shall 
also be tested. When chemical strippers are used, the testing shall 
include pH to determine corrosivity. All waste water shall be tested for 
total lead. 

3. Representative samples of the debris for each waste stream 
generated from the work on this project shall be collected.  A 
minimum of four of the samples representative of each waste stream 
shall be analyzed to establish a waste is non-hazardous. Note that 
more than four initial samples of each waste stream shall be collected 
in order to obtain the four representative samples for analysis. 
Results from one test sample are sufficient to identify a waste as 
hazardous. 
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4 The collection of the initial representative samples of each waste 
stream and selection of the minimum of four for testing shall be 
accomplished using a random sampling technique and shall comply 
with the following: a minimum of one representative sample for each 
55 gallons of waste, or a minimum of four representative samples for 
each gondola or roll-off box of waste. Samples shall be collected in 
accordance with SW-846, 'Test Methods for Evaluating Solid Waste - 
Physical/ Chemical Methods". 

5. Sampling and testing shall be performed by a certified laboratory 
acceptable to the Owner. The name, address, and qualifications of 
the laboratory shall be provided for approval.  The Owner shall be 
provided with copies of the test results as soon as they are received 
by the Contractor. 

B.       Classification 

1.  Lead paint debris is classified as hazardous waste if, after testing by TCLP, 
the leachate contains any of the 8 metals or other hazardous substances in 
concentrations at or above limits established in 40 CFR 261: 

Arsenic - 5.0 mg/L 
Barium - 100.0 mg/L 
Cadmium- 1.0 mg/L 
Chromium - 5.0 mg/L 
Lead - 5.0 mg/L 
Mercury - 0.2 mg/L 
Selenium- 1.0 mg/L 
Silver - 5.0 mg/L 

2.  The above includes only the eight (8) characteristic metals listed by EPA 
among which are elements typically associated with paints. Other 
substances may be present which may cause debris to be classified as 
hazardous waste as defined in 40 CFR 261 (such as a pH <=2.0 or >=12.5 
resulting in corrosivity), and must be taken into account. 

3.04    DISPOSAL 

A. The contractor shall arrange to have wastes and debris transported from the 
site in accordance with all City Ordinances and State and Federal Laws. If 
wastes and/or debris is determined to be hazardous, transporting to be in 
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 accordance with TAC 30 Chapter 335 -Industrial Solid Waste and Municipal 
Hazardous Waste, 40CFR Part 263 - Standards Applicable to Transporters 
of Hazardous Waste and the applicable sections of 49 CFR Parts 171 
through 179. 

B. Manifest and Reporting:  The Contractor shall comply with all of the 
manifesting, certification, and reporting requirements of EPA 40 CFR 262,40 
CFR 268, and Texas regulations, including certificates of final disposal for 
each shipment. 

C. Copies of all records and reports, test sample chain of custody forms, TCLP 
and other test results shall be provided to the Owner. 

D. The contractor shall dispose of wastes and debris at a licensed site 
acceptable to the Owner. Hazardous wastes and debris shall be disposed of 
in accordance with 40CFR Part 265 and 40CFR Part 268 Land Disposal 
Restrictions. Manifesting of hazardous wastes shall be in accordance with 
40CFR Part 262, Subpart B. 

E. Waste water resulting from surface preparation, washing, personal hygiene 
or decontamination shall not be discharged without testing and through 
arrangement with the focal Publicly Owned Treatment Works (POTW) or 
other approved means. 

 
A PDF version of Section 02136 can be viewed at the following web-site 

https://purchasing.houstontx.gov/buyer/BidDocumentManager.aspx?id=C23422 
 
 

END OF DOCUMENT 
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