
 

THIS IS THE SECURITY ROOM where 
the Mitsubishi mini‐split system was 
installed during Phase I.  
 

THIS IS THE SERVER ROOM where the 
other Mitsubishi mini‐split system 
will be installed during Phase II.  

Location of Phase I Mini‐split 
condenser. 
 

Location of Phase II Mini‐split 
condenser one floor below in parking 
garage. 

THIS IS THE SERVER ROOM where the 
other Mitsubishi mini‐split system 
will be installed during Phase II.  

Route the condensate line to the 10” 
PVC storm drain at this column 
above the lay‐in ceiling in the parking 
garage below 


