
 

 

Partnering to better serve Houston 
 
Council Members: Brenda Stardig  Jarvis Johnson  Anne Clutterbuck  Wanda Adams  Mike Sullivan  Al Hoang  Oliver Pennington   

Edward Gonzalez  James G. Rodriguez  Stephen C. Costello  Sue Lovell  Melissa Noriega  C.O. “Brad” Bradford   
Jolanda “Jo” Jones    Controller:  Ronald C. Green

  CITY OF HOUSTON
Administration and Regulatory Affairs Department 

Strategic Purchasing Division 

Annise D. Parker 
Mayor 
 
 

Calvin D. Wells, Deputy Director 
City Purchasing Agent 
P.O. Box 1562 
Houston, Texas 77251-1562 
 
F. 832.393.8755 
https://purchasing.houstontx.gov 

 
 
 
March 22, 2010 
 
Subject: Letter of Clarification No. 5 to Invitation to Bid No. S50-L23512 for Maintenance 

and Repair Services for Sludge Dewatering and Drying Equipment for the Public 
Works and Engineering Department  

 
To:              All Prospective Contractors:  

 
This letter of Clarification is being issued for the following reasons:  
 

• To revise the solicitation document as follows: 
 
 Section “B” Scope of Work / Specifications: 

 Delete page 16, of 78 and replace with the attached revised page 16, of 78. 
 
When issued, Letter(s) of Clarification shall automatically become a part of the bid documents 
and shall supersede any previous specification(s) and/or provision(s) in conflict with the 
Letter(s) of Clarification.  It is the responsibility of the bidders to ensure that it has obtained all 
such letter(s). By submitting a bid on this project, bidders shall be deemed to have received all 
Letter(s) of Clarification and to have incorporated them into this solicitation. 
 
Furthermore, it is the responsibility of each Contractor to obtain any previous Letter of 
Clarification associated with this solicitation. 
 
Arturo Lopez 
 
Arturo Lopez 
Senior Procurement Specialist 
832-393-8731 
 
Attachment:  Page, 16 of 78, Marked, Revised 03/22/2010. 
 
 
 
 
 
 
 
 
 
 
 
 



S-50-L23512 – LETTER OF CLARIFICATION NO. 5 
MAINTENANCE & REPAIR SERVICES FOR SLUDGE  
DEWATERING & DRYING EQUIPMENT 
FOR THE PUBLIC WORKS AND ENGINEERING DEPARTMENT 
         REVISED 03/22/2010 

 

2.1 The equipment to be repaired has been grouped by item number to indicate the manufacturer, size, and 
type of the units.  

 
2.2 The Contractor shall provide a Project Manager (PM) with a thorough understanding of dryer operations 

and the PM must be a registered engineer in the state of Texas.  
 

2.3 THE CITY OF HOUSTON SHALL HAVE FINAL APPROVAL OF ALL SUB-CONTRACTOR(S) TO BE UTILIZED TO 
PERFORM SERVICES UNDER THIS CONTRACT. 

 
 
3.0 Equipment Groups: 

 
3.1 Centrifuge Repairs Group #1, Frequency as requested. 

 
3.1.1 Repair and rehabilitate Sharples Model PM 75000 Solid bowl centrifuges in accordance to the 

OEM requirement and specifications.  Work includes removal from frame, loading, and 
transports to repair facility, inspection, repair, and transport back to site, off loading, installing 
the equipment in place and testing.  

 
3.1.2 Centrifuges shall be removed, overhauled, assembled, erected, and placed in proper operating 

condition in full conformity with original design drawing and specifications.  Minimum 
performance shall be to original equipment manufacturer’s specification and standards, 
including vibration and alignment performance requirements. 

 
3.1.3 Refurbishment of centrifuges will be executed as follows: 

 
3.1.3.1 Inspect centrifuges on the site to determine if the repair can be accomplished on 

site.   
3.1.3.2 Units identified as needing repair (rotating or conveyor assembly) will be 

removed from its foundation and transported to contractor’s repair facility.  At 
repair facility the unit will be disassembled and inspected documenting wear 
clearances and deviation from original manufacturer’s dimensions and 
tolerances.  

3.1.3.3 Submit inspection report and itemized list of parts recommended for 
replacement. 

3.1.3.4 Upon receiving authorization from City, proceed with rehabilitation of the 
centrifuges. 

3.1.3.5 Transport centrifuges and rotating assemblies/conveyors back to the plant. 
3.1.3.6 Install, calibrate, and align centrifuges and rotating assemblies as directed by 

manufacturer’s representative. 
 
3.1.4 The City reserves the right to decline to repair any unit.  If the repair is rejected, the unit shall be 

re-assembled and returned to the plant. 
 
3.1.5 If requested by the City, the contractor shall provide a turnkey service including disconnection 

and re-connection of power, lube oil, process lines and instruments to the unit and transporting 
units from and to the site. 

 
3.1.6 Upon return of the unit to the city, the unit shall be demonstrated to perform to OEM and 

approved by the City.  A four (4) hour test shall be performed on the refurbished centrifuge unit 
before leaving the service center.  The results of this test shall be submitted to the City.  Test 
results shall include assembled tolerances, operating noise levels, operating temperatures, and 
vibration. 

 
3.1.7 All parts used in repair shall be OEM parts. 
 
3.1.8 Each centrifuge consists of a bowl and frame with 150 HP electric drive motor, a scroll 
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