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2 PLS 3/8x5" WITH
2-5/8"¢ STAINLESS| STEEL
BOLTS AND WASHERE

2 PLS 3/8x5" WTH
2-5/8"¢ STAINLESS|STEEL
BOLTS AND WASHER
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STEEL BEAM
RE: PLAN

4L 6x4x 5/16 WITH VERTICAL LONG SLOTTED

HOLE FOR 5/8"8 A307 BOLT.

HAND TIGHTEN NUT, BACK OFF 1/2 TURN AND
DEFORM THREAD TO PREVENT LODSENING.

HSS 4xdx 1/4

HILTI /278 "HIT-HY 150 MAX"
ADHESIVE ANCHOR W/ 2 1/4”

EMBEDMENT

4

NOTE:

1. RE: ARCH. FOR HEIGHT OF EAVE. THF 12'-0"
MAST EXTENDS 6'-0" ABOVE AND BELOW THE EAVE.
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