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HVAC Equipment List - IAH Central Plant

33200 Mecom Rd.
Revised June 10, 2011

C.F.M. — Cubic Feet Per Minute G.P.M. — Gallons Per Minute CW — Chilled Water HW — Hot Water BTU — British Terminal Units
FT — Feet HD — Head S.P. — Static Pressure P.S.l. — Pounds Per Square Inch H.P. — Horsepower NIC - Not In Contract

EQUIPMENT ID EQUIPMENT DESCRIPTION LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE
AHU 25 Central Plant Central Plant good 2years
Mfg. York7.5 hp,460/3/60, 10,350cfm
AHU 26 Central Plant Central Plant good 2years
Mfg. York7.5 hp,460/3/60, 10,350cfm
AHU 29 Central Plant Central Plant good 2years
Mfg. York7.5 hp,460/3/60, 10,350cfm
AHU 27 Central Plant Central Plant good 2years
Mfg. York 5 hp,460/3/60, 9860cfm
AHU 28 Central Plant Central Plant good 2years
Mfg. York 5 hp,460/3/60, 9860cfm
AHU 30 Central Plant Central Plant good 2years
Mfg. York 10 hp,460/3/60, 10,350cfm
AHU 31 Central Plant Central Plant good 2years
Mfg. York 5 hp,460/3/60, 13,300cfm
AHU 32 Central Plant Central Plant good 2years
Mfg. York 5 hp,460/3/60, 5,900cfm
AHU 33 Central Plant Central Plant good 2years
Mfg. York 7.5 hp,460/3/60, 10,350cfm
arc 14310001 SVC Air Compressor #1 Central Plant Model No. 234, Type 30 Service Air to Plant Needs to be replaced |25 Years
e-19 Output (Max) 200 PSI @ 650F; Floor 1 Serial No. 30T 360934
Ingersol Rand
arc 143100002 |SVC Air Compressor #2 Central Plant Model No. BN Service Air to Central Needs to be replaced |25 Years
e-20 Capacity 200 PSI @ 650F; Floor 1 Serial No. BN3853A Plant
Discharge Pressure 125 PSI;
Worthington
arc 143100011 |Inst. Air Compressor #1 Central Plant Model No. 30253R Instrument Air to Central |Needs to be replaced |25 Years
e-21 Airdyne Air Compressor; Type 30253R Floor 1 Serial No. 10787J7028C Plant
arc 143100012 |Inst. Air Compressor #2 Central Plant Model No. T-3D253 Instrument Air to Central |Needs to be replaced |25 Years
e-22 Capacity: 7.5 CF:; Discharge Pressure; Floor 1 Serial No. 433702 Plant
125 PSIG; Ingersol Rand Air Compressor
ARC 143100013 |Inst. Air Compressor #3 Central Plant Model No. 325 Instrument Air to Central |Needs to be replaced |25 Years
e-23 Quincy Air Company Floor 1 Serial No. 284064 Plant
ARC 143100014 |Inst. Air Compressor #4 Central Plant Model No. 325 Instrument Air to Central |Needs to be replaced |25 Years
E-24 Quincy Air Company Floor 1 Serial No. 567395 Plant
ARC 143100014 |Inst. Air Compressor 5 Central Plant Model No. Instrument Air to Central |Good 2Years
E-24 Duplex Floor 1 Serial No. Plant
bbdt54300003 Boiler Blow Down Tank #1 Central Plant Model No. Data not Blow Down Tank for Good 25 Years
e-25 Size: 30" Dx6'-0" Floor 1 Available Serial No. 8060 |[Boilers
Pressure: 30 PSIG @ 220F
Natkin Company
bbdt54300004 Boiler Blow Down Tank #2 Central Plant Model No. Data not Blow Down Tank for Good 25 Years
e-26 Size: 30"D x 6’-0” Floor 1 Available Serial No. 8059 |[Boilers

Pressure: 30 PSIG @ 220F
Natkin Company
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HVAC Equipment List - IAH Central Plant

33200 Mecom Rd.
Revised June 10, 2011

C.F.M. — Cubic Feet Per Minute G.P.M. — Gallons Per Minute CW — Chilled Water HW — Hot Water BTU — British Terminal Units
FT — Feet HD — Head S.P. — Static Pressure P.S.l. — Pounds Per Square Inch H.P. — Horsepower NIC - Not In Contract

EQUIPMENT ID EQUIPMENT DESCRIPTION LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE
blr 44100003 Boiler #4 Central Plant Model No. Data not Steam to Turbines and Good 2 Years
e-29 Mfg. Nebraska Floor 1 Available Serial No. Heat Exchangers

Steam Capacity: 50,000 Ibs./hr; Operating 2D1540

Pressure: 230 PSIG; Steam Pressure

600F; Feed Water Temperature: 250F;

Sediment Chamber & Heat; Exchanger:

Reco 350 GPM 600F 220 PSIG
blr 44100003 Boiler #5 Central Plant Model No. Data not Steam to Turbines and Good 2 Years
e-29 Mfg. Nebraska Floor 1 Available Serial No. Heat Exchangers

Steam Capacity: 50,000 Ibs./hr; Operating 2D1540

Pressure: 230 PSIG; Steam Pressure

600F; Feed Water Temperature: 250F;

Sediment Chamber & Heat; Exchanger:

Reco 350 GPM 600F 220 PSIG
cclr41300002 Condenser Cooler #2 Central Plant Model No. Data not Steam Condenser for Good 25 Years
e-32 Condensate Cooler Floor 1 Available Serial No. Data |Turbine #2

Medium Water Steam not Available

Temp in F 180 395

Temp out F 200 200

Flow 350GPM 17,400 Ib./hr

Pressure

Drop Max Ft. 6 5
cclr228500001 Turbine #1 Central Plant Model No Type K Drives Compressor for Good 1 Years
e-33 Mfg. Elliott Floor 1 Serial No Data not Chiller #1

Available

Steam Pressure at turbine throttle, PSIG:

220; Steam Temperature at turbine throttle

600F
cpr228250002 Turbine #2 Central Plant Model No 2DRYRPE3 Drives Compressor for Good 1 Years
e-34 Mfg. Elliott Floor 1 Serial No E002701 Chiller #2

Steam Pressure at turbine throttle, PSIG:

220; Steam Temperature at turbine throttle

600F
cpr228250003 Turbine #3 Central Plant Model No 2DRYRPEB Drives Compressor for Good 1 Years
e-35 Mfg. Elliott Floor 1 Serial No E002702 Chiller #3

Steam Turbine; rated H.P. 1990; Trip RPM
5350; Valve Travel % in.; Max. H.P. 2190;
Frame K2GO03; Throttle Steam, Pressure at
Steam Turbine, PSIG: 220; Steam Temp.:
600F
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HVAC Equipment List - IAH Central Plant

33200 Mecom Rd.
Revised June 10, 2011

C.F.M. — Cubic Feet Per Minute G.P.M. — Gallons Per Minute CW — Chilled Water HW — Hot Water BTU — British Terminal Units
FT — Feet HD — Head S.P. — Static Pressure P.S.l. — Pounds Per Square Inch H.P. — Horsepower NIC - Not In Contract

EQUIPMENT ID

EQUIPMENT DESCRIPTION

LOCATION

MODEL / SERIAL #

AREA SERVED

CONDITION

APPROXIMATE AGE

cpr228250003
e-35

Turbine #6
Mfg. Elliott

Steam Turbine; rated H.P. 1990; Trip RPM
5350; Valve Travel % in.; Max. H.P. 2190;
Frame K2G03; Throttle Steam, Pressure at
Steam Turbine, PSIG: 220; Steam Temp.:
600F

Central Plant
Floor 1

Model No Type K
Serial No Data not
Available

Drives Compressor for
Chiller #3

Good

1 Years

cpr228250003
e-35

Turbine #8

Mfg. Elliott

Steam Turbine; rated H.P. 1990; Trip RPM
5350; Valve Travel % in.; Max. H.P. 2190;
Frame K2GO03; Throttle Steam, Pressure at
Steam Turbine, PSIG: 220; Steam Temp.:
600F

Central Plant
Floor 1

Model No DYHHPL3
Serial No E002700 25

Drives Compressor for
Chiller #3

Good

1 Years

ctc241100001
e-36

Chiller #1

Mfg. York

Capacity, tons: 1000; Chilled Water, GPM:
1600; Evaporator Drop Max., FT. 40;
Chilled Water Temp. Out, 40F; Refrigerant
Condenser Water, GPM: 3000; Max
Pressure Drop Condenser 30’; Refrigerant
Condenser Water In: 86F; Refrigerant
Condenser Water Out: 96+F, 134A

rafricgorant

Central Plant
Floor 1

Model No 238B3D
Serial No E002702

Chill Water to Terminals

Good

1 Years

ctc241100001
e-36

Chiller #2
Mfg. York

Capacity, tons: 1000; Chilled Water, GPM:
1600; Evaporator Drop Max. FT: 40;
Chilled Water Temp in 55F; Chilled Water
Temp Out 40F; GPM: 3000; Max Pressure
Drop Condenser, 30’; Refrigerant
Condenser Water in 86F; Refrigerant
Condenser Water Out 96+F, 134A
refrigerant

Central Plant
Floor 1

Model No 238B3D
Serial No Data not
Available

Chill Water to Terminals

Good

1 Years

ctc241100003
e-38

Chiller #3

Mfg. York

Capacity, tons: 2,000; Chilled Water GPM:
3,200; Pressure Drop Through Evaporator
FT: 30; Chilled Water Temp In: 55F;
Chilled Water Temp Out: 40F; Refrigerant
Condenser Water GPM: 5,000; Max.
Pressure Drop Through Condenser FT: 20;
Refrigerant Condenser Water Temp. In
86F;

Refrigerant Condenser Water; Temp. Out
96+F, 134 A refridgerent

Central Plant
Floor 1

Model No OMM1999
Serial No76583802

Chill Water to Terminals

Good

25 Years
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33200 Mecom Rd.

Revised June 10, 2011

C.F.M. — Cubic Feet Per Minute G.P.M. — Gallons Per Minute CW — Chilled Water HW — Hot Water BTU — British Terminal Units
FT — Feet HD — Head S.P. — Static Pressure P.S.l. — Pounds Per Square Inch H.P. — Horsepower NIC - Not In Contract

EQUIPMENT ID
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MODEL / SERIAL #
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CONDITION

APPROXIMATE AGE

cpictc241100005

Chiller No. 5

Mfg. York

2500-ton — Chill Water G.P.M. — 4800,
Condenser Water G.P.M. — 7200, Refrig.
134A

Central Plant
Floor 1

Model No. OM2500
Serial No. VM427947

Supplies Chill Water to
Terminals

Good

1 Years

cpictc241100005

Chiller No. 6

Mfg. York

3300-ton — Chill Water G.P.M. — 4800,
Condenser Water G.P.M. — 7200, Refrig.
134A

Central Plant
Floor 1

Model No. OM2500
Serial No. VM427947

Supplies Chill Water to
Terminals

Good

1Years

cpictc241100005

Chiller No. 7

Mfg. York

3340-ton — Chill Water G.P.M. — 4800,
Condenser Water G.P.M. — 7200, Refrig.
134A

Central Plant
Floor 1

Model No. 0OM3340
Serial No. VM427947

Supplies Chill Water to
Terminals

Good

1Years

cpictc241100005

Chiller No. 8

Mfg. York

3300-ton — Chill Water G.P.M. — 4800,
Condenser Water G.P.M. — 7200, Refrig.
134A

Central Plant
Floor 1

Model No. 0OM3300
Serial N0.739416-031

Supplies Chill Water to
Terminals

Good

1Years

cpictc241100005

Chiller No. 9

Mfg. York

3340-ton — Chill Water G.P.M. — 4800,
Condenser Water G.P.M. — 7200, Refrig.
134A

Central Plant
Floor 1

Model No. 0OM3340
Serial No. VM427947

Supplies Chill Water to
Terminals

Good

25 Years

ctm141400001
e-40

Cooling Tower Cell #1

Mfg. Lilie Huffman

Water Capacity: 6000 G.P.M.; Total, 3000
G.P.M./Cell; Water Temperatures; In
103.2F; Out 86F; Ambient Wet Bulb: 80F

Central Plant
Small Tower

Model No 175
Serial No 197379

Condenser Water to
Condensers

Good

2 Years

ctm141400002
e-41

Cooling Tower Cell #2

Mfg. Lilie Huffman

Water Capacity: 3000 G.P.M. per Cell,
6000 G.P.M. Total; Water Temp. In 103.2F;
Water Temp. Out 86F; Ambient Wet Bulb
Temp. 80F

Central Plant
Small Tower

Model No 175
Serial No SF11706

Condenser Water to
Condensers

Good

2 Years

ctm141400003
e-42

Cooling Tower Cell #3

Mfg. Marley

Water Capacity: 660 G.P.M. Total, 3300
G.P.M./Cell; Water Temperatures: In
103.2F; Out 86F; Ambient Wet Bulb: 80F

Central Plant
Large Tower

Model No 585482
Serial No 5851255270

Condenser Water to
Condensers

Needs to be
upgraded

25 Years

ctm141400004
e-43

Cooling Tower Cell #4

Mfg. Marley

Water Capacity Cell: 3000 G.P.M.; Total
6000 G.P.M. Water Temperatures: In
103.2F; Out 86F; Ambient Wet Bulb Temp.:
80F

Central Plant
Large Tower

Model No 585482
Serial No 5851255270

Condenser Water to
Condensers

Needs to be
upgraded

25 Years
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HVAC Equipment List - IAH Central Plant

33200 Mecom Rd.
Revised June 10, 2011

C.F.M. — Cubic Feet Per Minute G.P.M. — Gallons Per Minute CW — Chilled Water HW — Hot Water BTU — British Terminal Units
FT — Feet HD — Head S.P. — Static Pressure P.S.l. — Pounds Per Square Inch H.P. — Horsepower NIC - Not In Contract

EQUIPMENT ID EQUIPMENT DESCRIPTION LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE
ctm141400005 |Cooling Tower Cell #5 Central Plant Model No 585482 Condenser Water to Needs to be 25 Years
e-44 Mfg. Marley Large Tower Serial No MF031037 Chillers upgraded

Water Capacity: 6600 Total G.P.M., 3300

G.P.M./Cell; Water Temperatures: In 100F;

Out 86F; Ambient Wet Bulb: 80F
ctm141400006 |Cooling Tower Cell #6 Central Plant Model No 585482 Condenser Water to Needs to be 25 Years
e-45 Mfg. Marley Large Tower Serial No MF031037 Chillers upgraded

Water Capacity: 660 Total G.P.M., 3300

G.P.M./Cell; Water Temp.: In 100F; Out

86F; Ambient Wet Bulb: 80F
ctm141400006 |Cooling Tower Cell #7 Central Plant Model No 585482 Condenser Water to Good 25 Years
e-45 Mfg. Marley Large Tower Serial No MF031037 Chillers

Water Capacity: 660 Total G.P.M., 3300

G.P.M./Cell; Water Temp.: In 100F; Out

86F; Ambient Wet Bulb: 80F
ctm141400006 |Cooling Tower Cell #8 Central Plant Model No 585482 Condenser Water to Good 25 Years
e-45 Mfg. Marley Large Tower Serial No MF031037 Chillers

Water Capacity: 660 Total G.P.M., 3300

G.P.M./Cell; Water Temp.: In 100F; Out

86F; Ambient Wet Bulb: 80F
ctm141400006 |Cooling Tower Cell #9 Central Plant Model No 585482 Condenser Water to Good 25 Years
e-45 Mfg. Marley Large Tower Serial No MF031037 Chillers

Water Capacity: 660 Total G.P.M., 3300

G.P.M./Cell; Water Temp.: In 100F; Out

86F; Ambient Wet Bulb: 80F
ctm141400006 |Cooling Tower Cell #10 Central Plant Model No 585482 Condenser Water to Good 25 Years
e-45 Mfg. Marley Large Tower Serial No MF031037 Chillers

Water Capacity: 660 Total G.P.M., 3300

G.P.M./Cell; Water Temp.: In 100F; Out

86F; Ambient Wet Bulb: 80F
ctm141400006 |Cooling Tower Cell #11 Central Plant Model No 585482 Condenser Water to Good 25 Years
e-45 Mfg. Marley Large Tower Serial No MF031037 Chillers

Water Capacity: 660 Total G.P.M., 3300

G.P.M./Cell; Water Temp.: In 100F; Out

86F; Ambient Wet Bulb: 80F
ctm141400006 |Cooling Tower Cell #12 Central Plant Model No 585482 Condenser Water to Good 25 Years
e-45 Mfg. Marley Large Tower Serial No MF031037 Chillers

Water Capacity: 660 Total G.P.M., 3300

G.P.M./Cell; Water Temp.: In 100F; Out

86F; Ambient Wet Bulb: 80F
ctm141400006 |Cooling Tower Cell #13 Central Plant Model No 585482 Condenser Water to Good 25 Years
e-45 Mfg. Marley Large Tower Serial No MF031037 Chillers

Water Capacity: 660 Total G.P.M., 3300
G.P.M./Cell; Water Temp.: In 100F; Out
86F; Ambient Wet Bulb: 80F
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HVAC Equipment List - IAH Central Plant

33200 Mecom Rd.
Revised June 10, 2011

C.F.M. — Cubic Feet Per Minute G.P.M. — Gallons Per Minute CW — Chilled Water HW — Hot Water BTU — British Terminal Units
FT — Feet HD — Head S.P. — Static Pressure P.S.l. — Pounds Per Square Inch H.P. — Horsepower NIC - Not In Contract

EQUIPMENT ID EQUIPMENT DESCRIPTION LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE
ctm141400006 |Cooling Tower Cell #14 Central Plant Model No 585482 Condenser Water to Good 25 Years
e-45 Mfg. Marley Large Tower Serial No MF031037 Chillers

Water Capacity: 660 Total G.P.M., 3300
G.P.M./Cell; Water Temp.: In 100F; Out
86F; Ambient Wet Bulb: 80F
dwh154300007 |Deaerator Feed Water Heater #3 Central Plant Model No Data not Boiler Feed Water to Good 2Years
Available Boilers. Also condensate
e-47 Capacity: 50,000 Ibs/hr; Operating Floor 1 Serial No Data not return.
Pressure Max.: 50PSIG; Outlet Temp: Available
250F; Condensate in Max.: 94,500 lbs/hr;
Extraction Steam In: 6400 Ibs/hr;
Condensate Temp: 115F; Condensate
Enthalpy: 83 BTU/Ib.; Extraction Enthalpy:
1164 BTU/Ib; Guaranteed Oxygen Max.:
.0005
dwh154300007 |Deaerator Feed Water Heater #4 Central Plant Model No Data not Boiler Feed Water to Good 2 Years
Available Boilers. Also condensate
e-47 Capacity: 50,000 Ibs/hr; Operating Floor 1 Serial No Data not return.
Pressure Max.: 50 PSIG; Outlet Temp: Available
250F; Condensate in Max.: 94,500 Ibs/hr;
Extraction Steam In: 6400 Ibs/hr;
Condensate Temp: 115F; Condensate
Enthalpy: 83 BTU/Ib.; Extraction Enthalpy:
1164 BTU/Ib; Guaranteed Oxygen Max.:
.0005
efb141200081 Exhaust Fan #6 Central Plant Model No. — No Tag Central Plant Good 25 Years
e-48 Mfg. Penn Floor 1 Serial No. — No Tag
efb141200085 Exhaust Fan #7 Central Plant Model No. — No Tag Central Plant Good 25 Years
e-49 Mfg. Acme Fan Corporation Floor 1 Serial No. — No Tag
efb141200099 Exhaust Fan #5 Central Plant Model No. — No Tag Central Plant Good 25 Years
e-50 Mfg. Acme Fan Corporation Floor 1 Serial No. — No Tag
efb141400007 Exhaust Fan #1 Central Plan Model No. P44M Central Plant Good 25 Years
e-51 Mfg. Acme Fan Corporation (Roof Mounted)t  |Serial No. BU58094
efb141400008 Exhaust Fan #2 Central Plant Model No. P44M Central Plant Good 25 Years
e-52 Mfg. Acme Fan Corporation (Roof Mounted) Serial No. BU58095
efb141400009 Exhaust Fan #3 Central Plant Model No. P44M Central Plant Good 25 Years
e-53 Mfg. Acme Fan Corporation (Roof Mounted) Serial No. BU58092
efb141400100 Exhaust Fan #4 Central Plant Model No. P44M Central Plant Good 25 Years
e-54 Mfg. York Equipment (Roof Mounted) Serial No. Can not read
hwc144200004 |Hot Water Converter #5 Central Plant Model No Data not Primary Heating to Good 2Years
Available Terminals
e-60 700 G.P.M. @ 230 P.S.I.; Tube Side: Floor 1 Serial No Data not
Temp. In 200F; Temp. Out 300F; Pressure Available

Change: 8’; Shell Side: Temp. in: 600F @
200 P.S.1.; Temp. Out; 395 @ 35000 Ibs/hr.
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33200 Mecom Rd.
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EQUIPMENT ID EQUIPMENT DESCRIPTION LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE
hwc144200004 |Hot Water Converter #6 Central Plant Model No Data not Primary Heating to Good 2 Years
Available Terminals
e-60 700 G.P.M. @ 230 P.S.1.; Tube Side: Floor 1 Serial No Data not
Temp. In 200F; Temp. Out 300F; Pressure Available
Change: 8’; Shell Side: Temp. in: 600F @
200 P.S.l.; Temp. Out; 395 @ 35000 Ibs/hr.
hwc144200004 |Hot Water Converter #7 Central Plant Model No Data not Primary Heating to Good 2 Years
Available Terminals
e-60 700 G.P.M. @ 230 P.S.I.; Tube Side: Floor 1 Serial No Data not
Temp. In 200F; Temp. Out 300F; Pressure Available
Change: 8’; Shell Side: Temp. in: 600F @
200 P.S.1.; Temp. Out; 395 @ 35000 Ibs/hr.
mcc 61100001 MCC#1 Central Plant Model No Data not Voltage Panels for Good 25 Years
Available Equipment
e-61 Motor Control Center Floor 1 Serial No Data not
Available
Westinghouse Indoor Type Cutler-Hamer
440/60/3
mcc 61100002 MCC #2 Central Plant Model No Data not Voltage Panels for Good 25 Years
Available Equipment
e-62 Motor Control Center Floor 1 Serial No Data not
Available
Westinghouse Indoor Type Cutler-Hamer
440/60/3
mcc 61100003 MCC #3 Central Plant Model No Data not Voltage Panels for Good 25 Years
Available Equipment
e-63 Motor Control Center Floor 1 Serial No Data not
Available
Westinghouse Indoor Type Cutler-Hamer
440/60/3
mcc 61100004 MCC #4 Central Plant Model No Data not Voltage Panel for Good 25 Years
Available Equipment
e-64 Motor Control Center Floor 1 Serial No Data not
Available
Westinghouse Outdoor Type Cutler-Hamer
440/60/3
mcc 61100005 MCC #5 Central Plant Model No Data not Voltage Panel for Good 25 Years
Available Equipment
e-65 Motor Control Center Floor 1 Serial No Data not
Available
Westinghouse Outdoor Type Cutler-Hamer
440/60/3
ext154300005 Hot Water Expansion Tank Central Plant Model No Primary Hot Water Tank |Insulated with 25 Years
e-55 Size: 48" D.x 9 —-0" Floor 1 Serial No Data not abestos. The control

Pressure PSIG 150 at 400F

Available

system is old and
needs to be updated.
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ext154300006 Chill Water Expansion Tank Central Plant Model No Data not Chill Water System Good 25 Years
Available
e-56 Size: 48" D.x 9 -0 Floor 1 Serial No Data not
Available
Pressure PSIG 150 at 400F
pbf143200003 Boiler Feed Pump #3 Central Plant Model No Data not Boiler Feed Water to Good 25 Years
Available Boilers
e-66 NIS Capacity Water: 65,000 Ib/hr; Basement Serial No Data not
Temperature: 250F; Head: 700’; Min. Available
Efficiency: 40% 50 H.P. 3450 RPM
pbf143200004 Boiler Feed Pump #1 Central Plant Model No Data not Boiler Feed Water to Good 25 Years
Available Boilers
e-67 NIS Capacity Water: 45,000 Ib/hr; Basement Serial No Data not
Temperature: 250F; Head: 700’; Min. Available
Efficiency: 40% 50 H.P. 3450 RPM
pbf143200005 Boiler Feed Pump #2 Central Plant Model No Data not Boiler Feed Water to Good 25 Years
Available Boilers
e-68 NIS Capacity Water: 45,000 Ib/hr; Basement Serial No Data not
Temperature: 250F; Head: 700’; Min. Available
Efficiency: 40% 50 H.P. 3450 RPM
pbf143200005 Boiler Feed Pump #4 Central Plant Model No Data not Boiler Feed Water to Good 2 Years
Available Boilers
e-68 Capacity Water: 45,000 Ib/hr; Basement Serial No Data not
Temperature: 250F; Head: 700’; Min. Available
Efficiency: 40% 100 H.P. 3450 RPM
pbf143200005 Boiler Feed Pump #5 Central Plant Model No Data not Boiler Feed Water to Good 2 Years
Available Boilers
e-68 Capacity Water: 45,000 Ib/hr; Basement Serial No Data not
Temperature: 250F; Head: 700’; Min. Available
Efficiency: 40% 100 H.P. 3450 RPM
pmp 43200001 |Svc. Water Boost Pump #1 Central Plant Model No CNE City Water to Storage Good 25 Years
e-69 Capacity Cold Water: 200 G.P.M.; Floor 1 Serial No Data not Tanks
Available
Head: 250 FT;
Efficiency Min: 65% .25 H.P.
pmp 43200002 |Svc. Water Boost Pump #2 Central Plant Model No CNE City Water to Storage Good 25 Years
e-70 Capacity Cold Water: 200 G.P.M.; Floor 1 Serial No Data not Tanks

Head: 250 FT;
Efficiency Min: 65%. 25 H.P.

Available
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pmp 43200007 |Chilled Water Pump #1 Central Plant Model No 6 LR-18 Chilled Water System Good 25 Years
e-72 Mfg. Worthington Floor 1 Serial No Data not

Available
Capacity Water: 1600 G.P.M.;
200 H.P., 1780 RPM
Head: 250 FT;
Efficiency: 78%
pmp 43200008 |Chilled Water Pump #2 Central Plant Model No 6 LR-18 Chilled Water System Good 25 Years
e-73 Mfg. Worthington Floor 1 Serial No Data not
Available
Capacity Water: 1600 G.P.M.;
200 H.P., 1780 RPM
Head: 250 FT;
Efficiency: 78%
pmp 43200009 |Chilled Water Pump #3 Central Plant Model No 6 LR-18 Chilled Water System Good 25 Years
e-74 Mfg. Worthington Floor 1 Serial No Data not
Available
Capacity Water: 1600 G.P.M.;
200 H.P., 1780 RPM
Head: 250 FT;
Efficiency: 78%
pmp 43200006 |Chilled Water Pump #4 Central Plant Model No 444TS Chill Water System Good 25 Years
e-71 Mfg. Data not Available Floor 1 Serial No 151034314811
Capacity Water: 1600 G.P.M.;
150 H.P., 1780 RPM
Head: 250 FT
Efficiency: 78%
pmp 43200010 |Chilled Water Pump #5 Central Plant Model No 444TS Chilled Water System Good 25 Years
e-75 Mfg. Data not Available Floor 1 Serial No 151034314812
Capacity Water: 1600 G.P.M.;
150 H.P., 1780 RPM
Head: 250 FT;
Efficiency: 78%
pmp 43200011  |Chilled Water Pump #6 Central Plant Model No 14HH Chilled Water System Good 25 Years
e-76 Worthington Pump Corp. Floor 1 Serial No Data not
Available
Type 14HH
Capacity Water: 2000 G.P.M.;
150 H.P., 1780 RPM
Head: 250
Efficiency: 78%
pmp 43200012 |Chilled Water Pump #7 Central Plant Model No 14HH Chilled Water System Good 25 Years
e-77 Worthington Pump Corp. Floor Serial No Data not

150 H.P., 1780 RPM
2000 G.P.M. @ 250 FH
440/60/3

Available
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HVAC Equipment List - IAH Central Plant

33200 Mecom Rd.
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C.F.M. — Cubic Feet Per Minute G.P.M. — Gallons Per Minute CW — Chilled Water HW — Hot Water BTU — British Terminal Units
FT — Feet HD — Head S.P. — Static Pressure P.S.l. — Pounds Per Square Inch H.P. — Horsepower NIC - Not In Contract

EQUIPMENT ID EQUIPMENT DESCRIPTION LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE
cpipmp43200073 |Chill Water Pump No. 8 Central Plant Model No 6X8X20 Series |Supplies Chill Water to Good 25 Years
411 Terminals
Mfg. Aurora Floor 1 Serial No Data not
Available
200 H.P. 1750 RPM
Aurora Pump, 6x8x20 Series 411; 2500
G.P.M.; 200 P.S.I. @ 250 tons
cpipmp43200074 |Chill Water Pump No. 9 Central Plant Model No6X8X20 Supplies Chill Water to Good 25 Years
Series411 Terminals
Mfg. Aurora Floor 1 Serial No Data not
Available
200 H.P. 1750 RPM
Aurora Pump, 6x8x20 Series 411; 2500
G.P.M.; 200 P.S.I. @ 250 tons
cpipmp43200074 |Chill Water Pump No. 10 Central Plant Model No6X8X20 Supplies Chill Water to Good 25 Years
Series411 Terminals
Mfg. Aurora Floor 1 Serial No Data not
Available
200 H.P. 1750 RPM
Aurora Pump, 6x8x20 Series 411; 2500
G.P.M.; 200 P.S.I. @ 250 tons
cpipmp43200074 |Chill Water Pump No. 11 Central Plant Model No6X8X20 Supplies Chill Water to Good 25 Years
Series411 Terminals
Mfg. Aurora Floor 1 Serial No Data not
Available
200 H.P. 1750 RPM
Aurora Pump, 6x8x20 Series 411; 2500
G.P.M.; 200 P.S.I. @ 250 tons
cpipmp43200074 |Chill Water Pump No. 12 Central Plant Model No6X8X20 Supplies Chill Water to Good 25 Years
Series411 Terminals
Mfg. Aurora Floor 1 Serial No Data not
Available
200 H.P. 1750 RPM
Aurora Pump, 6x8x20 Series 411; 2500
G.P.M.; 200 P.S.I. @ 250 tons
cpipmp43200074 |Chill Water Pump No. 13 Central Plant Model No6X8X20 Supplies Chill Water to Good 25 Years

Mfg. Aurora

200 H.P. 1750 RPM
Aurora Pump, 6x8x20 Series 411; 2500
G.P.M.; 200 P.S.I. @ 250 tons

Floor 1

Series411
Serial No Data not
Available

Terminals
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C.F.M. — Cubic Feet Per Minute G.P.M. — Gallons Per Minute CW — Chilled Water HW — Hot Water BTU — British Terminal Units
FT — Feet HD — Head S.P. — Static Pressure P.S.l. — Pounds Per Square Inch H.P. — Horsepower NIC - Not In Contract
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cpipmp43200074 |Chill Water Pump No. 14 Central Plant Model No6X8X20 Supplies Chill Water to Good 25 Years
Series411 Terminals
Mfg. Aurora Floor 1 Serial No Data not
Available
200 H.P. 1750 RPM
Aurora Pump, 6x8x20 Series 411; 2500
G.P.M.; 200 P.S.I. @ 250 tons
pmp 43200013 |Hot Water Pump #1 Central Plant Model No 4LR11 Primary Hot Water to Good 25 Years
e-78 Mfg. Worthington Floor 1 Serial No Data not Terminals
Available
Capacity: 700 G.P.M;
Head: 300 FT; 100 H.P. 3450 RPM
Efficiency: 75%
pmp 43200014 |Hot Water Pump #2 Central Plant Model No 4LR11 Primary Hot Water to Good 25 Years
e-79 Mfg. Worthington Floor 1 Serial No Data not Terminals
Available
9-7/8”" Impeller;
700 G.P.M.;
Head: 300 FT; 100 H.P. 3450 RPM
Efficiency: 85%
pmp 43200015 |Hot Water Pump #3 Central Plant Model No 4LR11 Primary Hot Water to Good 25 Years
e-80 Mfg. Worthington Floor 1 Serial No Data not Terminals
Available
Capacity: 700 G.P.M.;
Head: 300 FT; 100 H.P. 3450 RPM
Efficiency: 8?%
pmp 43200015 |Hot Water Pump #4 Central Plant Model No 4LR11 Primary Hot Water to Good 25 Years
e-80 Mfg. Worthington Floor 1 Serial No Data not Terminals
Available
Capacity: 700 G.P.M;
Head: 300 FT; 100 H.P. 3450 RPM
Efficiency: 8?%
pmp 43200015 |Hot Water Pump #5 Central Plant Model No 4LR11 Primary Hot Water to Good 25 Years
e-80 Mfg. Worthington Floor 1 Serial No Data not Terminals
Available
Capacity: 700 G.P.M.;
Head: 300 FT; 100 H.P. 3450 RPM
Efficiency: 8?%
pmp 43200015 |Hot Water Pump #6 Central Plant Model No 4LR11 Primary Hot Water to Good 25 Years
e-80 Mfg. Worthington Floor 1 Serial No Data not Terminals

Capacity: 700 G.P.M;
Head: 300 FT; 100 H.P. 3450 RPM
Efficiency: 8?%

Available
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EQUIPMENT ID EQUIPMENT DESCRIPTION LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE
pmp 43200015 |Hot Water Pump #7 Central Plant Model No 4LR11 Primary Hot Water to Good 25 Years
e-80 Mfg. Worthington Floor 1 Serial No Data not Terminals

Available
Capacity: 700 G.P.M.;
Head: 300 FT; 100 H.P. 3450 RPM
Efficiency: 8?%
pmp 43200024 |Condenser Water Pump #1 Central Plant Model No. Data not Condenser Water to Good 25 Years
Available Condenser System
e-81 Mfg. Worthington Small Tower Serial No. Data not
Available
Capacity: 3000 G.P.M.;
Head: 85 FT; 100 H.P. 1725 RPM
Efficiency: 77% min.
pmp 43200025 |Condenser Water Pump #2 Central Plant Model No. Data not Condenser Water to Good 25 Years
Available Condenser System
e-82 Mfg. Worthington 4 cell Marley Serial No. Data not
Available
Water Capacity: 3000 G.P.M.;
Head: 85 FT; 100 H.P. 1725 RPM
Efficiency: 77% min.
pmp 43200026 |Condenser Water Pump #3 Central Plant Model No. Data not Condenser Water to Good 25 Years
Available Condenser System
e-83 Mfg. Worthington 4 cell Marley Serial No. Data not
Available
Water Capacity: 3000 G.P.M.;
Head: 85 FT; 100 H.P. 1725 RPM
Efficiency: 77% min.
pmp 43200027 |Condenser Water Pump #4 Central Plant Model No. Data not Condenser Water to Good 25 Years
Available Condenser System
e-84 Mfg. Simmons 4 cell Marley Serial No. Data not
Available
Water Capacity: 3000 G.P.M,;
Head: 85 FT; 125 H.P. 1725
Efficiency: 77% min.
PMP 43200028 |Condenser Water Pump #5 Central Plant Model No. Data not Condenser Water to Good 25 Years

e-85

Mfg. Simmons

Water Capacity: 3000 G.P.M
Mfg. Simmons.;
Head: 85 FT; 125 H.P. 1725

Efficiency: 77% min.

Small Tower

Available
Serial No. Data not
Available

Condenser System
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pmp 43200029 |Condenser Water Pump #6 Central Plant Model No. Data not Condenser Water to Good 25 Years
Available Condenser System
e-86 Mfg. Simmons Small Tower Serial No. Data not
Available
Water Capacity: 3000 G.P.M,;
Head: 85 FT; 125 H.P. 1725
Efficiency: 77% min.
pmp 43200030 |Condenser Water Pump #7 Central Plant Model No. Data not Condenser Water to Good 25 Years
Available Condenser System
e-87 Mfg. Simmons 4 cell Marley Serial No. Data not
Available
Water Capacity: 2000 G.P.M.;
Head: 250 FT; 125 H.P. 1725
Efficiency: 77%
pmp 43200031 |Condenser Water Pump #8 Central Plant Model No. Data not Condenser Water to Good 25 Years
Available Condenser System
e-88 Mfg. Simmons 4 cell Marley Serial No. Data not
Available
Water Capacity: 3300 G.P.M,;
Head: 85 FT; 125 H.P. 1725
Efficiency: 77% min.
pmp 43200032 |Condenser Water Pump #9 Central Plant Model No. Data not Condenser Water to Good 25 Years
Available Condenser System
e-89 Mfg. Simmons 4 cell Marley Serial No. Data not
Available
Water Capacity: 3300 G.P.M,;
Head: 85 FT; 125 H.P. 1725
Efficiency: 77% min.
pmp 43200032 |Condenser Water Pump #10 Central Plant Model No. Data not Condenser Water to Good 2 Years
Available Condenser System
e-89 Mfg. Simmons 8 cell Marley Serial No. Data not
Available
Water Capacity: 3300 G.P.M,;
Head: 85 FT; 125 H.P. 1725
Efficiency: 77% min.
pmp 43200032 |Condenser Water Pump 11 Central Plant Model No. Data not Condenser Water to Good 2 Years
Available Condenser System
e-89 Mfg. Simmons 8 cell Marley Serial No. Data not

Water Capacity: 3300 G.P.M.;
Head: 85 FT; 125 H.P. 1725

Efficiency: 77% min.

Available
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pmp 43200032 |Condenser Water Pump #12 Central Plant Model No. Data not Condenser Water to Good 2 Years
Available Condenser System
e-89 Mfg. Simmons 8 cell Marley Serial No. Data not
Available
Water Capacity: 3300 G.P.M,;
Head: 85 FT; 125 H.P. 1725
Efficiency: 77% min.
pmp 43200032 |Condenser Water Pump #13 Central Plant Model No. Data not Condenser Water to Good 2Years
Available Condenser System
e-89 Mfg. Simmons 8 cell Marley Serial No. Data not
Available
Water Capacity: 3300 G.P.M.;
Head: 85 FT; 125 H.P. 1725
Efficiency: 77% min.
pmp 43200032 |Condenser Water Pump #14 Central Plant Model No. Data not Condenser Water to Good 2 Years
Available Condenser System
e-89 Mfg. Simmons 8 cell Marley Serial No. Data not
Available
Water Capacity: 3300 G.P.M,;
Head: 85 FT; 125 H.P. 1725
Efficiency: 77% min.
pmp 43200032 |Condenser Water Pump #15 Central Plant Model No. Data not Condenser Water to Good 2 Years
Available Condenser System
e-89 Mfg. Simmons 8 cell Marley Serial No. Data not
Available
Water Capacity: 3300 G.P.M,;
Head: 85 FT; 125 H.P. 1725
Efficiency: 77% min.
pmp 43200032 |Condenser Water Pump #16 Central Plant Model No. Data not Condenser Water to Good 2 Years
Available Condenser System
e-89 Mfg. Simmons 8 cell Marley Serial No. Data not
Available
Water Capacity: 3300 G.P.M,;
Head: 85 FT; 125 H.P. 1725
Efficiency: 77% min.
pmp 43200032 |Condenser Water Pump #17 Central Plant Model No. Data not Condenser Water to Good 2 Years
Available Condenser System
e-89 Mfg. Simmons 8 cell Marley Serial No. Data not

Water Capacity: 3300 G.P.M.;
Head: 85 FT; 125 H.P. 1725
Efficiency: 77% min.

Available
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pmp 43200032 |Condenser Water Pump #18 Central Plant Model No. Data not Condenser Water to Good 2 Years
Available Condenser System
e-89 Mfg. Simmons 8 cell Marley Serial No. Data not
Available
Water Capacity: 3300 G.P.M,;
Head: 85 FT; 125 H.P. 1725
Efficiency: 77% min.
pmp 43200032 |Condenser Water Pump #19 Central Plant Model No. Data not Condenser Water to Good 2 Years
Available Condenser System
e-89 Mfg. Simmons 8 cell Marley Serial No. Data not
Available
Water Capacity: 3300 G.P.M.;
Head: 85 FT; 125 H.P. 1725
Efficiency: 77% min.
Water softner, duplex.70 gmps Central Plant
pmp 43200033  |Hot Well Pump #1A Central Plant Model No. 1DNH 62 Steam Condenser Good 25 Years
e-90 Mfg. Worthington Floor 1 Serial No. Data not Condensate Return
Available
Flow: 13440 Ibs/hr;
Total Head FT: 150
pmp 43200034  |Hot Well Pump #1B Central Plant Model No. 1DNH 62 Steam Condenser Good 25 Years
e-91 Mfg. Worthington Floor 1 Serial No. Data not Condensate Return
Available
Flow: 13440 Ibs/hr;
Total Head FT: 150
pmp 43200035 |Hot Well Pump #2A Central Plant Model No. 1DNH 62 Steam Condenser Good 25 Years
e-92 Mfg. Worthington Floor 1 Serial No. Data not Condensate Return #2
Available Turbine
Flow: 13440 Ibs/hr;
Total Head FT: 150
pmp 43200036 |Hot Well Pump #3A Central Plant Model No. 1DNH 62 Steam Condenser Good 25 Years
e-93 Mfg. Worthington Floor 1 Serial No. Data not Condensate Return #2
Available Turbine
Flow: 26,900 Ibs/hr;
Total Head FT: 150
pmp 43200037  |Hot Well Pump #2B Mfg. Worthington Central Plant Model No. 1DNH 62 Steam Condenser Good 25 Years
e-94 Flow: 13440 Ibs/hr; Floor 1 Serial No. Data not Condensate Return #2
Available Turbine
Total Head FT: 150
pmp 43200038 |Hot Well Pump #3B Central plant Model No. 1DNH 62 Steam Condenser Good 25 Years
e-95 Mfg. Worthington Floor 1 Serial No. Data not Condensate Return #2

Flow: 26,900 Ibs/hr;

Total Head FT: 150

Available

Turbine
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schon44200006 |Steam Condenser #1 Central Plant Model No. Data not Steam Condenser for #1 |Good 25 Years
Available Turbine

e-97 Turbine Exhaust Pressure, Ins. HG.ABS: 5;|Floor Serial No. Data not

Steam Condenser Water, G.P.M.: 3000; Available

Max. Pressure Drop thru steam condenser,

FT: 18; Steam Condenser Water In

Temperature 96F(+)
scon44200007 Steam Condenser #2 Central Plant Model No. Data not Steam Condenser for #2 |Good 25 Years
e-98 Turbine Exhaust Pressure, Ins. HG.ABS.: |Floor 1 Available Serial No. Data |Turbine

3; Steam Condenser Water G.P.M.: 3000; not Available

Max. Pressure drop thru steam condenser,

FT: 18; Steam Condenser Water In Temp:

96+F; Steam Condenser Water Out Temp.:

103.2+F
scon4420008 Steam Condenser #3 Central Plant Model No. Data not Steam Condenser for #3 |Good 25 Years
e-99 Exhaust Pressure Ins. HG.ABS.: 3; Max. Floor 1 Available Serial No. Data |Turbine

Steam @ 2,000 tons lbs/hr-23,000; Steam not Available

Condenser Water G.P.M. 6,000; Max

Pressure Drop Steam Condenser, FT: 18;

Steam Condenser Water in Temp. 96+F;

Steam Condenser Water Out Temp.

103.2+F
sup 143200016 |Sump Pump #1 Central Plant Model No. Data not Sump in Basement Needs to be replaced |25 Years
e-100 General Electric Basement Available Serial No. Data

15 H.P. 440/60/3 not Available
sup 143200017 |Sump Pump #2 Central Plant Model No. Data not To Sewer Needs to be replaced |25 Years
E-101 General Electric Basement Available Serial No. Data

1% H.P. 440/60/3 not Available
swpt54300001 Svc. Water Pressure Tank Central Plant Model No. Data not City Water to Service Good 25 Years
e-102 Size: 72"D x 13'-6" Floor 1 Available Serial No. Data |Water Tank

Pressure: 150 PSIG @ 100F not Available
swst54300002 Svc. Water Surge Tank Central Plant Model No. Data not Service Water to Good 25 Years
e-103 Size: 5’-0” Inside x 7'-0" Long x 8'-0" high —|Floor 1 Available Serial No. Data |Expansion Tanks

Open not Available
cpipmp43200016 |Hot Water Pump No. 4 Central Plant Model 4AE11G Supplies Hot Water to Good 25 Years

Peerless Pump Floor 1 Serial No. Data not Terminals

Available

415 x 11.25; 200 PSIM 480 G.P.M.
Submersible Submersible Pump Central Plant
Pump N/A Good 25 Years
Submersible Submersible Pump Central Plant
Pump N/A Good 25 Years
Submersible Submersible Pump Central Plant
Pump Cooling Tower N/A Good 25 Years
Submersible Submersible Pump Central Plant
Pump Cooling Tower N/A Good 25 Years
MCC 4A Motor Control Center Central Plant Good 25 Years
MCC 3 Motor Control Center Central Plant Tower 2 Good 25 Years
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MCC 1A Motor Control Center Central Plant Good 25 Years
MCC 2A Motor Control Center Central Plant Good 25 Years
MCC 6 Motor Control Center Central Plant Good 25 Years
MCC 7 Motor Control Center Central Plant Good 25 Years
MCC 8 Motor Control Center Central Plant Good 25 Years
MCC 9 Motor Control Center Central Plant Good 25 Years
MCC 10 Motor Control Center Central Plant Boiler Room Good 25 Years
MCC 11 Motor Control Center Central Plant Boiler Room Good 25 Years
Chiller #1 MCC Motor Control Center Central Plant Chiller 1 Good 25 Years
Chiller #2 MCC Motor Control Center Central Plant Chiller 2 Good 25 Years
Chiller #3 MCC Motor Control Center Central Plant Chiller 3 Good 25 Years
Chiller #6 MCC Motor Control Center Central Plant Chiller 6 Good 25 Years
Chiller #8 MCC Motor Control Center Central Plant Chiller 8 Good 25 Years
Main Switch Gear|Main Feeder for MCC Central Plant Good 25 Years
Switch Gear A Main Feeder for MCC Central Plant Good 25 Years
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EQUIPMENT ID

EQUIPMENT DESCRIPTION

LOCATION

MODEL / SERIAL #

AREA SERVED

CONDITION

APPROXIMATE
AGE

AHU 41200001

A-1

AH-1A

Air Handling Unit

Mfg. Recold

18,100 C.F.M. 380,000 BTUH Heating;
1,060,000 BTUH Cooling; 4.0" T.S.P.
CW/94 G.P.M. 15 FT HD HW/38.0
G.P.M.5FT HD

Terminal A

Floor 3, N. West

Model No. MHB-500

Serial No. 10165

Ground, 2™ Level and
Aviation Offices

Good

35 Years

AHU 41200002
A-2

AH-2A

Air Handling Unit

Mfg. Recold

16,200 C.F.M. BTU Heating, 925,000
BTU Cooling; 4.0 T.S.P. CW/170 15 FT
HD, HW/90 G.P.M. 5 FT HD

Terminal A
Floor 3, N. West

Model No. MHB-500
Serial No.
Data Not Available

Lobby, Baggage

Good

35 Years

AHU 41200003
A-3

AH-3A

Air Handling Unit

Mfg. Carrier

8,200 C.F.M., BTUH Heating; 356,200

BTUH Cooling; 6.2” S.P. CW/50 G.P.M.

15 FT HD; HW/20/20 G.P.M. 5 FT HD

Terminal A
Floor 3, N. East

Model No. 39EB17

Serial No. 4688 T 13361

2" Level
Mezzanine Level

Good

35 Years

AHU 41200004

A-4

AH-4A

Air Handling Unit

Mfg. Recold

20,770 C.F.M., 685,000 BTUH Heating;
725,000 BTUH Cooling; 5.5” S.P.
CW/170 G.P.M. 15 FT HD.; HW/90
G.P.M.5FT HD

Terminal A

Floor 3, N. East

Model No. MHB-500

Serial No. D-101911

2" Level Lobby
Baggage

Good

35 Years

AHU 41200005

A-5

AH-5A

Air Handling Unit

Mfg. Temtrol

8,260 C.F.M. 220,000 BTUH Heating,
333,700 BTUH Cooling; 6.2” S.P. CW/
52 G.P.M. 15 FT HD., HW/20 G.P.M.
5 FT HD

Terminal A

Floor 3, S. East

Model No. BD-170P

Serial No. 10604

Grade and 2" Level
Mezzanine Level

Good

35Years

AHU 41200006

A-6

AH-6A

Air Handling Unit

Mfg. Recold

20,770 C.F.M. 685,000 BTUH Heating,
952,500 BTUH Cooling; 5.5” S.P.
CW/170 G.P.M. 15 FT HD.; HW/90
G.P.M. 15 FT HD

Terminal A

Floor 3, S. East

Model No. MHB-500

Serial No. D-10190

2" Level Lobby
Baggage

Good

35 Years
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EQUIPMENT ID EQUIPMENT DESCRIPTION LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE
AGE
AHU 41200007 AH-7A Terminal A Model No. MHB-500 Grade and 2™ Level Good 35 Years
Offices
A-7 Air Handling Unit Floor 3, S. West Serial No. D-10190 Mezzanine Level
Mfg. Recold
16,500 C.F.M., 270,000 BTUH Heating,
707,500 BTUH Cooling; 6.2" S.P.
CW/195 G.P.M. 15 FT HD., HW/70
G.P.M.5 FT HD
AHU 41200008 AH-8A Terminal A Model No. MHB-500 Serial No. |2 | evel Lobby Good 35 Years

A-8

Air Handling Unit

Mfg. Recold

16,200 C.F.M. 685,000 BTUH Heating,
925,000 BTUH Cooling; 5.5 S.P. CW/170
G.P.M. 15 FT HD, HW/90 G.P.M. 5 FT
HD

Floor 3, S. West

Data Not Available

Baggage

Outside Air
Pre-Treatment Unit —-A-
1

OAPU-1A

Temtrol- 460 Volts, 3 Phase, 10 H.P.

2 Inch High Efficiency Pleated Filters,
Carbon Pellets & Final 12 Inch Box Filter
Rated @ 65% Efficient.

Terminal A, 3" Floor, N
East Mechanical Room

Model No. WFDHI4/

Serial No. 74843

Terminal A, Air
Handling Unit 1,2

Outside Air
Pre-Treatment Unit —A-
2

OAPU-2A

Temtrol- 460 Volts, 3 Phase, 10 H.P.

2 Inch High Efficiency Pleated Filters,
Carbon Pellets & Final 12 Inch Box Filter
Rated @ 65% Efficient.

Terminal A, 3" Floor, N
West Mechanical Room

Model No. WFDHI4/

Serial No. 74844

Terminal A, Air
Handling Unit 3,4

Outside Air
Pre-Treatment Unit —A-
3

OAPU-3A

Temtrol- 460 Volts, 3 Phase, 10 H.P.

2 Inch High Efficiency Pleated Filters,
Carbon Pellets & Final 12 Inch Box Filter
Rated @ 65% Efficient.

Terminal A, 3" Floor, S
East Mechanical Room

Model No. WFDHI4/

Serial No. 74845

Terminal A, Air
Handling Unit 5,6

Outside Air
Pre-Treatment Unit —-A-
4

OAPU-4A

Temtrol- 460 Volts, 3 Phase, 10 H.P.

2 Inch High Efficiency Pleated Filters,
Carbon Pellets & Final 12 Inch Box Filter
Rated @ 65% Efficient.

Terminal A, 3" Floor, S
West Mechanical Room

Model No. WFDH23/

Serial No. 74846

Terminal A, Air
Handling Unit 7,8

Hot Water Pump.

Mfg. Bell & Gossett

1H.P., 1725 R.P.M.42 G.P.M.

Terminal A, 3" Floor, N
East
Mechanical Room

Model No. 8015X15X7B/

Serial No. N/A

Outside Air Pretreated
Unit 1
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EQUIPMENT ID EQUIPMENT DESCRIPTION LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE
AGE
Hot Water Pump. Mfg. Bell & Gossett Terminal A, 31 Floor, N Model No. 8015X15X7B/ QOutside Air Pretreated N
West Unit 2
1H.P., 1725 R.P.M.42 G.P.M. Mechanical Room Serial No. N/A
Hot Water Pump. Mfg. Bell & Gossett Terminal A, 3 Floor, S Model No. 8015X15X7B/ QOutside Air Pretreated
East Unit 3
1H.P., 1725 R.P.M.42 G.P.M. Mechanical Room Serial No. 2168271
Hot Water Pump. Mfg. Bell & Gossett Terminal A, 3 Floor, S Model No. 8015X15X7B/ QOutside Air Pretreated
West Unit 4
1H.P., 1725 R.P.M.42 G.P.M. Mechanical Room 2163428
AHU 41200029 AH-29A Terminal A Model No. MV -70 Lower Level Good 35 Years
A-29 Air Handling Unit Basement Mechanical Serial No. C 17538 Offices
Room
Mfg. Recold
AH-29A 4,000 C.F.M. 124,600 BTUH Heating,
140,000 BTUH Cooling; 1.2 S.P. CW/86
G.P.M. 15 FT HD, HW/13 G.P.M. 5 FT
HD
AHU 41200030 AH-30A Terminal A Model No. Train Tunnel Good 35 Years
A-30 Air Handling Unit Train Tunnel Data Not Available Station Area
Mfg. Recold Serial No.
AH-30A 17,500 C.F.M. 182,000 BTUH Heating, Data Not Available
536,000 BTUH Cooling; 1.1 S.P. CW/145
G.P.M. 15 FT HD, HW/42 G.P.M. 5 FT
HD
AHU 41200030 AH-61A Terminal A Floor 3, Model No. 3% | evel Room A-3 Good 35 Years
South West
A-61 Air Handling Unit Data Not Available
Mfg. Recold Serial No.
AH-61A 17,500 C.F.M. 182,000 BTUH Heating, Data Not Available
536,000 BTUH Cooling; 1.1 S.P. CW/145
G.P.M. 15 FT HD, HW/42 G.P.M. 5 FT
HD
AHU 41200030 AH-65A Terminal A Model No. CP-61-H Level 2 Offices Good 35 Years
A-65 Air Handling Unit Luggage Chute Serial No. 07349-00 South
Mfg. Recold Passenger Drop Off
17,500 C.F.M. 182,000 BTUH Heating,
536,000 BTUH Cooling; 1.1 S.P. CW/145
G.P.M. 15 FT HD, HW/42 G.P.M. 5 FT
HD
AHU 41200030 AH-70A Terminal A Model No. 39IF1183 Building Services Good 35 Years
A-70 Air Handling Unit Basement Abl1114-r

Mfg. Carrier Weather Master

17,500 C.F.M. 182,000 BTUH Heating,
536,000 BTUH Cooling; 1.1 S.P. CW/145
G.P.M. 15 FT HD, HW/42 G.P.M. 5 FT
HD

Serial No. 4088 t 00590
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2800 North Terminal Road
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C.F.M. — Cubic Feet Per Minute G.P.M. — Gallons Per Minute CW — Chilled Water HW — Hot Water BTU — British Terminal Units
FT — Feet HD — Head S.P. — Static Pressure P.S.l. — Pounds Per Square Inch H.P. — Horsepower NIC - Not In Contract

EQUIPMENT ID EQUIPMENT DESCRIPTION LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE
AGE
AHU 41200030 AH-71A Terminal A Model No. 39IF1183 Ab1114-R |Baggage Storage Good 35 Years
A-71 Air Handling Unit Baggage Make-Up Serial No. 4188 t00693 North East
Mfg. Carrier
17,500 C.F.M. 182,000 BTUH Heating,
536,000 BTUH Cooling; 1.1 S.P. CW/145
G.P.M. 15 FT HD, HW/42 G.P.M. 5 FT
HD
AHU-71 York Terminal A, Basement Model No. 105/ Terminal A Pump Excellent 6.5 Years
Pump Room Room
460/3/60, 2 H.P.,1750 Serial No. MEGMO00074C
AH-AM1 Temptrol, T-A Model: WF-BT213 T-A
7.5 hp, 1760 rpm, Mezzanine Serial : 74899 Mezzanine
6) 16x25x2
460 volts, Vfd. Belts bx 60
AH-AM2 Temptrol Terminal A Model: WF-BT28 Terminal A
5hp, Mezzanine Serial: 74840 Mezzanine
Filters: 4) 16x25x2
460 volts, 2ea bx 46
AM-3 Temptrol Terminal A Model: AP-150 Terminal A
7.5 hp, 1760 rpm, Serial: CEIM045750 Mezzanine
3)20x24x6
3) 12x24x6
vfd. 460 volts, belts bx 52
AM-4 Temptrol Terminal A Model: AP-105 Terminal A
5hp, 1750rpm, Mezzanine NorthEast Serial: CEJM-04576D Mezzaninie North East
filters: 2)20x24x2 2)12x24x6
2)12x24x2 2)20x24x6
460 volts, belts 1 eac. BD59
AM-5 Temptrol Terminal A Model: WF-DMG Terminal A
3hp, 2)20x20x2460 volts, Belts bx55 Mezzanine Serial: 74891 Mezzanine
AM-6 Temptrol Terminal A Model: WF-DV6 Terminal A
3hp, 2)20x20x2 460 volts, belts2 ea bx55 |Mezzanine Serial: 74812 Mezzanine
AM-7 York Terminal A Model: AP-60 Terminal A
3 hp, 1)12x24x2, 1)24x24x2 460 volts, Mezzanine Serial: CEJM04550D
belts A50 eac bearing 6206 DE 6205
ODF
Am-8 York Terminal A Model: AP60 Terminal A
3hp, 1)12x24x2 1)24c24c2 460 volts, belt|Mezzanine Serial: CEJM 04582D

AX50
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EQUIPMENT ID EQUIPMENT DESCRIPTION LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE
AGE
AH-ASITT-1 Temptrol Terminal A Model: MFDV9 Terminal A
460/30, 5hp, 2)16x20x2,2)20x20x2 ITT Lower mechanical Serial: 74834
room under elevator
belts,s 2 bx60
Pumpl Ground water sumps Terminal A Model: Not Available room
Pump 2 110 volts ITT Lower mechanical
room under elevator
FCU Terminal A Model: not available
110Volts ITT level Controll Room
AHU-C-1 Mfg. Trane - 460/3/60, 23315 C.F.M. Terminal A, South Model No. MCC-50/ Terminal A Southwest |Excellent 6 Year
1551 rpm. 50 H.P. 63 G.P.M. Cooling.
68.4 G.P.M. Heating
West Mechanical Room. |Serial No. K98F53272 Concourse Level
#AS1-312 Apron Level
AHU-C-2 Mfg. Trane - 460/3/60, 23980 C.F.M. Terminal A, South Model No. MCC-50/ Terminal A Southwest |Excellent 6 Year
1475 Rpm. 50 H.P. 64.8 G.P.M. Cooling. Concourse Level
70.3 G.P.M. Heating
West Mechanical Room. |Serial No. K98F53529
#AS1-312 Apron Level
AHU-C-3 Mfg. Trane - 460/3/60, 17780 C.F.M. Terminal A, South Model No. MCC-35/ Terminal A Southwest |Excellent 6 Year
1884 Rpm. 40 H.P. 62.1 G.P.M. Concourse Level
Cooling. 52.2 G.P.M. Heating
Mechanical Room #AS1- |Serial No. K98F53814
305. Apron
AHU-C-4 Mfg. Trane - 460/3/60, 21975 C.F.M. Terminal A, South Model No. MCC-50/ Terminal A Southwest |Excellent 6 Year
1529 Rpm. 50 H.P. 62.1 G.P.M. Concourse Level
Cooling. 52.2 G.P.M. Heating
Mechanical Room #AS1- |Serial No. K98F53652
305 Apron
AHU-C-5 Mfg. Trane - 460/3/60, 21475 C.F.M. Terminal A, South Model No. MCC-50/ Terminal A Southeast |Excellent 6 Year
1519 Rpm. 50 H.P. 73.6 G.P.M. Concourse Level
Cooling. 64.4 G.P.M. Heating
Mechanical Room #AS1- |Serial No. K98F53759
112. Apron
AHU-C-6 Mfg. Trane - 460/3/60, 22010 C.F.M. Terminal A, South Model No. MCC-50/ Terminal A Southeast |Excellent 6 Year
1481 Rpm. 50 H.P. 72.8 G.P.M. Concourse Level
Cooling. 63 G.P.M. Heating
Mechanical Room #AS1- |Serial No. K98F53335
112. Apron
AHU-C-7 Mfg. Trane - 460/3/60, 20695 C.F.M. Terminal A, South Model No. MCC-50/ Terminal A Southeast |Excellent 6 Year

1454 Rpm. 40 H.P. 62.1 G.P.M.
Cooling. 52.2 G.P.M. Heating

Mechanical Room #AS1-
202. Apron

Serial No. K98F54193

Concourse Level
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AGE
AHU-C-8 Mfg. Trane - 460/3/60, 12670 C.F.M. Terminal A, South Model No. MCC-30/ Terminal A Southeast |Excellent 6 Year N
1997 Rpm. 30 H.P. 41.4 G.P.M. Concourse Level
Cooling. 37.1 G.P.M. Heating
Mechanical Room #AS1- |Serial No. K98E44807
102 Apron
AHU-C-9 Mfg. Trane - 460/3/60, 12670 C.F.M. Terminal A, South Model No. MCC-30/ Terminal A Southeast |Excellent 6 Year
1997 Rpm. 30 H.P. 41.4 G.P.M. Concourse Level
Cooling. 37.1 G.P.M. Heating
Mechanical Room #AS1- |Serial No.
102 Apron
AHU-A-1 Mfg. Trane - 460/3/60, 14895 C.F.M. Terminal A Southwest Model No. MCC-30/ Terminal A Southwest |Excellent 6 Year
1988 Rpm. 30 H.P. 51.9 G.P.M. Concourse Level
Cooling. 41 G.P.M. Heating
Mechanical Room #AS1- |Serial No. K98E44839
312. Apron
AHU-A-2 Mfg. Trane - 460/3/60, 10645 C.F.M. Terminal A, Southeast Model No. MCC-30/ Terminal A Southeast |Excellent 6 Year
1961 Rpm. 25 H.P. 39.3 G.P.M. Concourse Level
Cooling. 29.2 G.P.M. Heating
Mechanical Room Serial No. K98E44794
#AS1-202.Apron
AHU-A-3 York, 460/3/60. 5 H.P. 6.4 FLA Terminal A, South Model No. CA 006/ Terminal A South Excellent 6 Year
Mechanical Room
#DI111
Serial No. DFHM-10061B Delta Line
Maintenance
AHU-B-1 Mfg. Trane - 460/3/60, 21630 C.F.M. Terminal A Model No. MCC-50/ Terminal A ,Baggage |Excellent 6 Year
1246 Rpm. 30 H.P. 58.1 G.P.M. Claim Area
Cooling. 37.1 G.P.M. Heating
Baggage Claim Serial No. K98F52983
Mechanical Room
OAPU-1 Mfg. Trane. 460/3/60, 15220 C.F.M. Terminal A, South Model No. MCC-35/ Terminal A Southwest |Excellent 6 Year
1563 Rpm. 30 H.P. 184 G.P.M. Cooling. |West Mechanical Room |Serial No. K98F53004 Concourse Level
57.8 G.P.M. Heating. 40/ Charcoal Cells-|AS1-312 Apron Level
24x 6x18. 40/ Potassium Permanganate-
24x6x18
OAPU-2 Mfg. Trane. 460/3/60, 7450 C.F.M. 2032 |Terminal A, South Model No. MCC-17/ Terminal A Southwest |Excellent 6 Year

Rpm. 15 H.P. 101 G.P.M. Cooling. 28.3
G.P.M. Heating. 24/ Charcoal Cells- 24x
6x18. 24/ Potassium Permanganate-
24x6x18

West Mechanical Room
#AS1-305 .Apron Level

Serial No. K98E45162

Concourse Level
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OAPU-3 Mfg. Trane. 460/3/60, 8400 C.F.M. 2191 |Terminal A, South Model No. MCC-17/ Terminal A Southeast |Excellent 6 Year N
Rpm. 15 H.P. 111 G.P.M. Cooling.31.9 |East Mechanical Room |Serial No. K98E45251 Concourse Level
G.P.M. Heating. 24/ Charcoal Cells- 24x |#AS1-112 Apron Level
6x18. 24/ Potassium Permanganate-
24x6x18
OAPU-4 Mfg. Trane. 460/3/60, 8596 C.F.M. 2226 |Terminal A, South East |Model No. MCC-17/ Terminal A Southeast |Excellent 6 Year
Rpm. 15 H.P. 114 G.P.M. Cooling.32.6 |Mechanical Room #AS1- |Serial No. K98E45262 Concourse Level
G.P.M. Heating. 24/ Charcoal Cells- 24x |202 Apron Level
6x18. 24/ Potassium Permanganate-
24x6x18
OAPU-5 Mfg. Trane. 460/3/60, 2025 C.F.M. Terminal A, South Model No. MCC-06 Terminal A Southeast |Excellent 6 Year
1814 Rpm. 5 H.P. 27.7 G.P.M. Cooling. |East Mechanical /Serial No. K98E40075 Concourse Level
7.7 G.P.M. Heating. 8/ Charcoal Cells- |Room#AS1-102 .Apron
24x 6x18. 8/ Potassium Permanganate- |Level
24x6x18
OAPU-6 Mfg. Trane. 460/3/60, 6000 C.F.M. 2460 |Terminal A, Baggage Model No. MCC-14/ Terminal A South Excellent 6 Year
Rpm. 10 H.P. 79.7 G.P.M. Cooling. Claim Mechanical Room |Serial No. K98E45240 Baggage Claim Area
22.7 G.P.M. Heating. 24/ Charcoal Cells-|Apron Level
24x 6x18. 24/ Potassium Permanganate-
Variable Frequency Mfg. Graham V.F.D. 460/3/60. Terminal A, South Model No. 3500/ Air Handling Unit C-1  |Excellent 6 Year
Drive Mechanical Room AS1- |[Serial No. G994241FX
312
Variable Frequency Mfg. Graham V.F.D. 460/3/60. Terminal A, South Model No. 3500/ Air Handling Unit C-2  |Excellent 6 Year
Drive Mechanical Room AS1- [Serial No. G994231FX
312
Variable Frequency Mfg. Graham V.F.D. 460/3/60. Terminal A, South Model No. 3500/ Air Handling Unit C3  |Excellent 6 Year
Drive Mechanical Room Serial No. G994221FX
AS1-305
Variable Frequency Mfg. Graham V.F.D. 460/3/60. Terminal A, South Model No. 3500/ Air Handling Unit C4  |Excellent 6 Year
Drive Mechanical Room AS1- |[Serial No. G994242FX
305
Variable Frequency Mfg. Graham V.F.D. 460/3/60. Terminal A, South Model No. 3500/ Air Handling Unit C5  |Excellent 6 Year
Drive Mechanical Room AS1- |[Serial No. G994232FX
112
Variable Frequency Mfg. Graham V.F.D. 460/3/60. Terminal A, South Model No. 3500/ Air Handling Unit C6  |Excellent 6 Year
Drive Mechanical Room AS1- [Serial No. G994243FX
112
Variable Frequency Mfg. Graham V.F.D. 460/3/60. Terminal A, South Model No. 3500/ Air Handling Unit C7  |Excellent 6 Year

Drive

Mechanical Room AS1-
202

Serial No. G994233FX
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AGE
Variable Frequency Mfg. Graham V.F.D. 460/3/60. Terminal A, South Model No. 3500/ Air Handling Unit C8  |Excellent 6 Year
Drive
Mechanical Room AS1- [Serial No. G994211FX
102
-Variable Frequency Mfg. Graham V.F.D. 460/3/60. Terminal A, South Model No. 3500/ Air Handling Unit A1 Excellent 6 Year
Drive Mechanical Room AS1- |[Serial No. G994212FX
312
Variable Frequency Mfg. Graham V.F.D. 460/3/60. Terminal A, South Model No. 3500/ Air Handling Unit A2 Excellent 6 Year
Drive Mechanical Room AS1- [Serial No. G994213FX
202
Variable Frequency Mfg. Graham V.F.D. 460/3/60. Terminal A, Baggage Model No. 3500/ Air Handling Unit B1 Excellent 6 Year
Drive Mechanical Room Serial No. G994222FX
Domestic Hot Water Mfg. Bell & Gossett .1/2ab Centrifugal Terminal A, South. Model No. 1510-1/ Serial No.  [{2 } Pumps Serving Fair 6 Year
{2} Pumps Pumps. 28 G.P.M. @ 35 FT HD. Terminal A South
460/3/60. 1800 Rpm. 1 H.P.
East Mechanical Room |2090532& 2090533
#AS1-112
Primary Hot Water Mfg. Bell & Gossett. Y2 X -2 %2 X7 Terminal A, South Model No. #80-2/ 1 Pump Serving Fair 6 Year
Pump Centrifugal Pumps. 91 G.P.M. @ 30 FT Outside Air Pretreated
HD. 460/3/60. 1800 Rpm. 2 H.P. Unit #1
Mechanical Room #AS1- |Serial No. 2083934
312
Primary Hot Water Mfg. Bell & Gossett. Centrifugal Pumps. |Terminal A, South Model No. #60-1AA/ 1 Pump Serving Fair 6 Year
Pump 15 G.P.M. @ 20 FT HD. 460/3/60. 1800 |[Mechanical Room #AS1- Outside Air Pretreated
Rpm. 3/4 H.P. 305 Unit #
Serial No. 2083393
Primary Hot Water Mfg. Bell & Gossett, 2 X -2 Y2 X7 Terminal A, South Model No. #80-2/ {2} Pumps Serving Fair 6 Year
Pumps Centrifugal Pumps. 55 G.P.M. @ 30 FT |Mechanical Room AS1- Outside Air Pretreated
HD. 460/3/60. 1800 Rpm. 1 H.P. 112 & AS1-202 Unit #3 & Outside Air
Pretreated Unit #4
Serial No.
2083994; 2083992
Primary Hot Water Mfg. Bell & Gossett. Centrifugal Pumps. |Terminal A, South Model No. #60-1AA/ 1 Pump Serving Fair 6 Year
Pumps 15 G.P.M. @ 20 FT HD. 460/3/60. 1800 |Mechanical Room QOutside Air Pretreated
Rpm. 1/3 H.P. Unit #5
AS1-102 Serial No. 2108400
Primary Hot Water Mfg. Bell & Gossett. Model Centrifugal Terminal A, Model No. #60-2AA/ 1 Pump Serving Fair 6 Year
Pumps Pumps. 35 G.P.M. @ 20 FT HD. Outside Air Pretreated
460/3/60. 1800 Rpm. 3/4 H.P. Unit #6
Baggage Serial No. 2108403
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AGE
Primary Hot Water mfg. bell & gossett, Y2 x -2 Y2 x7 Terminal A, South Model No. #80-2/ 2 Pumps Serving Fair 6 Year
Pumps centrifugal pumps. 55 g.p.m. @ 30 ft Water Heaters
hds. 460/3/60. 1800 rpm. 1.5 h.p.
Serial No. N/A
Exhaust Fans Mfg. Acme, Centri Master Roof Exhaust |Terminal A, South Model No. PNU185/ Terminal A, South Excellent 6 Year
Fans. #Vfl-Vf2. 1/3 H.P. 115/1/60
Rooftop Serial No. SWE451612 {2} Exhaust Systems
Exhaust Fans Mfg. Acme, Centri Master Roof Exhaust |Terminal A, South Model No. PNU185/ {6} Exhaust Systems |Excellent 6 Year
Fans. #Vf3-Vf8. % H.P. 115/1/60 For Baggage
Crossover
460 C.F.M. 1306 RPM Baggage Bridge Serial No. SWE451627
Exhaust Fans Mfg. Acme, Centri Master Roof Exhaust |Terminal A, South #Model No. PNU165RFG Terminal A ,South Excellent 6 Year
Fans #2 .115/1/60. 1/2 H.P. 1725 Rpm.
Rooftop Serial No. SWE451604 West Conc. & R.R..
Exhaust Fans Mfg. Acme, Centri Master Roof Exhaust |Terminal A, South Model No. PNU -120RFE2 Terminal A, South Excellent 6 Year
Fans #3. 115/1/60. 1/4 H.P.
Rooftop Serial No. SWE4551607 Concession Area, R.R.
Exhaust Fans Mfg. Acme, Centri Master Roof Exhaust |Terminal A, South Model No. PNU-165RFE Terminal A, South Excellent 6 Year
Fans #4. 115/1/60. 1/4 H.P.
Rooftop Serial No. SWE451609 Concession Area, R.R.
Exhaust Fans Mfg. Acme, Centri Master Roof Exhaust |Terminal A, South Model No. PNU245/ Restaurant To The Excellent 6 Year
Fans #5. 460/3/60. 1 H.P. Rooftop Right Of Check Point
Serial No. SWE451610
Exhaust Fans Mfg. Acme, Centri Master Roof Exhaust |Terminal A, South Model No. PNU165/RFH Terminal A, South Excellent 6 Year
Fans #6. 460/3/60. 3/4 H.P. Rooftop
Serial No. SWE451611 Concourse & R.R.
Exhaust Fans Mfg. Acme, Centri Master Roof Exhaust |Terminal A, South Model No. PDU110RF/ Terminal A, South Excellent 6 Year
Fans #7. 115/1/60. 1/10 H.P. Rooftop
Serial No. SWE451601 Janitors Closet
Exhaust Fans Mfg. Acme, Centri Master Roof Exhaust |Terminal A, South Model No. PNU165RG/ {2 }Terminal A, South |Excellent 6 Year
Fans #8, 9. 460/3/60 1/2 H.P. Rooftop Food Court
Serial No. TXB892802;
SXB565110
Exhaust Fans Mfg. Acme, Centri Master Roof Exhaust |Terminal A, South Model No. Terminal A, South Excellent 6 Year
Fans #10. 230/3/60. 1 H.P. Rooftop PNU245RG/RXB442610 Food Court
Serial No.
Exhaust Fans Mfg. Acme, Centri Master Roof Exhaust |Terminal A, South Model No. PNU185RG 442610 |Terminal A, South Excellent 6 Year
Fans #11. 230/3/60. 2 H.P. Rooftop Food Court
Exhaust Fans Centri Master. 460/3/60. 1.5 H.P. Terminal A, Model No. FCF1SCW/ {2}Terminal A Excellent 6 Year
592 Rpm. VFD #9, VFD #10 South Mezzanine Serial No. N/A
Exhaust Fans Mfg. Acme, Centri Master Exhaust Fans. |Terminal A, South Model No. #XB200/ {4}Exhaust Systems Excellent 6 Year

5 H.P. 460/3/60
1200 C.F.M. 1725 RPM

Baggage Make U

p
Serial No. N/A.

For Baggage Make Up
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AGE
123 VAV Boxs Titus, Dual Duct. Cooling Range 2500 Model No. PMDV./ Terminal A, South Excellent 1 Year
C.F.M.- 340. Heating Range 2000 {123} Total
C.F.M.- 210
Serial No. N/A
Air Curtis Duplex Tank Mounted Terminal A, South Model No. 12DN8./ Terminal A, South Excellent 6 Year
Compressors 460/3/60.
Compressor 3 H.P. 495 C.F.M. 120 Gallon Tank Mechanical Room #AS1- |Serial No. A7080216
112
Air Dryer Hankison 115/1/60. 1/3 H.P. Terminal A, South Model No. 8005/ Terminal A, South Excellent 6 Year
Compressor. 5S C.F.M. Capacity. R- |Mechanical Room #AS1-
134a 112
Serial No. 03311019808855
Water Heaters {2} Cemline Water Heaters. 880 Gallons. Terminal A, South Model No. V880JST1042./ {2} Terminal A, South |Excellent Need 6 Year
Tube Coil #1042a. Maximum 125 P.S.l. |Mechanical Room #AS1- controls to monitor
112 Temp on System
49174;49175
Computer Room A/C Liebert Split System. R-22. 3 Ton. Terminal A, South. Model No. Condenser- Terminal A, South {2} |Excellent 6 Year
460/3/60. Delta; American PFC067A-ALO/NA. Delta; {1} American
Air Handling Unit-1 H.P., 1100 Rpm, Serial No. AHU- HO-6/ IDF Rooms. Airlines
277/1/60 10066;10081
A/C Unit Carrier Split System 460/3/60. R-22. 7 |Terminal A, South. TWA |Model No. Condenser- #38AK- [Terminal A, South. Excellent 6 Year
Ton Offices 007-611/ TWA Offices
1599G00198 Air Handling Unit
#40RM-007-B600HC/
0799F98804.
Fan Coil Unit (16) International Environmental. 115/1/60. |Terminal A, South Model No. {16 }Terminal A, South|Excellent 6 Year
Motor 1/5 H.P. 1020 Rpm. Direct Drive. HXY06B75C2L6CAZ
FCU 1 THRU 16 Serial No. N/A Mechanical Rooms,
Food Storage Areas
DDC Temperature Alerton Bac-Talk Software Version- Terminal A Hewlett Packard Netserver LH- |All Of Terminal A Excellent 6 Year

Control & Energy
Monitoring System NIC

3.22c;

Device Allows User To Monitor, Change
Any Given Point That Is Configured Into
System. To Include Sensors, Static
Pressure, Filter Pressure Drop, Water
Temperature, etc. Devices are daisy
chained through Ethernet to a MS/TP
repeater to system integrator {LSI} to
programmable visual logic controller
{VLC} to device.

3

Model- D4998-60200;Serial-
US84300119.Hewlett Packard
Laser Jet Printer Model
400N;Serial C4120A
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EFB 141400012 Mfg. UNITHERM EF-8A Terminal A Model No. C24 Mechanical Room Fair 35 Years
A-8 Exhaust Fan Basement Serial No.

1,200 C.F.M. 3/8 S.P. Data Not Available
EFB 141400011 EF-4A Terminal A Model No. Data Not Available |Toilet Exhaust Fair 35 Years
A-46 Exhaust Fan Floor 2 —S. West Mech. [Serial No. Data Not Available |York Equipment

Room

1,200 C.F.M. 3/8 S.P.

EFB 141400013 EF-2A Terminal A Floor 2 Model No. Data Not Available |Toilet Exhaust Fair 35 Years
Mech. Room

A-44 Exhaust Fan Serial No. Data Not Available

3,700 C.F.M. ¥ S.P. Clare Corporation

Clare LS 40
EFB 141400014 EF-1A Terminal A Model No. Data Not Available |Toilet Exhaust Fair 35 Years
A-43 Exhaust Fan Mech. Room, N. East Serial No. Data Not Available

2,300 C.F.M. 3/8 S.P. Model No. Clare

LS33
EFB 141400015 EF-3A Terminal A Model No. Data Not Available |Toilet Exhaust Fair 35 Years
A-45 Exhaust Fan Mech. Room, S. East Serial No. Data Not Available

2,900 C.F.M. 7/8 S.P. Clare Corporation

Clare LS361/2
EFB 141400016 EF-6A Terminal A Model No. Data Not Available |Toilet Exhaust Fair 35 Years
A-48 Exhaust Fan Ground Level Serial No. Data Not Available

2,200 C.F.M. 3/8 S.P. S. West

Clare Corporation

Model No. Unitherm C18
EFB 141400026 EF-7A Terminal A Model No. Data Not Available [Ventilation Fair 35 Years
A-49 Exhaust Fan Basement Serial No. Data Not Available

6,200 C.F.M. ¥2 H.P.

Clare Corporation

Model No. Unitherm C24
HCW145200001 HW Gen 1 Terminal A Basement Model No. NA Hot Water to Kitchen |BAD 7 Years

and Bathrooms

A-62 Hot Water Generator Serial No. NA

Primary Water Secondary Water

100 G.P.M. 25 FT HD 600 G.P.M., 20 FT
HD

300F Water In 160F Water In

180F Water Out 180F Water Out
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HWC145200003 HW Gen 2A Terminal A Basement Model No. NA Hot Water to Kitchen  |Bad 7 Years
and Bathrooms
A-65 Hot Water Generator Serial No. NA
Primary Water Secondary Water
462 G.P.M. 25 FT HD 1200 G.P.M., 20
FT HD
300F Water In 140F Water In
200F Water Out 190F Water Out
HWC145200003 HW Gen 1A Terminal A Basement Model No. NA Hot Water to Kitchen  |Fair 35 Years
and Bathrooms
A-64 Hot Water Generator Serial No. NA
Primary Water Secondary Water
32 G.P.M. 25 FT HD 2714 G.P.M., 20 FT
HD
300F Water In 50F Water In
170F Water Out 140F Water Out
HWC145200004 HW Gen 2A Terminal A Basement Model No. NA Hot Water to Kitchen  |Fair 35 Years
and Bathrooms
A-63 Hot Water Generator Serial No. NA
Primary Water Secondary Water
100 G.P.M. 25 FT HD 600 GOM, 20 FT
HD
300F Water In 160F Water In
180F Water Out 180F Water Out
PMP 43200042 P-2 Terminal A Basement Model No NA Kitchen HW Circulator |Good 35 Years
A-66 In-Line Circulating Pump Mech. Room Serial No. NA
Water — 10 G.P.M., 7 FT HD
PMP 43200041 P-1 Terminal A Basement Model No. NA Domestic HW Good 35 Years
Circulator
A-67 In-Line Circulating Pump Mech. Room Serial No. NA
Water — 40 G.P.M., 40 FT HD
Domestic Hot Water T-A DHP-1 T-A Model: SFE05876/R6131300 |Domestic HW Good 7 Years
Pump Circulator
HP: % RPM: 3480/2850 Pump Rm A Serial #: CE1P55
Volts: 460
Full load amps 9/1
Domestic Hot Water T-A DHP-2 T-A Model: SFE05876/R6131300 |Domestic HW Good 7 Years
Pump Circulator
HP: % RPM: 3480/2850 Pump Rm A Serial #: CE1P56

Volts: 460
Full load amps 9/1
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PMP 43200045

A-70

P-3

Mfg. Lincoln W Coyoto drive

2 Speed Hot Water Circulating Pump
Water — 1595 G.P.M., 90 FT HD.
1780/1472 RPM

Terminal A Basement

Mech. Room

Model No

Serial No.

. CCS4P60T61Y

Heating Hot Water
Circulator

Fair

7 Years

PMP 43200046

A-71

P-4

Mfg. Lincoln W Coyoto drive

2 Speed Hot Water Circulating Pump
Water —-1595G.P.M., 90 FTHD
1780/1472 RPM

Terminal A Basement

Mech. Room

Model No

. CCS4P60T61Y

Serial No.

Heating Hot Water
Circulator

Fair

7 Years

PMP 43200049

A-68

T-A CHWP P-1

Mfg. Lincoln

2 Speed Chill Water

Circulating Pump 75 H.P.
1750/1100 RPM

Water — 1200 G.P.M., 100 FT HD
180/90FLA

Terminal A Basement

Mech. Room

Model No

. CS4P75T61Y

Serial No.
Data Not Available

Chilled Water
Circulator

Good

7 Years

VFD ChwP- P1

75 Hp VFD
Yaskawa

New

PMP 43200048

A-69

T-A CHWP P-2

Mfg. Lincoln

2 Speed Chill Water

Circulating Pump. 75 H.P.
1750/1100 RPM

Water — 1200 G.P.M., 100 FT HD
180/90FLA

Terminal A

Basement
Mech. Room

Model No

. CS4P75T61Y

Serial No.

Chilled Water
Circulator

Good

7 Years

VFD ChwP- P2

75 Hp VFD
Yaskawa

New

1

Chilled Water Pump

T-A CHWP-5 Lincoln w/Coyote drive
HP: 75 RPM: 1780

Volts: 4803/60

VFD Coyote Drive Pump
180/90FLA

T-A
Pump Room

Model: CS4P75T61Y

T-A South terminal

Good

7 Years

VFD ChWP- P5

75 Hp VFD
Yaskawa

New

Chilled Water Pump

T-A CHWP 6 Lincoln w/Coyote drive
HP: 75 RPM: 1780

Coyote drive gear reduction

Volts: 480/3/60 Coyote payback VSD
180/90FLA

T-A
Pump Room

Model: CS4P75T61Y

T-A North terminal

Good

7 Years
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PMP 43200048 P-9 Terminal A Model No.8VDCC54P10T61 |Old FAA tower Good 7 Years
A-69 Mfg. Lincoln w Coyoto drive Basement Serial No.
Chill Water Mech. Room
Circulating Pump. 10 H.P. 1725 RPM
Water — 1200 G.P.M., 100 FT HD
TPA143200062 Pump #P-1-A Terminal A Basement — |Model No. 324A Terminal A Domestic  |Good 17 Years
N. East Hot Water
A-72 Mfg. Aurora Serial No. 88134534
Circulating Domestic Hot Water
Water — 40 G.P.M., 40 FT HD
TPA143200063 Pump #P-2-A Terminal A Basement — |Model No. 324A Terminal A Domestic  |Good 17 Years
N. East Hot Water
A-72 Mfg. Aurora Serial No. 88134533
Circulating Domestic Hot Water
Hydraulic — Water — 40 G.P.M. at 40 FT
HD
VAV BOX W-1NE-1 Mfg. Continental NE1 Baggage Level Model No. PSA-16 Terminal A Good 35 Years
TA Variable Air Volume-W1 VAV Serial No.
Data Not Available
VAV BOX W-1NE-2 Mfg. Continental NE2 Baggage Level Model No. PSA-16 Terminal A Good 35 Years
TA Variable Air Volume-W1 VAV Serial No.
Data Not Available
VAV BOX Mfg. Continental NW1 Baggage Level Model No. PSA-12 Terminal A Good 35 Years
W-1 NW-1 TA Variable Air Volume-W1 VAV Serial No.
Data Not Available
VAV BOX Mfg. Continental NW2 Baggage Level Model No. PSA-12 Terminal A Good 35 Years
W-1 NW-2 TA Variable Air Volume-W1 VAV Serial No.
Data Not Available
VAV BOX Mfg. Continental SE1 Baggage Level Model No. PSA-16 Terminal A Good 35 Years
W-1 SE-1 TA Variable Air Volume-W1 VAV Serial No.
Data Not Available
VAV BOX Mfg. Continental SE2 Baggage Level Model No. PSA-16 Terminal A Good 35 Years
W-1SE-2 TA Variable Air Volume-W1 VAV Serial No.
Data Not Available
VAV BOX Mfg. Continental SW1 Baggage Level Model No. PSA-12 Terminal A Good 35 Years
W-1SW-1 TA Variable Air Volume-W1 VAV Serial No.
Data Not Available
VAV BOX Mfg. Continental SW?2 Baggage Level Model No. PSA-12 Terminal A Good 35 Years
W-1 SW-2 TA Variable Air Volume-W1 VAV Serial No.
Data Not Available
VAV BOX Mfg. Continental N33 Mezzanine Level Model No. PSA-16 Terminal A Good 35 Years
W-3NE-3 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
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VAV BOX Mfg. Continental NE1Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3NE-1 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental NE2 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3NE-2 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental NE3 Mezzanine Level Model No. PSA-1 Terminal A Good 35 Years
W-3NE-3 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental NE4 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3NE-4 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental NE5 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3NE-5 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental NW1 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3NW-1 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental NW2 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3NW-2 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental NW3 Mezzanine Level Model No. PSA-16 Terminal A Good 35 Years
W-3 NW-3 TA Variable Air Volume —-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental NW4 Mezzanine Level Model No. PSA-20 Terminal A Good 30 Years
W-3NW-4 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental NW5 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3NW-5 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental SE1 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3SE-1 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental SE2 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3SE-2 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental SE3 Mezzanine Level Model No. PSA-16 Terminal A Good 35 Years
W-3SE-3 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental SE4 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3SE-4 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
VAV BOX Mfg. Continental SE5 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3SE-5 TA Variable Air Volume-W3 VAV Serial No.

Data Not Available
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VAV BOX Mfg. Continental SW1 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3SW-1 TA Variable Air Volume-W3 VAV Serial No.
Data Not Available
VAV BOX Mfg. Continental SW2 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3SW-2 TA Variable Air Volume-W3 VAV Serial No.
Data Not Available
VAV BOX Mfg. Continental SW3 Mezzanine Level Model No. PSA-16 Terminal A Good 35 Years
W-3SW-3 TA Variable Air Volume-W3 VAV Serial No.
Data Not Available
VAV BOX Mfg. Continental SW4 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3SW-4 TA Variable Air Volume-W3 VAV Serial No.
Data Not Available
VAV BOX Mfg. Continental SW5 Mezzanine Level Model No. PSA-20 Terminal A Good 35 Years
W-3SW-5 TA Variable Air Volume-W3 VAV Serial No.
Data Not Available
AHU N1 AHU-N1 York /AP -150 Mechanical Room 104, [Model: AP -150 Zone 1, Level 1 New 10 Years
Level 1
HP/RPM: 15/1765 Serial #: CEJIMO4541D
Volts/Phase/Hertz: 460/3/60,
Belts: 2/Goodyear BX58
Filters: 3Pleated/ 20x54x2
3/Pleated/12x24x2
AHU N2 AHU-N2 York/AP-305 Mechanical Room 104, |Model: AP-305 Zone 1, Level 2 New 10 Years
Level 1 Zone 1
HP/RPM: 25/1770 Serial #: CEDM04543D
Volts/Phase/Hertz: 460/3/60
Belts: 2/Goodyear/BX85
Filters: 8/Pleated/24x24x2
AHU-N3 AHU-N3 York/ AP-500. Mechanical Room 110 Model: AP-500 Zone 1 & 2 Level 2 New 10 Years
Level 1 Zone 2
HP/RPM: 30/1770 Serial #: CDMJ04544D
Volts/Phase/Herts: 460/3/60
Belts: 4/Goodyear/BX95
Filters: 15/Pleated/20x24x2
AHU-N4 AHU-N4 York/ AP-500 Mechanical Room 110 Model:  Ap-500 Zone 1 Level 2 New 10 Years
Level 1 Zone 1
HP/RPM: 30/1770 Serial #: CEIM04546D
Volts/Phase/Hertz: 460/3/60
Belts: 4/Goodyear/ BX95
Filters: 15/Pleated/20x24x2
AHU-N5 AHU-N5 York/ AP-360. Mechanical Room 122 Model: AP-360 Zone 2 Level2 New 10 Years
Level 1 Zone 2
HP/RPM: 25/1770 Serial #: 99-151544-02005

Volts/Phase/Hertz: 460/3/60
Belts: 2/Goodyear/BX85
Filters: 12/Pleated/20x24x2

34-263




HVAC Equipment List
IAH - Terminal A
2800 North Terminal Road
Revised June 10, 2011

C.F.M. — Cubic Feet Per Minute G.P.M. — Gallons Per Minute CW — Chilled Water HW — Hot Water BTU — British Terminal Units
FT — Feet HD — Head S.P. — Static Pressure P.S.l. — Pounds Per Square Inch H.P. — Horsepower NIC - Not In Contract

EQUIPMENT ID

EQUIPMENT DESCRIPTION

LOCATION

MODEL / SERIAL #

AREA SERVED

CONDITION

APPROXIMATE
AGE

AHU-NG6

AHU-NG6 York/ AP-360

HP/RPM: 25/1770
Volts/Phase/Herts: 460/3/60
Belts: 2/Goodyear/BX80
Filters: 12/Pleated/20x24x2

Mechanical Room 122
Level 1 Zone 2

Model: AP-360

Serial #: 99-151544-02006

Zone 2 Level 2

New

10 Years

AHU-N7

AHU-N7 York/ AP-500

HP/RPM: 30/1770
Volts/Phase/Hertz: 460/3/60
Belts: 4/Goodyear/BX93
Filters: 15/Pleated/20x24x2

Mechanical Room 140
Level 1 Zone 3

Model:  AP-500

Serial #: CDJM04592D

Zone 3& 4 Level 1

New

10 Years

AHU-N8

AHU-N8 York/ AP-305

HP/RPM: 25/1770
Volts/Phase/Hertz: 460/3/60
Belts: 2/Goodyear/BX85
Filters: 8/Pleated/24x24x2

Mechanical Room 140
Level 1 Zone 3

Model: AP-305

Serial #: CDJM04558D

Zone 3 & 4 Level 2

New

10 Years

AHU-N9

AHU-N9 York/ AP-360

HP/RPM: 25/1770
Volts/Phase/Hertz: 460/3/60
Belts: 2/Goodyear/BX85
Filters: 15/Pleated/20x24x2

Mechanical Room 140
Level 2 Zone 3

Model: AP-360

Serial #: CDIJM04559D

Zone 3 & 4 Level 2

New

10 Years

AHU-N10

AHU-N10 York/AP -215

HP/RPM: 30/1765
Volts/Phase/Hertz: 460/3/60
Belts: 2/Goodyear/BX62
Filters: 8/Pleated/20x20x2

Mechanical Room 117
Level 1 Zone 2

Model: AP-215

Serial #: 04560D

Zone 6 Level 2

New

10 Years

AHU-N13

AHU-N13 York/AP-150

HP/RPM: 15/1765
Volts/Phase/Hertz: 460/3/60
Belts: 2/Goodyear/BX55
Filters: 3/Pleated/24x20x2
3/Pleated/24x12x2

Mechanical Room 155
Level 1 Zone 5

Model: AP-150

Serial #: CEJM04561D

Zone 5 Level 1

New

10 Years

AHU-N14

AHU-N14 York/AP-305

HP/RPM: 25/1770
Volts/Phase/Herts: 460/3/60
Belts: 3/Goodyear/ BX77
Filters: 8//Pleated/24x24x2

Mechanical Room 155
Level 1 Zone 5

Model: AP-305

Serial #: CEIM04565D

Zone 5 Level 2

New

10 Years
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OAPU-N1

OAPU-N1 York/ AP-150
HP/RPM: 15/1760
Volts/Phase/Hertz: 460/3/60
Belts: 2/Goodyear/AX26
Filters: 6/Pleated/24x24x2
12/Carbon/18x12x6
2/Pleated/24x24x2
36/Carbon/24x18x6

Mechanical Room 104

Model: AP-150
Serial #: DEJM03055B

AHU-N1 & N2 Zone 1

New

10 Years

OAPU-N2

OAPU-N2 York/AP-170
HP/RPM: 15-6.5/1760/1175
Volts/Phase/Hertz: 460/3/60
Belts: 2/Goodyear/BX48
Filters: 6/Pleated/24x24x2
12/Carbon/18x12/6
2/Pleated/24x12x2
36/Carbon/24x18x6

Mechanical Room 110

Model: AP-170
Serial #: CEJM04567D

AHU-N3 & N4 Zone -1

New

10 Years

OAPU-N3

OAPU-N3 York/ AP-150
HP/RPM: 10-5/1760-875
Volts/Phase/Hertz: 460/3/60
Belts: 2/Goodyear/AX48
Filters: 6/Pleated/24x24x2
12/Carbon/18/12/6
2/Pleated/24x12x2

36/Carbon/24x18x6

Mechanical Room 122

Model: AP-150
Serial #: DEJM03056B

AHU-N5 & N6 Zone 2

New

10 Years

OAPU-N4

OAPU-N4 York/ AP-305

HP/RPM: 20/1725
Volts/Phase/Hertz: 460/3/60
Belts: 2/Goodyear/BX71
Filters: 6/Pleated/24x24x2
2/Pleated/24x12x2
12/Carbon/18x12x6
36/Carbon/24x18x6

Mechanical Room

140

Model: AP-305

Serial #: CDIJM04569D

AHU-N7, N8, N9 Zone

3

New

10 Years

OAPU-N5

OAPU-N5 York/ AP-60

HP/RPM: 5/1725

Volts/Phase/Hertz: 460/3/60

Belts: 1/Gates/A58

Filters: 2/Pleated/24x24x2
8/Carbon/24x6x18
2/Pleated/24x12x2
8/Carbon/12x6x18
1/Pleated/124x24x6
1/Pleated/24x12x6

Mechanical Room 117

Model: AP-60
Serial #: *

AHU-N10 Zone-2

New

10 Years
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OAPU-N8 OAPU-N8 York/ AP-120 Mechanical Room 15 Model: AP-120 AHU-N13 & N14 Zone |New 10 Years
5
HP/RPM: 10/1760 Serial #: CEIJM04572D
Volts/Phase/Hertz: 460/3/60
Belts: 2/Goodyear/BX42
Filters: 3/Pleated/12x24x6
32/Carbon/6x24x18
6/Pleated/12x24x2
3/Pleated/24x24x6
6/Pleated/24x24x2
Pump Pump PHWP-1 Mechanical Room Model: Bell & Gossett OAPU-N1 Fair 10 Years
GPM/FT. Head (I/s)/M: 25/25 Serial #: 2183964
RPM: 1800
Volts/Phase/Hertz: 115/1/60
Pump Pump PHWP-2 Mechanical Room Model: Bell & Gosset OAPU-N2 Fair 10 Years
GPM/FT. Head (I/s)/M: 28/25 Serial #: NA
RPM: 1800
Volts/Phase/Hertz: 115/1/60
Pump Pump PHWP-3 Mechanical Room Model: Bell &Gossett OAPU-N3 Fair 10 Years
GPM/FT. Head (I/s)/M: 22/25 Serial #: 2183962H
RPM: 1800
Volts/Phase/Hertz: 115/1/60
Pump Pump PHWP-4 Mechanical Room Model: Bell & Gossett OAPU-N4 Fair 10 Years
GPM/FT. Head (I/s)/M: 53/25 Serial #: 2183963
RPM: 1800
Volts/Phase/Hertz: 460/3/60
Pump Pump PHWP-5 Mechanical Room Model: Bell & Gossett OAPU-N5 Fair 10 Years
GPM/FT.Head(l/s)/M: 8/10 Serial #: NA
Volts/Phase/Hertz: 115/1/60
Pump Pump PHWP-8 Mechanical room Model: Bell & Gossett OAPU-N8 Fair 10 Years
GPM/Ft. Head (I/s)/M: 52/25 Serial #: 2183983
RPM: 1800
Volts/Phase/Hertz: 460/3/60
Pump Pump HTWP-1 Mechanical Room Model: Price/ CD100SS-400 |Dom HW Good 10 Years
GPM/FT. Head (I/s)/M: 28/35 Serial #: 010212102388
Volts/Phase/ Hertz: 460/3/60
Pump Pump HTWP-2 Mechanical Room Model: Price Dom HW Good 10 Years

GPM/FT. Head (I/s)/M: 28/35
Volts/Phase/Hertz: 460/3/60

Serial #: 010212102388
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Fan Coil Unit

FCU-1 IEC/HXY12

HP/RPM: 1/8 / 950
Volts/Phase/Hertz: 115/1/60
Belts: DD

Filters: 1/Flat/14x28x1

Mechanical Room 117
Zone 2

Model: IEC/HXY12

Serial #: NA

FCU-1, FCU-2 Zone 2

New

10 Years

Fan Coil Unit

FCU-2 IEC/HXY12

HP/RPM: 1/8 /950
Volts/Phase/Hertz: 115/1/60
Belts: DD

Filters: 1/Flat/14x28x1

Mechanical Room 119
Zone 2

Model: IEC/HXY12

Serial #: NA

Zone 2

New

10 Years

Fan Coil Unit

FCU-3 IEC/ HLY12

HP/RPM (W): 1/10/950
Volts/Phase/Hertz: 115/1/60
Belts : DD

Filters: 1/Flat/14x28x1

Mechanical Room 104
Zone 1

Model: IEC/HLY12

Serial: NA

Zone 1

New

10 Years

Fan Coil Unit

FCU-4 IEC/HLY12

HP/RPM (W): 1/10/950
Volts/Phase/Hertz: 115/1/60
Belts: DD

Filters: 1/Flat/14x28x1

Mechanical Room 104
Zone 1

Model: IEC/HLY12

Serial #: NA

Zone 1

New

10 Years

Fan Coil Unit

FCU-5 IEC/HLY12

HP/RPM (W): 1/10/950
Volts/Phase/Hertz: 115/1/60
Belts: DD

Filters: 1/Flat/14x28x1

Mechanical Room 110
Zone 1

Model: IEC/HLY12

Serial #: NA

Zone 1

New

10 Years

Fan Coil Unit

FCU-6 IEC/HLY12

HP/RPM (W): 1/10/950
Volts/Phase/Hertz: 115/1/60
Belts: DD

Filters: 1/Flat/14x28x1

Mechanical Room 110
Zone 1

Model: IEC/HLY12

Serial #: NA

Zone 1

New

10 Years

Fan Coil Unit

FCU-7 IEC/HLY12

HP/RPM (W): 1/10/950
Volts/Phae/Hertz: 115/1/60
Belts: DD

Filters: 1/Flat/14x28x1

Mechanical Room 122
Zone-2

Model: IEC/HLY12

Serial #: NA

Zone 2

New

10 Years
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EQUIPMENT DESCRIPTION

LOCATION

MODEL / SERIAL #

AREA SERVED

CONDITION

APPROXIMATE

AGE

Fan Coil Unit

FCU-8 IEC/HLY12

HP/RPM (W): 1/10/950
Volts/Phase/Hertz: 115/1/60
Belts: DD

Filters: 1/Flat/14x28x1

Mechanical Room 122
Zone 2

Model: IEC/HLY12

Serial #: NA

Zone 2

New

10

Years

Fan Coil Unit

FCU-9 IEC/HLY12

HP/RPM (W): 1/10/950
Volts/Phase/Hertz: 115/1/60
Belts: DD

Filters: 1/Flat/14x28x1

Mechanical Room 140
Zone 3

Model: IEC/HLY12

Serial #: 115/1/60

Zone 2

New

10

Years

Fan Coil Unit

FCU-10 IEC/HLY12

HP/RPM (W): 1/10/950
Volts/Phase/Hertz: 115/1/60
Belts: DD

Filters: 1/Flat/14x28x1

Mechanical Room 140
Zone 3

Model: IEC/HLY12

Serial #: NA

Zone 2

New

10

Years

Fan Coil Unit

FCU-11 IEC/HLY12

HP/RPM (W): 1/10/950
