
 Bush Intercontinental Airport 

 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 

 Administration Building 
 100084 6/18/2009 HOT CALL; ADMIN FACILITY SOUTH SIDE AND EAST 
 HVAC 
 100176 6/19/2009 water leak in the mail room….coming from a/c 
 N Side 
 101101 6/24/2009 CONDENSATION ON  A/C PIPES 
 N Side 
 101268 6/26/2009 COLD CALL - ADMIN - SOUTH - UPSTAIRS - MCCA 
 S Side 
 101269 6/26/2009 CLEAN VENTS AND REDIRECT FLOW 
 S Side 
 101614 6/29/2009 CHECK AIR HANDLER SYSTEM FOR GAS LIKE ODER 
 N Side 
 102310 7/2/2009 a/c making a squeaky sound 
 N Side 
 105387 7/20/2009 COLD CALL**2ND FLOOR IN TDC 
 N Side 
 105888 7/24/2009 HOT CALL**LENORE HERMAN'S OFFICE 
 N Side 
 106573 8/6/2009 PLEASE CHANGE A/C FILTERS IN IT ANNEX BLDG 
 Outer Building 
 107289 7/31/2009 TOO COLD AT HUMAN RESOURCE 
 HVAC 
 107779 8/5/2009 COLD CALL MCCA EAST OFFICE IS TOO COLD 
 S Side 
 107869 8/6/2009 ODOR OF BURN RUBBER COMING FROM VENTS 
 HVAC 
 108245 8/10/2009 ADMIN BLD-ODOR OF BURNT SMELL COMING FROM A/C VENTS 
 S Side 
 109328 8/24/2009 DUE TO POWER OUTAGE, RESET A/C UNITS 
 Administration Bldg - All Areas 
 110140 8/24/2009 Admin Bldg Airconditioning is inop. Too hot 
 N Side 
 111834 9/4/2009 INTERNATIONAL OUTREACH CENTER HOT 
 S Side 
 111835 9/4/2009 AIR CONDITIONING RATLING NOISE 
 S Side 
 112584 9/10/2009 HVAC CHECK AHU FOR LEAK IN MDF RM 
 S Side 
 112854 9/15/2009 cleaning AC vents 
 S Side 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 114213 9/22/2009 AC TURNED OFF IN THE ADMIN BLDG (PDC) 
 N Side 
 114303 9/23/2009 A/C INOP ALL OF SOUTHSIDE ADMIN BLDG 
 S Side 
 114531 9/28/2009 ADMIN-NORTH 2ND LEVEL PLANNING 
 N Side 
 114557 9/28/2009 ADMIN-SHARUNDA JACKSON TOO COLD 
 S Side 
 116017 10/5/2009 COLD CALL 
 N Side 
 116666 10/8/2009 COLD CALL - ADMIN - SOUTH SIDE - IT 
 S Side 
 117066 10/14/2009 COLD CALL-NORTH ADMIN-LV 2-PDC 
 N Side 
 118020 10/23/2009 COLD CALL-NORTH SIDE ADMIN ON THE WEST END 
 N Side 
 118138 10/23/2009 ADMIN Building PDC north side west end Reza (33-1880) too cold 
 N Side 
 118180 10/23/2009 ADMIN AIR CONDITIONING  NOISY 
 N Side 
 120538 11/9/2009 HOT CALL 
 HVAC 
 120660 11/12/2009 COLD CALL 
 S Side 
 122973 12/7/2009 COLD CALL - LV 2 - PDC - ADMIN BLDG 
 N Side 
 123502 12/11/2009 COLD CALL 
 N Side 
 123988 12/15/2009 COLD CALL**1ST FLOOR NORTHSIDE 
 N Side 
 123989 12/15/2009 COLD CALL**NORTHSIDE 2ND FLOOR 
 N Side 
 124719 12/16/2009 COLD CALL**TRAINING ROOM 1ST FLOOR 
 N Side 
 125214 12/21/2009 ADMIN HR-MARIA FINK TOO COLD 
 N Side 
 125274 12/21/2009 COLD CALL 
 N Side 
 125279 12/18/2009 COLD CALL 
 S Side 
 125611 12/28/2009 TOO COLD IN THE DIRECTOR OFFICE 
 N Side 
 125614 12/28/2009 COLD CALL 
 S Side 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 125975 12/31/2009 COLD CALL 
 S Side 
 126047 12/29/2009 COLD CALL**ENTIRE SW CORNER 1ST FLOOR 
 S Side 
 126142 12/31/2009 TOO COLD 
 S Side 
 126178 12/31/2009 TOO COLD 
 S Side 

 Airfield - General 
 99624 6/12/2009 HOT CALL 
 AOA Gates 
 100961 6/24/2009 HOT CALL 
 AOA Gates 
 101429 6/26/2009 A/C NOT WORKING WV 55 
 AOA Gates 
 101781 6/29/2009 HOT CALL 
 AOA Gates 
 104939 7/15/2009 HOT CALL 
 AOA Gates 
 112200 9/8/2009 HOT CALL 
 AOA Gates 
 112478 9/9/2009 AC INOP AT WV-55 (TDI WAITING ON PARTS) 
 AOA Gates 
 112570 9/10/2009 HOT CALL-GATE WV-55 
 AOA Gates 
 113687 9/22/2009 NV 53 AC NOT COOLING 
 AOA Gates 
 121145 11/17/2009 A/C UNIT MADE A LOUD NOISE AND IS NOW LEAKING FREON 
 AOA Gates 
 123097 12/7/2009 COLD CALL HEATER INOP/ WV-51 SECURITY BOOTH 
 AOA Gates 
 123710 12/15/2009 COLD CALL - HEATER NOT WORKING 
 AOA Gates 

 Airfield - Security Gates 
 97713 6/1/2009 A/C  NOT WORKING NV 13 VERY HOT 
 Gate NV-13 
 99162 6/12/2009 FV12  HOT INSIDE THE GUARD BOOTH. 
 Gate FV-12 
 99609 6/18/2009 A/C INOP FV 12 KNOB IS STRIPPED 
 Gate FV-12 
 99788 6/15/2009 A/C FILTERS NEEDED FOR A/C @ SECURITY BOOTH 
 Gate NV-13 
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 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 100036 6/18/2009 HOT CALL - SECURITY BOOTH AT TC2 
 Gate TC-2 
 100080 6/18/2009 HOT CALL: TC2 GATE 
 Gate TC-2 
 100083 6/18/2009 HOT CALL: WV41 GATE BOOTH 
 Gate WV-41 
 100178 6/18/2009 HOT CALL AC BLOWING HOT AIR TC 2 BOOTH 
 Gate TC-2 
 100338 6/18/2009 A/C NOT COOLING TC2 GUARD POST 
 Gate TC-2 
 100423 6/18/2009 HOT CALL: IDF ROOM AT EV2 
 Gate EV-2 
 100859 6/24/2009 the a/c id not cooling 
 Gate EV-3 
 100881 6/23/2009 AC INOP EV 3 
 Gate EV-3 
 100892 6/23/2009 AC INOP EV 2 
 Gate EV-2 
 100970 6/24/2009 A/C INOP 
 Gate EV-2 
 101270 6/26/2009 A/C INOP 
 Gate NV-13 
 101280 6/26/2009 HOT CALL: NV13 GATE 
 Gate NV-13 
 101585 6/29/2009 NV- 13 VERY WARM INSIDE THE GUARD BOOTH 
 Gate NV-13 
 101620 6/29/2009 HOT CALL**NV 13 
 Gate NV-13 
 101644 6/29/2009 A/C UNIT IS BLOWING HOT AIR 
 Gate NV-13 
 101655 6/29/2009 WATER LEAKING FROM A/C UNIT INSIDE @ NV-13 GATE 
 Gate NV-13 
 101796 7/1/2009 TOO HOT-GUARD SHACK AT GATE EV-2 
 Gate EV-2 
 101883 7/1/2009 HOT CALL**NV 13 
 Gate NV-13 
 102137 7/1/2009 PORTABLE UNIT AT BOOTH IS INOP 
 Gate NV-53 
 102199 7/1/2009 AC LEAKING AT NV13 GATE 
 Gate NV-13 
 102371 7/2/2009 GATE-NV53 HEATER KNOB IS BROKE 
 Gate NV-53 
 102580 7/6/2009 SECURITY BOOTH@GATE-NV13 LEAKING 
 Gate NV-13 
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 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 
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 WO # Completed  Service/Asset 
 103479 7/6/2009 HOT CALL 
 Gate NV-53 
 103500 7/6/2009 TOO HOT-NV-53 GURAD SHACK AND WATER DRAINING INTO WALLS 
 Gate NV-53 
 103895 7/8/2009 HOT CALL; A/C INOP AT NV 53 
 Gate NV-53 
 104212 7/10/2009 HOT CALL - GUARD SHACK AT GATE NV53 
 Gate NV-53 
 107318 7/31/2009 TOO HOT- AT SECURITY BOOTH 
 Gate NV-53 
 107588 8/4/2009 AC BLOWING DIRT @ WV51 GATE - MAY NOT HAVE A FILTER 
 Gate FV-12 
 111994 9/8/2009 A/C UNIT IS INOP AT SECURITY BOOTH AT WV-55 
 Gate WV-48 
 112151 9/8/2009 HVAC AC INOP INSIDE BOOTH AT WV-55 
 Gate WV-48 
 112605 9/10/2009 NV-13 AC UNIT LEAKING WATER ONTO FLOOR 
 Gate NV-13 
 112607 9/10/2009 A/C LEAKING 
 Gate NV-53 
 112629 9/10/2009 COLD CALL-GATE NV53 
 Gate NV-53 
 114160 10/13/2009 A/C AND HEATER INOP 
 Gate NV-53 
 114194 9/23/2009 SINGLE WALL  HEATER INOP 
 Gate NV-53 
 114413 9/28/2009 HEATER INOP NV-53 
 Gate NV-53 
 114784 9/28/2009 A/C LEAKING WATER 
 Gate NV-13 
 119031 11/4/2009 HEATER INOP 
 Gate NV-13 
 119760 11/9/2009 GATE NV-13 HEATER IS NOT WORKING 
 Gate NV-13 
 121147 11/17/2009 NV 53 A/C BLEW OUT 
 Gate NV-53 
 121344 11/17/2009 HEATER INOP 
 Gate TC-2 
 122140 12/3/2009 GATE NV 53 BOOTH HEATER NOT WORKING 
 Gate NV-53 
 122940 12/10/2009 G 
 Gate FV-12 
 123190 12/7/2009 HEATER IN GUARD POST FV-12 INOP 
 Gate FV-12 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 123219 12/7/2009 COLD CALL 
 Gate FV-12 

 Airport Service Center 
 101020 6/24/2009 PPM HAS A LEAK IN THE WELD SHOP 
 PPM - HVAC 
 101616 6/29/2009 HOT CALL INCREASE AIR FLOW IN RM 138 
 Warehouse 
 104015 7/8/2009 the asc lot the a/c went out 
 Electrical Sys 
 107805 8/6/2009  find water on my floor and my ceiling tiles wet. 
 Public Safety - HVAC 
 107899 8/7/2009 HVAC ADJUST AC VENT WARE HOUSE ASC BLDG 
 Warehouse 
 112587 9/10/2009 HVAC AHU PIPE LEAKING INTO LRR 
 Warehouse Office - HVAC 
 113542 9/17/2009 LEAK IN HOT WATER HEATER AND GOING ONTO FLOOR 
 Warehouse Office 
 117325 10/20/2009 A/C LEAKING 
 Airfield and Grounds 
 117344 10/20/2009 PPM SHOP CUTTING ROOM-118  TOO HOT 
 PPM - HVAC 
 122966 12/2/2009 COLD CALL - ASC - ELECTRIC SHOP 
 Electrical Sys 
 123015 12/7/2009 ELECTRICAL DEPARTMENT IS TOO COLD 
 Electrical Sys - HVAC 
 123337 12/4/2009 ELECTRICAL DEPARTMENT IS TOO COLD. 
 Electrical Sys - HVAC 
 123820 12/15/2009 COLD CALL**A & G OFFICES 
 Airfield and Grounds - HVAC 
 124649 12/15/2009 AIR FIELD & GROUND HEATER INOP. 
 Airfield and Grounds - HVAC 
 124681 12/16/2009 COLD CALL** A & G WAREHOUSE 
 Airfield and Grounds 
 125041 12/21/2009 COLD CALL ELECTRIC SHOP 
 Electrical Sys - HVAC 
 125635 12/28/2009 too hot... please assist 
 Airfield and Grounds 
 125706 12/28/2009 AC INOP @ 4500  WIL CLAYTON 
 Airfield and Grounds - HVAC 

 APM 
 99882 6/16/2009 TOO HOT 
 APM Maint Fac 
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 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 101476 6/26/2009 NO A/C AT TERMINAL LINK APM LEVEL 
 APM Term C Sta - HVAC 
 101612 6/29/2009 HVAC HOT CALL AMP PLAT FORMS CHECK ALL 
 APM Term B Sta 
 101650 6/29/2009 HOT CALL-ALL APM PLAT FORMS CHECK ALL 
 APM Term B Sta - HVAC 
 101786 6/29/2009 NEED TO HAVE WATER PAN CHECKED / LEAKING 
 APM Term B Sta - HVAC 
 102194 7/8/2009 HOT CALL: APM STATION AT T/B 
 APM Term B Sta - HVAC 
 106200 7/27/2009 TOO HOT- T/B APM LEVEL 
 APM Term B Sta - HVAC 
 106606 7/29/2009 ASSIST KOETTER T/B APM STA AIR HANDLER RM 
 APM Term B Sta - HVAC 
 107290 7/31/2009 T/C- APM AREA VERY WARM/ PLEASE ADJUST A/C 
 APM Term C Sta - HVAC 
 108418 8/11/2009 T-B APM LEVEL ASSIST KOETTER TO OPEN AHU 
 APM Term B Sta - HVAC 
 108726 8/17/2009 TOO HOT- ENTRANCE HALLWAY TO APM STATION 
 APM Term B Sta - HVAC 
 108883 8/15/2009 HOT CALL T/B APM PLATFORM PAX WAITING AREA 
 APM Term B Sta - HVAC 
 110206 8/26/2009 HOT CALL: T/B APM STATION 
 APM Term B Sta - HVAC 
 114077 9/22/2009 VENTS MAKING LOUD NOISE 
 APM Maint Fac 
 114078 9/22/2009 NO AIR COMING OUT OF THE VENT 
 APM Maint Fac 
 121952 11/30/2009 T-B  APM LEVEL DOOR # B-2026. SOMETHING IS LEAKING UNDER THE DOOR ON THE FLOOR 
 APM Term B Sta - HVAC 
 123733 12/15/2009 HOT CALL - T/C - BASE OF ESCALATOR RM CN205 
 APM Term C Sta 
 124897 12/18/2009 TOO HOT- ROOM # CN-205 APM STATION AREA 
 APM Term C Sta - HVAC 
 125335 12/21/2009 A/C INOP IN MAINT.ROOM 
 APM Maint Fac - HVAC 

 Cargo 
 100232 6/18/2009 HOT CALL: FUMIGATION BLDG 
 E Cargo 
 100550 6/19/2009 HOT CALL ONE STOP FIS CARGO  BLDG 
 FIS One-Stop - HVAC 
 103956 7/10/2009 HOT AC INOP AT ONE STOP BLDG 
 FIS One-Stop 
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 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 110646 8/26/2009 VERY HOT CALL 
 E Cargo 
 112597 9/10/2009 HVAC CHECK ALL AHU IN FIS ONE STOP BLDG DUE TO ALARM 
 FIS One-Stop - HVAC 
 114845 10/1/2009 HOT CALL / NO AC ON FIS CARGO BLDG 
 FIS One-Stop - HVAC 
 115854 10/1/2009 FIS CARGO TOO COLD USDA-19581 LEE 
 FIF Facility - HVAC 
 116084 10/5/2009 HOT CALL 
 FIS One-Stop - HVAC 
 117152 10/14/2009 HVAC NO AIR IN ONE STOP USDA BLDG 
 E Cargo 
 118146 10/23/2009 TOO COLD ONE STOP CARGO BLD ROOM #143 
 FIS One-Stop - HVAC 
 119253 11/4/2009 FIS-19851 LEE RD AIR CONDITION INOP 
 FIS One-Stop - HVAC 
 121855 11/30/2009 VERY COLD CALL IN CBP BLDG OFF OF LEE RD 
 E Cargo 
 122307 12/3/2009 COLD CALL 
 E Cargo 
 124686 12/16/2009 COLD CALL 
 Central Cargo - HVAC 

 Electrical Vault 
 97640 6/1/2009 A/C NOT WORKING @ WEST VAULT 
 W Elect Vault - HVAC 
 99611 6/18/2009 WATER LEAKING FORM A/C 
 W Elect Vault - HVAC 
 100003 6/18/2009 A/C NOT WORKING IN THE NORTH VAULT 
 N Elect Vault 
 100706 6/23/2009 AC MAKING A LOT OF NOISE 
 S Elect Vault - HVAC 
 100758 6/24/2009 TOO HOT INSIDE NORTH VAULT 
 N Elect Vault - HVAC 
 103887 7/8/2009 HOT CALL AND MOTOR MAKING LOUD NOISE 
 S Elect Vault - HVAC 
 106094 7/27/2009 PLEASE CHECK A/C 
 S Elect Vault - HVAC 
 107285 7/31/2009 WATER LEAKING FROM A/C INSIDE SOUTH VAULT 
 S Elect Vault - HVAC 
 110880 8/28/2009 A/C AT WEST VAULT INOP 
 W Elect Vault - HVAC 
 110899 8/28/2009 HOT CALL-WEST VAULT 
 W Elect Vault 
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 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 111086 8/31/2009 WEST VAULT A/C IS NOT WORKING 
 W Elect Vault - HVAC 
 111111 8/31/2009 AC INOP WEST VAULT 
 W Elect Vault - HVAC 
 114860 10/1/2009 AC UNIT LEAKING INSIDE THE W/VAULT 
 W Elect Vault 

 Fire Stations 
 100063 6/15/2009 HOT CALL: FIRE STATION 54 
 ARFF Sta 54 - HVAC 
 101308 6/26/2009 HOT CALL; AIR COMPRESSOR NOT WORKING 
 ARFF Sta 99 - HVAC 
 101519 6/26/2009 A/C IS NOT OPERATING AND NOT BLOWING 
 ARFF Sta 54 - HVAC 
 101731 6/29/2009 FIRE STATION 54 A/C IS NOT WORKING 
 ARFF Sta 54 - HVAC 
 103522 7/6/2009 STATION-92  CAPTAIN ROOM IS HOT 
 ARFF Sta 92 - HVAC 
 104401 7/13/2009 The HVAC at ARFF Station 54 has stopped working 
 ARFF Sta 54 - HVAC 
 105158 7/17/2009 HOT CALL**CAPTAIN'S OFFICE 
 ARFF Sta 92 - HVAC 
 106754 7/30/2009 TOO HOT IN CREWS DORM @ FS 99 
 ARFF Sta 99 - HVAC 
 107698 8/6/2009 AC INOP AT FIRE STATION 
 ARFF Sta 54 - HVAC 
 108793 8/17/2009 HOT CALL 
 ARFF Sta 92 - HVAC 
 110643 8/26/2009 A/C INOP 
 ARFF Sta 99 - HVAC 
 111238 8/31/2009 Station 54: 
  
   
  
 HVAC not working  
 Blower motors running but Chiller is not working 

 ARFF Sta 54 - HVAC 
 112060 9/8/2009 AC NOT COOLING 
 ARFF Sta 99 - HVAC 
 113424 10/1/2009 AC VENTS NEED CLEANING & CEILING FANS 
 ARFF Sta 99 - HVAC 
 113436 9/22/2009 CLEAN RETURN AIR VENTS 
 ARFF Sta 54 - HVAC 
 114348 9/28/2009 TOO HOT- A/C NOT BLOWING COLD AIR, VERY HUMID 
 ARFF Sta 54 - HVAC 
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 WO # Completed  Service/Asset 
 116591 10/7/2009 WATER LEAKING FROM CEINGING TILES/ CONDENSATION 
 ARFF Sta 99 
 116893 10/12/2009 CEILING LEAK DORM/MEETING ROOM 
 ARFF Sta 99 
 119072 11/4/2009 A/C MAKING A NOISE 
 ARFF Sta 54 - HVAC 
 119095 11/4/2009 HVAC  loud squeal coming from the return air vents 
 ARFF Sta 54 - HVAC 
 121835 11/30/2009 COLD CALL…FIRE STATION 92 IS TOO COLD 
 ARFF Sta 92 - HVAC 
 121846 11/30/2009 STILL TOO COLD AT FS#92 
 ARFF Sta 92 - HVAC 
 122042 11/30/2009 TOO COLD @ FIRE STATION 92 
 ARFF Sta 92 - HVAC 
 123200 12/7/2009 HOT CALL - HEATER SEEMS TO BE STUCK ON 
 ARFF Sta 92 - HVAC 
 124709 12/16/2009 COLD CALL 
 ARFF Sta 54 - HVAC 
 124764 12/16/2009 HEATER FAN NOT CYCLING 
 ARFF Sta 54 - HVAC 
 125858 12/26/2009 AC INOP 
 ARFF Sta 92 - HVAC 

 FIS Building 
 97945 6/2/2009 A/C - LEAKING INTO WRR IA1.0807 
 Terminal E Basement Bagg Makeup 
 100034 6/18/2009 FIS-PASSPORT CONTROL-HOT CALL 
 Customs 
 100062 6/18/2009 HOT-INSIDE OFFICE-FS2.3411 
 Immigration - HVAC Sys 
 100389 6/18/2009 HOT CALL BASE 42 / JEWELRY STORE/ IN MOTION STORE 
 Immigration 
 100536 6/19/2009 HOT CALL-FIS-MEET & GREET-BADGING OFFICE 
 Meet and Greet 
 101920 7/1/2009 loud noise coming from A/C 
 Customs - HVAC Sys 
 102017 7/1/2009 A/C BLOWING HOT AIR INSIDE G.T. BOOTH 
 Curbside 
 102204 7/1/2009 FIS-TDI TEMP STORAGE-RM A101 
 Meet and Greet 
 102303 7/2/2009 too hot 
 Ticket 
 104577 7/12/2009 HOT CALL 
 Customs - HVAC Sys 
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 104933 7/21/2009 pipe dripping from ceiling onto floor of womans restroom IA1.0807 
 Customs 
 104944 7/15/2009 FIS-CEILING LEAK LADIES ROOM-IA0.0807 
 Customs 
 105118 7/15/2009 T/FIS- A/C LEAKING WATER 
 Customs - HVAC Sys 
 105200 7/17/2009 WATER LEAKING( CONDESATION) 
 Mezz Lvl - HVAC Sys 
 105263 7/20/2009 WATER LEAK 
 Customs 
 105271 7/20/2009 HOT CALL-FIS 
 Ticket 
 105318 7/23/2009 Requesting to have city clean air intake in ceiling 
 Inbound Bagg 
 105320 7/20/2009 Requesting temperature check for room IA1.0405 
 Meet and Greet - HVAC Sys 
 105323 7/20/2009 No exhaust fans in Hard Secondary PPC/ 
 Customs 
 105917 7/24/2009 HOT CALL/NO AC IN CANINE SECTION FIS BLDG 
 Mezz Lvl - HVAC Sys 
 108382 8/11/2009 CEILING LEAK 
 Customs - Ceiling 
 111124 8/31/2009 COLD CALL 
 Recheck Lower Level 
 113322 9/17/2009 ** A.S.A.P **  …. ASSIST ELECTRICIANS 
 FIS Building - All Areas 
 113960 9/22/2009 A/C INOP 
 Terminal E Basement Bagg Makeup 
 114104 9/22/2009 FIS-HOT @ BAGG BELT ROOM FOR TSA 
 FIS Building - All Areas 
 114204 9/25/2009 A/C INOP 
 Recheck 
 114594 9/28/2009 AC INOP VERY HOT IN ROOM 
 Recheck 
 114770 9/28/2009 TOO HOT 
 Inbound Bagg 
 116656 10/8/2009 HOT CALL **CASHIER RM FS2.3312 
 Ticket 
 116861 10/9/2009 WATER COMING FROM A/C BY LRR IA2.04032 
 Customs 
 116869 10/12/2009 FIS-CEILING LEAK PASSPORT CONTROL BY ESCALATOR E-11 
 Immigration - HVAC Sys 
 117658 10/20/2009 HOT CALL-FIS-US CUSTOMS-RM IA1.0404 
 Customs 
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 117979 10/23/2009 HOT CALL-FIS-RM FS2.3413 
 Ticket 
 118112 10/20/2009 T/FIS- AC VENT MAKING LOUD NOISE 
 Customs - HVAC Sys 
 118368 10/28/2009 HOT CALL 
 Customs - HVAC Sys 
 118554 10/28/2009 HOT CALL 
 Immigration - HVAC Sys 
 118874 11/3/2009 HOT CALL - FIS - PASSPORT CONTROL 
 Customs 
 121564 11/23/2009 HOT CALL 
 Ticket - HVAC Sys 
 121902 11/23/2009 HOT CALL 
 Customs - HVAC Sys 
 123441 12/9/2009 FIS SECONDARY ROOM IA2.0855 WAITING ROOM TOO COLD 
 Immigration - HVAC Sys 

 FIS Building - Parking 
 110769 8/26/2009 HOT CALL-FIS-GARAGE-LV 1-MDF ROOM 
 E Parking Garage 

 FIS Central Ticketing 
 100039 6/18/2009 HOT CALL 
 HVAC Sys 
 106568 7/29/2009 COLD CALL: FIS TICKETING LEVEL- BEHIND COUNTERS 
 HVAC Sys 

 Fleet 
 121472 11/23/2009 COLD CALL - 18845 COLONEL FISHER 
 Fleet Facility (Wright Road) 
 121874 11/30/2009 AC / HEATING FAN RUNNING CONTI. 
 Fleet Facility (Wright Road) 
 123702 12/15/2009 HVAC HEATER INOP AT FLEET MX BAY 1 SHOP 
 Fleet Facility (Wright Road) 

 Grounds - Airside 
 109085 8/19/2009 LIFT STATION7 AIR CONDITIONING INOP. 
 N Complex 

 Grounds - Landside 
 98826 6/9/2009 HOT CALL 
 Lee Rd 
 98830 6/9/2009 CHECK THE A/C UNIT ON ROOF 
 Will Clayton Pkwy 
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 99775 6/15/2009 HOT CALL**EXECUTIVE SECURITY OFFICE 
 Lee Rd 
 101618 6/29/2009 COLD CALL**TECH SVCS 18600 LEE RD 
 Lee Rd 
 101775 6/29/2009 HOT CALL**18500 LEE RD SUITE A 
 Lee Rd 
 103720 7/8/2009 HOT CALL 
 Lee Rd 
 104202 7/10/2009 A/C UNIT LEAKING AT FLEET MAINTENANCE 
 Terminal Area 
 104206 7/10/2009 HOT CALL 
 Lee Rd 
 104938 7/15/2009 HOT CALL 
 Will Clayton Pkwy 
 106088 7/27/2009 A/C UNIT LEAKING INSIDE SIGN SHOP AT PPM 
 Will Clayton Pkwy 
 106390 7/27/2009 CEILING LEAK FROM A/C 
 Terminal Area 
 106439 7/28/2009 HOT CALL 
 Lee Rd 
 108770 8/17/2009 HOT CALL 
 Lee Rd 
 108991 8/19/2009 NO A/C---TOO HOT 
 Lee Rd 
 109199 8/20/2009 A/C UNIT LEAKING 
 Terminal Area 
 109204 8/20/2009 AHU #7 NOT WORKING/USDA OFFICE 
 Lee Rd 
 109314 8/24/2009 A/C UNIT LEAKING 
 Terminal Area 
 116539 10/7/2009 AC NOT WORKING/ POSSIBLE CHILLER ISSUE 
 Lee Rd 
 116746 10/9/2009 AC issue and it is dripping as we speak. 
 Will Clayton Pkwy 
 117221 10/15/2009 AC INOP 
 Lee Rd 
 118626 10/28/2009 A/C MAKING A SQUEEKY SOUND AT BAY 3 
 Lee Rd 
 121291 11/23/2009 UNIT APPEARS TO BE SHUT OFF 
 Lee Rd 
 121442 11/23/2009 OPERATIONS OFFICE A/C THERMOSTAT  IS NOT WORKING 
 Will Clayton Pkwy 
 123101 12/7/2009 A/C KEEPS GOING OFF AND ON 
 Will Clayton Pkwy 
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 123311 12/7/2009 RESTART AC UNIT @ 19591 LEE RD 
 Lee Rd 
 125179 12/17/2009 CHECK HEATERS, NATURAL GAS SMELL 
 Terminal Area 

 ITT Tunnel 
 105303 7/20/2009 HOT CALL - AHU 5 - T/C NORTH ITT MAIN ELEC ROOM 
 Terminal C 
 106358 7/28/2009 1 INCH AIR HANDLER IS BEING EFFECTED 
 Terminal C 
 106474 7/28/2009 T/C WATER LINES STILL LEAKING (MINOR) 
 Terminal C - HVAC 
 114371 9/28/2009 ITT-CHECK WATER LEAK AT ITT- TRACKS 
 Marriott 
 116200 10/5/2009 TOO HOT- T/D ITT LEVEL RM TB003 
 Terminal D/FIS - HVAC 
 117908 10/23/2009 ITT LEVEL BETWEEN THE HOTEL AND T-C  WATER LEAK FROM THE CEILING 
 Marriott - HVAC 
 121658 11/23/2009 POSSIBLE HVAC LEAK IN JOHNSON CONTROL OFFICE 
 Terminal A - HVAC 
 123763 12/15/2009 T-C MEET PPM AT ITT TUNNEL BY STAIR-8 
 Terminal C 
 124800 12/18/2009 CEILING LEAK T/B - T/C ITT LVL 
 Terminal B - HVAC 

 Landside Roads 
 98191 6/3/2009 A/C NOT WORKING - 19591 LEE RD-FIS FUMIGATION BLDG-BAY 3 
 Lee Road 
 98339 6/5/2009 HVAC AC INOP INSIDE FUMIGATION BLDG 
 Lee Road 
 98851 6/9/2009 HOT CALL - 4500 WILL CLAYTON - PUBLIC SAFETY OFFICES 
 Will Clayton Parkway 
 99904 6/16/2009 A/C NOT WORKING @ DISPATCHING BOOTH 
 Wright Road 
 100345 6/19/2009 AC AT BAY 3 STILL INOP 
 Lee Road 
 101441 6/26/2009 CHECK GAS SMELL 
 Lee Road 
 102439 7/2/2009 HOT CALL - 18502 LEE RD - EXECUTIVE SECURITY 
 Lee Road 
 103989 7/10/2009 HOT CALL NO AC ON 2ND FLOOR 
 Wright Road 
 104220 7/10/2009 HOT CALL - 18500 LEE RD 
 Lee Road 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 105094 7/15/2009 A/C- NOT COOLING 
 Landside Roads - Other 
 105159 7/17/2009 HOT CALL**FAA OFFICE 
 Landside Roads - Other 
 105176 7/17/2009 WATER CHILLER LEAKING 
 Lee Road 
 105260 7/20/2009 HOT CALL - 18825 COLONEL FISHER - FAA OFFICE 
 Landside Roads - Other 
 106386 7/29/2009 AC INOP / VERY HOT IN TECH SERVICE BLDG 
 Lee Road 
 106643 7/30/2009 AC UNIT PIPE LEAKING IN FILE ROOM 
 Wright Road 
 106652 7/30/2009 HOT CALL**18600 LEE RD 
 Lee Road 
 107342 8/5/2009 HOT CALL 
 Landside Roads - Other 
 107755 8/6/2009 AC VENTS LEAKING & CEILING TILES WET 
 Landside Roads - Other 
 108731 8/17/2009 TOO HOT- ONE STOP CARGO FIS BLD 
 Lee Road 
 109613 8/24/2009 AC INOP FUMIGATION BLDG 
 Lee Road 
 111108 8/31/2009 AC NOT WORKING CBP OFFICE 141 
 Lee Road 
 112045 9/8/2009 AC TURNED OFF POSTING BOOTH 
 Wright Road 
 114088 9/22/2009 THE A/C UNIT ON ROOF IS LEAKING 
 Wright Road 
 114309 9/23/2009 A/C INOP EXEC SECURITY 
 Lee Road 
 114693 9/28/2009 AC NOT WORKING FUMIGATION BLDG 
 Lee Road 
 114840 10/1/2009 HOT CALL-19581 LEE RD-USDA OFFICE 
 Lee Road 
 116005 10/1/2009 AC UNIT LEAKING WATER FLEET MX FAC INSP OFFICE 
 Landside Roads - Other 
 116732 10/8/2009 CHECK A/C-CEILING LEAK-5050 WRIGHT RD-FITNESS CENTER 
 Wright Road 
 116745 10/9/2009 CHECK A/C-CEILING LEAK-4500 WILL CLAYTON 
 Will Clayton Parkway 
 118240 10/28/2009 A/C MAKING LOUD NOISE 
 Lee Road 
 118778 11/3/2009 5050 Wright Rd Ground tranport office hot 
 Wright Road 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 118786 11/3/2009 19581 LEE RD CBP-OFFICE TOO HOT. 
 Lee Road 
 118831 11/3/2009 HOT CALL-5050 WRIGHT RD-OLD HERTZ BLDG 
 Wright Road 
 123474 12/11/2009 AC NOT WORKING-RED LIGHT FLASHING 
 Lee Road 
 124861 12/18/2009 HOT CALL 
 Will Clayton Parkway 
 124887 12/18/2009 TOO COLD in office 
 Will Clayton Parkway 
 124899 12/18/2009 TOO HOT- JOHNSON CONTROL MAINT. 
 North and South Terminal Road 

 Other / Misc 
 125038 12/18/2009 COLD CALL OPS OFFICE WEST END OF BLDG 
 Airport Operations Building 

 Taxi Staging Area 
 100078 6/18/2009 HOT CALL; TAXI STAGING - LOUNGE AREA 
 Building - HVAC 
 100766 6/23/2009 AC INOP / VERY HOT PLEASE ASSIST 
 Booths - HVAC 
 100882 6/23/2009 A/C BLOWING HOT AIR INSIDE BOOTH@ TAXI STAGING LOT 
 Booths - HVAC 
 101156 6/24/2009 HOT CALL: TAXI STAGING - CLOCK IN BOOTH 
 Booths - HVAC 
 101157 6/24/2009 HOT CALL: IN LARGE TV ROOM 
 Building - HVAC 
 101235 6/26/2009 A/C IS NOT COOLING 
 Building - HVAC 
 101298 7/10/2009 A/C IN TAXI STAGING BREAK ROOM INOP 
 Building 
 101477 6/26/2009 TAXI STAGING LOT AIR CONDITIONING INOP 
 Building - HVAC 
 106616 7/30/2009 HVAC CHANGE AC FILTERS STAGGING & POSTING BOOTH 
 Booths - HVAC 
 107825 8/6/2009 DISPATCHING BOOTH A/C IS LEAKING WATER INSIDE 
 Booths - HVAC 
 110168 8/24/2009 A/C IS INOP IN THE POSTING BOOTH 
 Booths - HVAC 
 111979 9/8/2009 A/C UNITS NOT OPERATING AT TAXI STAGING LOT BOOTH 
 Booths - HVAC 
 112142 9/8/2009 HOT CALL 
 Booths - HVAC 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 112261 9/7/2009 A/C INOP AT GT POSTING BOOTH 
 Booths - HVAC 
 112324 9/9/2009 MENS AND LADIES A/C INOP 
 Building - HVAC 
 112466 9/9/2009 A/C IN THE POSTING BOOTH AT THE STAGING LOT INOP 
 Booths 
 112483 9/9/2009 HVAC - AC INOP GT POSTING BOOTH At ENTRANCE 
 Booths - HVAC 
 112652 9/10/2009 TAXI LOT IS  HOT Air conditioning  inop 
 Booths - HVAC 
 112663 9/10/2009 A/C WENT OUT AGAIN AT 5051 WRIGHT ROAD 
 Booths - HVAC 
 113266 9/14/2009 AC OUT AT POSTING BOOTH TAXI STAGING LOT 
 Booths - HVAC 
 114793 9/28/2009 A/C INOP PLEASE ASSIST ASAP 
 Booths - HVAC 
 121473 11/23/2009 COLD CALL REQUEST 
 Building - HVAC 
 123164 12/7/2009 T/C- PLEASE REPAIR HEATER IN GT BOOTH- VERY COLD 
 Booths - HVAC 

 Technical Services 
 100066 6/19/2009 18600 LEE ROAD CEILING LEAK@ RECEPTION 
 Tech Svcs Offices 
 100260 6/18/2009 18600 LEE HVAC LEAK@RECEPTION AREA 
 Tech Svcs Offices - HVAC 

 Terminal A - Central Building 
 99179 6/10/2009 HOT CALL: T/A GT BOOTH 
 Taxi Booth - HVAC 
 99465 6/12/2009 HOT CALL - T/A- TICKETING LOBBY 
 Ticket Lvl 
 99520 6/12/2009 T/A- VERY HOT BEHIND CAROUSEL #3 
 Bagg Claim Lvl - HVAC Sys 
 99610 6/15/2009 HOT CALL**AMERICAN  BAGGAGE OFFICE 
 Bagg Claim Lvl - HVAC Sys 
 99647 6/18/2009 HOT CALL 
 Bagg Claim Lvl - HVAC Sys 
 100077 6/18/2009 HOT CALL; RACOM HALLWAY T/A 
 Bagg Claim Lvl - HVAC Sys 
 100110 6/18/2009 TA HOT@GROUND TRANSPORT TAXI BOOTH 
 Bagg Claim Lvl - HVAC Sys 
 100255 6/18/2009 T/A- VERY HOT PLEASE ADJUST AC 
 Mezz Lvl - HVAC Sys 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 100575 6/19/2009 CLEAN A/C VENTS IN BUILDING SUPER ATTENANT OFFICE 
 Basement Lvl - HVAC Sys 
 100734 6/23/2009 T/A- AC INOP / BLOWING VERY LITTLE AIR/ HOT AIR 
 Bagg Claim Lvl - HVAC Sys 
 100967 6/24/2009 too hot A/C INOP 
 Bagg Claim Lvl 
 101466 6/26/2009 HOT CALL - T/A - PERFORMANCE LEADER ROOM 
 Ticket Lvl 
 101768 6/29/2009 HOT CALL**PUBLIC SAFETY MGMT OFFICE 
 Ticket Lvl - HVAC Sys 
 101989 7/1/2009 TOO HOT 
 Bagg Claim Lvl 
 102009 7/1/2009 TOO HOT-UNITED AIRLINES BAGGAGE OFFICE 
 Bagg Claim Lvl - HVAC Sys 
 102128 7/1/2009 HOT CALL 
 Bagg Claim Lvl - HVAC Sys 
 102302 7/2/2009 too hot in room 
 Bagg Claim Lvl 
 103356 7/6/2009 A ASSIST WITH VENT CLEANING @ URAMP. 
 Ticket Lvl - Doors 
 103526 7/6/2009 CEILING LEAK T/A BY COMM CENTER BREAK ROOM 
 Bagg Claim Lvl - HVAC Sys 
 104622 7/15/2009 T-A  1ST LEVEL ROOM AS1.102 AHU FCU 11 IS LEAKING 
 Bagg Claim Lvl - HVAC Sys 
 104981 9/1/2009 T-A LOBBY CLEAN A/C VENTS 
 All Lvls – HVAC Sys 
 105003 7/15/2009 CEILING LEAK 
 Bagg Claim Lvl 
 105010 7/15/2009 COLD CALL - T/A- BASEMENT - BLDG SVC OFFICE 
 Basement Lvl 
 105201 7/17/2009 TOO HOT 
 Ticket Lvl - HVAC Sys 
 105243 7/16/2009 Over the urinals there is an inspection door in the ceiling open 
 Bagg Claim Lvl 
 105259 7/20/2009 AC VENT OPEN FALLING DEBRIS IN MRR 
 Bagg Claim Lvl 
 106198 7/27/2009 COLD CALL 
 Bagg Claim Lvl 
 106460 7/30/2009 HOT CALL: T/A BAG SVC OFFICE FOR UA 
 Bagg Claim Lvl - HVAC Sys 
 106755 7/30/2009 HOT CALL: T/A TAXI BOOTH 
 Taxi Booth - HVAC 
 107259 7/31/2009 ** URGENT MEETING IN SESSION ** HOT CALL 
 Mezz Lvl - HVAC Sys 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 107352 8/3/2009 COLD CALL**LAW ENFORCEMENT OFFICE 
 Mezz Lvl - HVAC Sys 
 107571 8/4/2009 HOT CALL T/A FINANCE OFFICE / REV CONTROL 
 Mezz Lvl - HVAC Sys 
 107592 8/4/2009 CEILING LEAKING INSIDE UA BAG CLAIM SVC OFFICE 
 Bagg Claim Lvl - HVAC Sys 
 107624 8/6/2009 too cold 
 Mezz Lvl 
 108522 8/11/2009 TOO HOT IN AREA 
 U-Ramp 
 108668 8/17/2009 HOT CALL 
 Mezz Lvl - HVAC Sys 
 108783 8/17/2009 HOT CALL**TICKET AREA AIR CANADA 
 Ticket Lvl - HVAC Sys 
 108796 8/17/2009 HOT CALL**SOUTHSIDE SEC CHECKPOINT 
 Ticket Lvl 
 108939 8/17/2009 TOO COLD 
 Mezz Lvl - HVAC Sys 
 111382 9/3/2009 COLD CALL - MEZZADINE LV-T/A-SECURITY OFFICE 
 Mezz Lvl 
 111507 9/3/2009 CHECK EXHAUST FANS FROM ELECT VAULT 
 All Lvls – HVAC Sys 
 111806 9/4/2009 COLD CALL-T/A-LARGE CONFERENCE ROOM 
 Mezz Lvl 
 112503 9/9/2009 T/A- CONDENSATION DRAIN LEAKING  INTO KITCHEN SINK 
 Basement Lvl 
 113345 9/17/2009 COLD CALL-T/A-MEZZADINE LV-REVENUE CONTROL 
 Mezz Lvl 
 113711 9/22/2009 COLD CALL T/A UA BAG OFFICE BEHIND #3 
 Bagg Claim Lvl - HVAC Sys 
 114442 9/28/2009 COLD HAS MNGT CONF ROOM T/A MEZZ VERY COLD MEET IN OFFICE NOW 
 Mezz Lvl - Floors 
 116036 10/5/2009 COLD CALL 
 Bagg Claim Lvl - HVAC Sys 
 116131 10/12/2009 REPLACE MISSING A/C VENT 
 Ticket Lvl 
 116633 10/8/2009 A/C INOP GT BOOTH 
 Bagg Claim Lvl 
 116636 10/8/2009 HOT CALL - T/A - C/3 AREA 
 Bagg Claim Lvl 
 116641 10/8/2009 too hot in the comm center also in badging..please assist as soo as possible 
 Bagg Claim Lvl 
 116726 10/8/2009 HOT CALL-T/A GROUND TRANSPORTATION BOOTH 
 Bagg Claim Lvl 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 117924 10/23/2009 COLD CALL 
 Mezz Lvl 
 118438 10/28/2009 RACOM CENTER IS FREEZING !!!! 
 Bagg Claim Lvl 
 118873 12/18/2009 HOT CALL-T/A-TAXI BOOTH 
 Bagg Claim Lvl 
 119063 11/4/2009 T/A- RACOM AREA TOO COLD PLEASE ADJUST 
 Bagg Claim Lvl 
 119075 11/4/2009 COLD CALL UNITED AIRLINE BAG SVC OFFICE 
 Bagg Claim Lvl - HVAC Sys 
 119092 11/4/2009 too cold please assist as soon as possible 
 Bagg Claim Lvl 
 119123 11/4/2009 T-A CHECK TEMPERATURE IN RACOM. 
 Bagg Claim Lvl 
 119157 11/4/2009 COLD CALL 
 Bagg Claim Lvl - HVAC Sys 
 119769 11/9/2009 TOO HOT 
 Bagg Claim Lvl 
 119879 11/9/2009 WATER LEAKING FROM AC DUCT IN MRR GT OFFICE 
 Bagg Claim Lvl - Restrooms 
 120433 11/9/2009 COLD CALL 
 Bagg Claim Lvl - HVAC Sys 
 120613 11/8/2009 WARM CALL T/A AA TKT COUNTER AREA 
 Ticket Lvl - HVAC Sys 
 120843 11/12/2009 HVAC TO MEET PPM AT T/A GT OFFICE DUE TO NO HOT WATER 
 Bagg Claim Lvl 
 120971 11/12/2009 A NEW SOUTH PARKING OFFICE TOO HOT 
 Bagg Claim Lvl - HVAC Sys 
 121852 11/30/2009 COLD CALL….T-A COMM CENTER IS TOO COLD 
 Bagg Claim Lvl - HVAC Sys 
 121871 11/30/2009 SECURE AIR VENT ABOVE TRANSLATORS 
 Bagg Claim Lvl 
 121891 11/30/2009 HOT CALL 
 Bagg Claim Lvl - HVAC Sys 
 122250 12/3/2009 LEAK INSIDE ELECTRICAL ROOM 
 Mezz Lvl 
 122384 12/10/2009 HOT CALL T/A MNGT PAYROLL OFFICE ADJUST TEMP 
 Mezz Lvl - HVAC Sys 
 122833 12/10/2009 TOO COLD INSIDE PUBLIC SAFETY DISPATCH 
 Bagg Claim Lvl - HVAC Sys 
 122949 12/7/2009 COLD CALL  NSP OFFICE BY EXIT TOLL BOOTH 
 Bagg Claim Lvl - HVAC Sys 
 123016 12/7/2009  TICKET LOBBY BY USAIRWAYS TOO COLD 
 Ticket Lvl - HVAC Sys 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 123297 12/7/2009 COLD CALL 
 Ticket Lvl 
 123376 12/5/2009 TOO COLD 
 Mezz Lvl 
 123382 12/5/2009 too cold 
 Ticket Lvl 
 123719 12/15/2009 COLD CALL 
 Bagg Claim Lvl 
 123721 12/15/2009 COLD CALL IN BAG SVC UNITED BEHIND CAROUSEL #3 
 Bagg Claim Lvl - HVAC Sys 
 123895 12/15/2009 COLD CALL 
 Bagg Claim Lvl - HVAC Sys 
 124721 12/16/2009 DUST AND CLEAN AIR VENTS 
 Bagg Claim Lvl - HVAC Sys 
 124807 12/16/2009 HOT CALL UNITED TKT COUNTER AREA 
 Ticket Lvl - HVAC Sys 
 124847 12/18/2009 CHECK UH-7 - RADIATING HOT AIR 
 Bagg Claim Lvl 
 125120 12/21/2009 TOO WARM AT RACOM COMMUNICATIONS 
 Bagg Claim Lvl - HVAC Sys 
 125380 12/23/2009 COLD CALL  C-3 VENT BLOWING DOWN ON EMPLOYEE 
 Bagg Claim Lvl - HVAC Sys 
 125603 12/28/2009 HOT CALL T/A TKT LVL BY AMERICAN AIRLINES 
 Ticket Lvl - HVAC Sys 

 Terminal A - North Concourse 
 97582 6/3/2009 Clean registers and vents in hallway 
 Apron Lvl - HVAC Sys 
 97973 6/2/2009 HOT CALL: T/C N - GATES 14-26 - CONCRS AREA 
 Depart Lvl - HVAC Sys 
 99771 6/15/2009 HOT CALL**PRESIDENT CLUB 
 Depart Lvl - HVAC Sys 
 99806 6/15/2009 AMERICAN AIRLINES OFFICE IS VERY HOT 
 Ramp Area 
 100051 6/18/2009 VENTS BLOWING 90 DEGREES IN HALLWAY 
 Ramp Area 
 101471 6/26/2009 NEED TO CHANGE WATER FILTERS 
 Depart Lvl 
 104286 7/10/2009 T/A- VERY HOT - PLEASE ADJUST AC 
 Depart Lvl - HVAC Sys 
 105380 7/20/2009 HOT CALL 
 All Lvls – HVAC Sys 
 105590 7/21/2009 A/C INOP 
 Depart Lvl 
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 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 105940 7/24/2009 COLD CALL**AIR CANADA OFFICE BY A9 
 Apron Lvl - HVAC Sys 
 106025 7/23/2009 DUST A/C VENTS AND ADJACENT CEILING TILES 
 Depart Lvl - HVAC Sys 
 107294 7/31/2009 TOO HOT- PRESIDENTS CLUB BY A-10 
 Depart Lvl - HVAC Sys 
 107442 8/3/2009 HOT CALL: T/A PRES CLUB BY A7/A8 
 All Lvls – HVAC Sys 
 107473 8/3/2009 HOT CALL 
 Depart Lvl 
 109325 8/24/2009 HVAC CHECK WATER CIRCULAR PUMP FOR T/A N/SIDE 
 All Lvls – HVAC Sys 
 110926 8/26/2009 COLD CALL - T/A-NORTH-ROOM AN 201.22 
 Depart Lvl 
 112153 9/8/2009 CEILING LEAK CHECK POINT 10 / AND IN HALLWAY ALSO 
 Depart Lvl 
 112341 9/8/2009 HVAC CHECK CEILING LEAK TSA CHECK POINT 10 
 Depart Lvl - HVAC Sys 
 112542 9/9/2009 T/A- A/C INOP @ A-8 
 Depart Lvl - HVAC Sys 
 113390 9/17/2009 A CEILING TILE WAS SOAKED FROM LEAK 
 Depart Lvl - Ceiling 
 116047 10/5/2009 T/A- AC BLOWING HOT AIR 
 Depart Lvl 
 116104 10/5/2009 HOT CALL 
 Ramp Area 
 116596 10/7/2009 T/C- VERY HOT PLEASE ADJUST AC 
 Depart Lvl - HVAC Sys 
 116821 10/9/2009 T/A- AC CONTROL ROOM HAS A LEAK 
 Depart Lvl 
 117003 10/12/2009 COLD CALL**PRESIDENT'S CLUB 
 Depart Lvl - HVAC Sys 
 117190 10/14/2009 COLD CALL T/A PRESIDENT CLUB 
 Depart Lvl - HVAC Sys 
 117347 10/20/2009 TOO HOT INSIDE TSA BREAK ROOM BY CK PT A-10 
 Depart Lvl - HVAC Sys 
 117889 10/23/2009 TOO COLD- T/A NORTH TSA CHECK PT 10 
 Depart Lvl - HVAC Sys 
 118457 10/28/2009 ODOR OF SMOKE COMING FROM A/C VENTS 
 Depart Lvl - HVAC Sys 
 118611 10/28/2009 REPLACE THE DRIVE V-BELT ON VENTILATION BLOWER 
 Ramp Area 
 120839 11/12/2009 ROOF LEAKING  AT ENTRANCE TO TSA CHECK POINT 
 Depart Lvl - Ceiling 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 121363 11/23/2009 COLD CALL**PRESIDENT'S CLUB 
 Depart Lvl - HVAC Sys 
 121709 11/23/2009 T/A- VERY HOT PLEASE ADJUST AC 
 Ramp Area 
 122142 12/3/2009 COLD CALL-T/A-NORTH-SEATING AREA-A/1 & 2 
 Depart Lvl 
 123153 12/7/2009 T-A TOO HOT  INSIDE PRESIDENT CLUB 
 Depart Lvl - HVAC Sys 
 123407 12/9/2009 T/A COLD CALL CO PRESIDENT CLUB 
 Depart Lvl - HVAC Sys 
 123697 12/15/2009 COLD CALL  PLAN & REVIEW OFFICE  RM AN201.22 
 Depart Lvl - HVAC Sys 
 124682 12/16/2009 LOW WATER PRESSURE 
 Depart Lvl - Restrooms 
 124724 12/16/2009 T/A- HEATER NOT WORKING/ PLEASE ADJUST 
 Ramp Area 
 124902 12/18/2009 TOO HOT AT GATE A-1 COLGAN AIR 
 Depart Lvl - HVAC Sys 

 Terminal A - Parking 
 98081 6/4/2009 Tt to TDI, rr  exhaust fan inop. 
 Parking Garage 
 105301 7/20/2009 HOT CALL - T/A - JOMAR 
 Parking Garage 
 105812 7/23/2009 AC LEAKING - JOMAR WINDOW UNIT 
 Parking Garage 
 117683 10/20/2009 T/A- PLEASE CHECK A/C UNIT 
 Parking Garage 
 121506 11/23/2009 COLD CALL NEW SOUTH PARKING OFFICE 
 Parking Garage 

 Terminal A - South Concourse 
 99433 6/12/2009 HOT CALL - T/A - BETWEEN AMERICAN AND UNITED CAROUSELS-JBT OFFICE 
 Ramp Area 
 100086 6/18/2009 T-A JBT AERO TECH OFFICE IS HOT & HUMID 
 Apron Lvl - HVAC Sys 
 100088 6/18/2009 HOT CALL; T/A S. MCDONALDS KITCHEN 
 Depart Lvl - HVAC Sys 
 100212 6/19/2009 leak in room IA1.312 
 Depart Lvl 
 105740 7/23/2009 HOT CALL T/C CHIEF PILOTS LOUNGE CREW ROOM 
 Ramp Area 
 107343 8/3/2009 A/C VENTS NEED TO BE CLEANED 
 Ramp Area 
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 Property 
 WO # Completed  Service/Asset 
 107662 8/6/2009 TOO COLD 
 Depart Lvl 
 110135 8/24/2009 LEAKING PIPE ABOVE BMU BAGGAGE BELT 
 Ramp Area 
 110678 8/26/2009 TOO HOT 
 Depart Lvl 
 111823 9/4/2009 COLD CALL IAH BUSINESS CENTER T/A S/SIDE 
 Depart Lvl - HVAC Sys 
 116729 10/9/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 118364 10/28/2009 NO HOT WATER AT MCDONALD'S 
 Depart Lvl 
 118365 10/23/2009 NO HOT WATER AT MCDONALDS 
 Depart Lvl 
 118720 11/3/2009 VERY HOT CALL INSIDE THE BAYOU CITY MART 
 Depart Lvl - HVAC Sys 
 120893 11/12/2009 T-A MC DONALD 4-DAY NO HOT WATER 
 Depart Lvl - HVAC Sys 
 124711 12/16/2009 COLD CALL**AMERICAN BAG ROOM 
 Apron Lvl - HVAC Sys 
 125891 12/28/2009 COLD CALL 
 Depart Lvl - HVAC Sys 

 Terminal A/B - Parking 
 111958 9/8/2009 CEILING LEAK A/ C POSSIBLY 
 Parking Garage 
 123451 12/9/2009 A/B GARAGE AIR CONDITIONING INOP. 
 Parking Garage 

 Terminal B 
 105095 7/15/2009 HOT CALL: BAR AREA HOT IN T/B PRES CLUB 
 Terminal B - All Areas 
 113778 9/22/2009 HOT CALL 
 Terminal B - All Areas 

 Terminal B - Central Building 
 98033 6/4/2009 HOT CALL IN BACK PART OF HARLONS KITCHEN AREA 
 Ticket Lvl - HVAC Sys 
 98070 6/4/2009 WATER LEAK IN T/B BMU AREA 
 Bagg Claim Lvl 
 98172 6/5/2009 HOT CALL RM 134 HPD T/B CONTI PROBLEM 
 Bagg Claim Lvl - HVAC Sys 
 98175 6/3/2009 HVAC AC INOP IN DIFFERENT  PARTS OF AREA 
 Bagg Claim Lvl 
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 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 99039 6/12/2009 TOO HOT 
 Mezz Lvl - HVAC Sys 
 99145 6/10/2009 HOT CALL: T/B PRESIDENTS CLUB 
 Mezz Lvl - HVAC Sys 
 99275 6/12/2009 TOO HOT INSIDE MCDONALD'S 
 Ticket Lvl - HVAC Sys 
 99353 6/12/2009 TOO HOT INSIDE YOUNG TRAVELERS CLUB 
 Ticket Lvl 
 99518 6/12/2009 T/B- VERY HOT PLEASE ADJUST AC 
 Ticket Lvl - HVAC Sys 
 99523 6/12/2009 T/B- PLEASE CHECK CONDENSATION LINE 
 Apron Lvl 
 99536 6/12/2009 T/B- VERY HOT #R116 
 Bagg Claim Lvl - HVAC Sys 
 100004 6/18/2009 HOT CALL 
 Ticket Lvl - HVAC Sys 
 100009 6/18/2009 HOT CALL 
 Mezz Lvl 
 100010 6/18/2009 HOT CALL 
 Ticket Lvl - HVAC Sys 
 100092 6/18/2009 T-B CHILIS RESTAURANT IS HOT 
 Ticket Lvl - HVAC Sys 
 100374 6/18/2009 HOT CALL-T/B-BREAKROOM BEHIND TICKET COUNTER 
 Ticket Lvl 
 100384 6/18/2009 COLD CALL IN PARADIES OFFICE 
 Bagg Claim Lvl 
 100403 6/18/2009 HOT CALL - T/B - CONCOURSE LEVEL 
 Ticket Lvl 
 100442 6/18/2009 CEILING LEAKING WATER ON TO CAROUSEL 3 
 Bagg Claim Lvl 
 100570 6/19/2009 AIR HANDLING UNIT AHU B1 MAKING DRAGGING NOISE 
 Ticket Lvl 
 100704 6/23/2009 HOT CALL**INSIDE MCDONALD'S 
 Ticket Lvl - HVAC Sys 
 100760 6/23/2009 T/B-  AC LEAK IN CEILING 
 Bagg Claim Lvl - HVAC Sys 
 101243 6/26/2009 HOT CALL - T/B - JBT OFFICE-MEZZADINE BY P CLUB 
 Mezz Lvl 
 101626 6/29/2009 HOT CALL**BEHIND DOOR CO EMP BREAKROOM 
 Ticket Lvl - HVAC Sys 
 103473 7/6/2009 HOT CALL 
 Bagg Claim Lvl - HVAC Sys 
 103859 7/8/2009 COLD AND HOT CALL 
 Bagg Claim Lvl 
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 Property 
 WO # Completed  Service/Asset 
 104046 7/8/2009 T/B- VERY HOT  PLEASE ADJUST A/C 
 Apron Lvl - HVAC Sys 
 104151 7/10/2009 TOO HOT @ TICKET COUNTER 
 Ticket Lvl - HVAC Sys 
 104158 7/10/2009 TOO HOT IN ALL OFFICES LOCATED BEHIND TICKET COUNTER @ T/B 
 Ticket Lvl - HVAC Sys 
 104182 7/10/2009 T/B LOCATED BEHIND TICKET COUNTER INSIDE BREAKROOM 
 Ticket Lvl - HVAC Sys 
 104582 7/13/2009 TOO HOT INSIDE C.O. BREAKROOM LOCATED BEHIND TICKET COUNTER 
 Ticket Lvl 
 104586 7/13/2009 TOO HOT BY SECURITY CHECK POINT @ T/B 
 Ticket Lvl 
 104932 7/15/2009 HOT CALL - T/B - PRESIDENT CLUB 
 Mezz Lvl 
 105602 7/22/2009 T-B BMU AREA A/C UNIT IS LEAKING WATER 
 Bagg Claim Lvl - HVAC Sys 
 105719 7/23/2009 COLD CALL T/B CO TKT COUNTER AREA 
 Ticket Lvl - HVAC Sys 
 106197 7/27/2009 LOW HOT WATER PRESSURE SUPPLY ROOM 
 Bagg Claim Lvl 
 106279 7/28/2009 TOO HOT 
 Bagg Claim Lvl 
 108997 8/17/2009 A/C TOO HOT PLEASE ASSIST 
 Basement Lvl 
 110645 8/26/2009 A/C INOP 
 Mezz Lvl 
 110701 8/26/2009 B BREAKROOM TOO COLD@ PRESIDENT CLUB 
 Mezz Lvl - HVAC Sys 
 111862 9/4/2009 TOO HOT- T/B 
 All Lvls – HVAC Sys 
 111899 9/8/2009 HOT CALL 
 All Lvls – HVAC Sys 
 112057 9/5/2009 TOO COLD- T/B PRESIDENTS CLUB 
 All Lvls – HVAC Sys 
 112135 9/8/2009 COLD CALL T/B THE WHOLE PRESIDENT CLUB 
 Mezz Lvl - HVAC Sys 
 112227 9/8/2009 COLD CALL 
 Ticket Lvl - HVAC Sys 
 112339 9/9/2009 too cold 
 Mezz Lvl 
 113256 9/14/2009 COLD CALL T/B PRESIDENT CLUB 
 Mezz Lvl - HVAC Sys 
 116653 10/8/2009 COLD CALL**NEW SOUTH PARKING OFFICE 
 Bagg Claim Lvl - HVAC Sys 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 117002 10/12/2009 HOT CALL T/B PRESIDENT'S CLUB 
 Mezz Lvl - HVAC Sys 
 117292 10/20/2009 HOT CALL-T/B-MEZZ LV-PRESIDENTS CLUB 
 Mezz Lvl 
 117814 10/23/2009 fumes coming from vents at ticket counter t-b 
 Ticket Lvl 
 118555 10/28/2009 SMELL COMING FROM A/C UNIT 
 Ticket Lvl 
 118898 11/3/2009 NO HOT WATER @ PANCHITOS MEX. REST 
 Ticket Lvl 
 119071 11/12/2009 TOO COLD 
 Mezz Lvl 
 119858 11/9/2009 HOT CALL….T-B HPD SUB STATION IS HOT 
 Bagg Claim Lvl - HVAC Sys 
 120965 11/12/2009 BURNING SMELL COMING FROM A/C UNIT 
 Apron Lvl 
 121116 11/17/2009 HOT CALL**POLICE SUBSTATION 
 Bagg Claim Lvl - HVAC Sys 
 121398 11/24/2009 HOT WATER PIPE LEAK 
 Basement Lvl 
 121450 11/23/2009 COLD CALL-T/B-ALL OF THE  TICKET COUNTERS 
 Ticket Lvl 
 122048 11/30/2009 HEAVY WATER LEAKING IN THE BMU AREA 
 Apron Lvl - HVAC Sys 
 122375 12/10/2009 COLD CALL**TICKET COUNTER AREA 
 Ticket Lvl - HVAC Sys 
 123081 12/2/2009 DOMESTIC WATER IN TANK IS LEAKING 
 Basement Lvl - HVAC Sys 
 123338 12/7/2009 T/B- VERY HOT PLEASE ADJUST 
 Ticket Lvl - HVAC Sys 
 123359 12/5/2009 too hot 
 Mezz Lvl 
 123392 12/9/2009 T-B A/C BLOWING TOO HARD &  COLD 
 Bagg Claim Lvl - HVAC Sys 
 123418 12/9/2009 COLD CALL T/B TKT COUNTER AREA & TSA CHECK POINT 
 Ticket Lvl - HVAC Sys 
 123985 12/15/2009 COLD CALL 
 Mezz Lvl 
 124701 12/16/2009 COLD CALL** BY SUPER SHUTTLE AREA 
 Bagg Claim Lvl - HVAC Sys 
 124761 12/16/2009 too cold 
 Ticket Lvl 
 124933 12/21/2009 HOT CALL INSIDE CO PRESIDENT CLUB LOBBY AREA 
 Mezz Lvl - HVAC Sys 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 124967 12/18/2009 HOT CALL T/B CO EXPRESS TKT COUNTER AREA 
 Ticket Lvl - HVAC Sys 
 125526 12/23/2009 COLD CALL 
 Taxi Booth 
 125605 12/28/2009 TOO HOT 
 Mezz Lvl 
 126002 12/31/2009 NO HOT WATER 
 Ticket Lvl 
 126038 12/31/2009 COLD CALL……..T-B GT BOOTH IS VERY COLD 
 Bagg Claim Lvl 
 126177 12/31/2009 too cold 
 Ticket Lvl 

 Terminal B - Flight Station #5 
 98268 6/5/2009 T/B AIR HANDLER VIBRATING AND SPILLING WATER 
 Depart Lvl - HVAC Sys 
 98550 6/5/2009 T-B STATION-5 AIR CONDITIONING INOP 
 Bus Sta - HVAC Sys 
 99454 6/12/2009 HOT CALL 
 Ramp Area 
 99507 6/12/2009 T/B- VERY  HOT PLEASE ADJUST AC 
 Depart Lvl 
 100687 6/23/2009 NO AIR FLOW CO MX OFFICE **HOT** 
 Apron Lvl - HVAC Sys 
 101282 6/26/2009 HOT CALL; T/B RAMP AREA - OFFICE A517 
 Ramp Area 
 103521 7/6/2009 T-B STATION-5 GATES BLOWING HOT AIR 
 Depart Lvl - HVAC Sys 
 105143 7/17/2009 HOT CALL** SEATING AREA BY GATE B64 
 Depart Lvl - HVAC Sys 
 105460 7/20/2009 B-STATION-5 HOT WATER PIPES LEAK 
 Depart Lvl - Piping Sys 
 109198 8/20/2009 HOT CALL..T-B FLIGHT STATION 5 BY GATE B-88 CHAUTAUQUA AIRLINES OFFICE IS HOT 
 Depart Lvl - HVAC Sys 
 110836 8/26/2009 HOT CALL: T/B FOOD COURT AREA 
 Depart Lvl 
 113205 9/15/2009 T/B- TOO COLD / PLEASE ADJUST 
 Depart Lvl - HVAC Sys 
 116748 10/12/2009 CHECK A/C- CEILING LEAK-T/B-FLIGHT STATION 5 
 Depart Lvl 
 117660 10/20/2009 COLD CALL T/B PC THE WHOLE AREA 
 Depart Lvl - HVAC Sys 
 118969 11/4/2009 TOO COLD- T/B  FLIGHT 5 
 Depart Lvl - HVAC Sys 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 120497 11/9/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 120954 11/12/2009 HOT CALL IN FLT ST 5 WALKWAY TO GATES B 80-88 
 Depart Lvl - HVAC Sys 
 122141 11/30/2009 HOT CALL…..T-B FLIGHT STATION 5 IS HOT 
 Depart Lvl - HVAC Sys 
 122158 11/30/2009 COLD CALL 
 Ramp Area 
 123073 12/7/2009 TOO COLD IN WEATHER RM UNDER B-85 
 Apron Lvl - HVAC Sys 
 123108 12/7/2009 COLD CALL** 
 Depart Lvl - HVAC Sys 
 123224 12/7/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 123447 12/9/2009 B STATION-5 TOO HOT RAMP BY 85-88 
 Apron Lvl - HVAC Sys 
 123619 12/11/2009 too cold 
 Depart Lvl 
 123689 12/15/2009 COLD CALL IN FLT ST 5 GATE/SVC CENTER AREA 
 Depart Lvl - HVAC Sys 
 123793 12/15/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 123807 12/15/2009 HOT CALL 
 Ramp Area 
 123823 12/15/2009 HOT CALL**UNISEX RR 
 Depart Lvl - HVAC Sys 
 124699 12/16/2009 COLD CALL**SEATING AREA 
 Depart Lvl - HVAC Sys 
 124802 12/16/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 124903 12/18/2009 T-B STATION-5 TOO COLD ROOM-R535 
 Apron Lvl - HVAC Sys 
 124940 12/18/2009 COLD CALL**RM D501 
 Depart Lvl - HVAC Sys 
 125053 12/21/2009 COLD CALL CHAUTAUQUA MX ROOM 
 Apron Lvl - HVAC Sys 
 125064 12/21/2009 COLD CALL**NEXT TO RM 505 
 Apron Lvl - HVAC Sys 
 125116 12/21/2009 HOT CALL T/B FLT ST 5 GATE AREA B 85/ 88 
 Depart Lvl - HVAC Sys 
 125161 12/21/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 125346 12/21/2009 TOO COLD 
 Bus Sta - HVAC Sys 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 125361 12/21/2009 TOO HOT INSIDE WEATHER RM #535 DOWNSTAIRS 
 Ramp Area 
 125440 12/23/2009 HOT CALL 
 Ramp Area 
 126082 12/29/2009 COLD CALL GCA OFFICE ACROSS RM #R531 
 Ramp Area 
 126134 12/31/2009 STILL COLD - CONTINENTAL GCA OFFICE 
 Ramp Area 

 Terminal B - Flight Station #6 
 98093 6/4/2009 HOT CALL: T/B FLT STATION 6 
 Depart Lvl - HVAC Sys 
 99653 6/15/2009 HOT CALL**RM 116 BELOW B77 
 Apron Lvl - HVAC Sys 
 99654 6/15/2009 HOT CALL** RM 116 BY B83 
 Apron Lvl - HVAC Sys 
 99699 6/15/2009 TOO HOT- RM 116 BY B-83 RAMP LEVEL 
 Ramp Area 
 100769 6/23/2009 TOO HOT ROOM # R108A BY GATE B79 
 Ramp Area 
 101151 6/24/2009 HOT CALL - T/B - FLIGHT STATION 6 - R108A 
 Depart Lvl 
 101152 6/24/2009 HOT CALL - T/B - FLIGHT STATION 6 - ROOM R116 
 Depart Lvl 
 101320 6/26/2009 T/B- FLT STATION #6 VERY HOT 
 Depart Lvl - HVAC Sys 
 101399 6/26/2009 HOT CALL**RM R102 CONTINENTAL OFFICE 
 Apron Lvl - HVAC Sys 
 101439 6/27/2009 HOT CALL FLT ST 6 RAMP AREA (78 DEGREES 80) 
 Ramp Area 
 101882 6/29/2009 HOT CALL**ROOM 505 BY GATE 88 
 Apron Lvl - HVAC Sys 
 103879 7/8/2009  HOT CALL - T/B - FLIGHT STATION 6 IN THE SEATING AREA 
 Depart Lvl 
 104047 7/8/2009 HVAC; T-STAT LOOSE ON WALL BY RM 109 
 Ramp Area 
 104159 7/10/2009 TOO HOT @ T/B FLIGHT STATION 6 
 Depart Lvl - HVAC Sys 
 105142 7/17/2009 CEILING LEAKING FROM A/C UNIT 
 Depart Lvl 
 105407 7/20/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 105528 7/20/2009 COLD CALL: SEATING AREA AT FS 6 
 Depart Lvl - HVAC Sys 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 105568 7/21/2009 HOT CALL: T/B FLT STATION 6 
 Depart Lvl - HVAC Sys 
 106195 7/27/2009 THERMOSTAT COVER HANGING 
 Depart Lvl - HVAC Sys 
 108858 8/17/2009 CLEAN ALL AIR VENTS AND CEILING TILES AROUND VENTS 
 Depart Lvl - HVAC Sys 
 113265 9/14/2009 SQEAKY NOISE WHEN U WALK IN THE WALWAY COMING FROM THE WALL 
 Depart Lvl 
 117936 10/23/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 118189 10/23/2009 HOT CALL*OFFICES AOA SIDE 
 Apron Lvl - HVAC Sys 
 118383 10/28/2009 HOT CALL 
 Depart Lvl 
 120602 11/7/2009 CEILING LEAK COMING FROM AHU AT FLIGHT STATION 6 CARD READER ON DOOR IS B-2022 
 Ramp Area 
 120897 11/12/2009 NO AIR COMING FROM A/C VENTS (ROOM# R-102) 
 Ramp Area 
 121801 11/23/2009 TOO COLD 
 Depart Lvl - HVAC Sys 
 122003 11/30/2009 TOO CALL**ROOMS R129,R116, B101 
 Apron Lvl - HVAC Sys 
 122223 11/30/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 123070 12/7/2009 TOO COLD IN  ALL  BREAKROOM B76-B83A 
 Apron Lvl - HVAC Sys 
 123199 12/7/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 123333 12/7/2009 T-B STATION-6 TOO HOT GATES AREA 
 Depart Lvl - HVAC Sys 
 123334 12/7/2009 T/B- VERY HOT/ PLEASE ADJUST 
 Depart Lvl 
 123340 12/7/2009 T-B TOO HOT AT FLIGHT STATION-6 
 Depart Lvl - HVAC Sys 
 123367 12/5/2009 HOT CALL**FS 6 
 Depart Lvl - HVAC Sys 
 123482 12/11/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 123611 12/11/2009 too hot 
 Depart Lvl - HVAC Sys 
 123720 12/15/2009 COLD CALL 
 Depart Lvl 
 123734 12/15/2009 HOT CALL-T/B BREAKROOM AT B83 
 Depart Lvl 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 123766 12/15/2009 TOO HOT- BY B76 FLT STATION#6 
 Depart Lvl - HVAC Sys 
 123991 12/15/2009 HOT CALL T/B GATE AREA B-76 TO B-83 
 Depart Lvl - HVAC Sys 
 124194 12/15/2009 B CO BREAKROOM IS TOO HOT &PD ROOM 
 Depart Lvl - HVAC Sys 
 124808 12/16/2009 HOT CALL FLT ST 6 SEATING AREA B-76/83 
 Depart Lvl - HVAC Sys 
 124812 12/16/2009 T-B Flight Station-6 Gates 76-83 are hot 
 Depart Lvl - HVAC Sys 
 125119 12/21/2009 TOO COLD- T/B FLIGHT STATION#6 BY GATE 83A 
 Depart Lvl - HVAC Sys 
 125776 12/28/2009 COLD CALL FS6 GATES B81-B83 A/C IS ON 
 Depart Lvl - HVAC Sys 
 125851 12/26/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 125886 12/28/2009 COLD CALL 
 Ramp Area 

 Terminal B - Flight Station #7 
 99354 6/12/2009 TOO HOT FLIGHT STATION 7 
 Depart Lvl - HVAC Sys 
 99522 6/12/2009 L 
 Depart Lvl 
 99616 6/15/2009 HOT CALL*SEATING AREA 
 Depart Lvl - HVAC Sys 
 99663 6/15/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 99774 6/15/2009 HOT CALL**SEATING AREA 
 Depart Lvl - HVAC Sys 
 100547 6/19/2009 HOT CALL FLT ST 7 
 Depart Lvl - HVAC Sys 
 100698 6/23/2009 A/C NOT WORKING - T/B - RAMP - BETWEEN B76 AND 86 
 Ramp Area 
 100712 6/23/2009 HOT CALL**FS 7 SEATING AREA 
 Depart Lvl - HVAC Sys 
 100723 6/23/2009 HOT CALL **FS 7 RM R108A RAMP LEVEL 
 Apron Lvl - HVAC Sys 
 100738 6/23/2009 T/B- VERY  HOT IN FLT STA #7 
 Depart Lvl - HVAC Sys 
 100864 6/23/2009 TOO WARM 
 Depart Lvl - HVAC Sys 
 101099 6/24/2009 HOT CALL - T/B - FLIGHT STATION 7 
 Depart Lvl 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 101155 6/24/2009 HVAC LEAK - REFERRED BY PPM 
 Ramp Area 
 101523 6/26/2009 TOO HOT- T/B FLT STATION #7 
 Depart Lvl - HVAC Sys 
 103504 7/6/2009 T-B  HOT BY GATE-B67 BUS STATION 
 Depart Lvl - HVAC Sys 
 103619 7/8/2009 TOO HOT- FLIGHT STATION 7 AND C.O. OFFICE 
 Depart Lvl - HVAC Sys 
 103719 7/8/2009 HOT CALL**SEATING AREA 68-75 GATE AREA 
 Depart Lvl - HVAC Sys 
 103945 7/8/2009 HVAC RELAMP AH RM FLT ST 8 RAMP LVL 
 Ramp Area 
 104049 7/8/2009 HOT CALL: T/B FLT STATION 7 
 Depart Lvl - HVAC Sys 
 104129 7/10/2009 HOT CALL - T/B - FLIGHT STATION 7 
 Depart Lvl 
 104160 7/10/2009 TOO HOT @ FLIGHT STATION 7 RAMP AND CONCOURSE LEVEL 
 Ramp Area 
 104183 7/10/2009 T/B FLT STATION #7 C.O. BREAKROOM NEXT MAGNOLIA CAFÉ 
 Depart Lvl - HVAC Sys 
 104254 7/10/2009 HOT CALL - T/B - FLIGHT STATION 7 
 Depart Lvl 
 104535 7/13/2009 HOT CALL: T/B CO OFFICE NEXT TO MAGNOLIA CAFÉ 
 Depart Lvl - Restrooms 
 104570 7/12/2009 HOT CALL 
 Depart Lvl 
 104591 7/13/2009 TOO HOT @ FLIGHT STATION 7 
 Depart Lvl - HVAC Sys 
 104956 7/15/2009 T-B HOT CALL STATION-7 BY GATES-68-75 
 Depart Lvl - HVAC Sys 
 105031 7/15/2009 TOO HOT 
 Depart Lvl 
 105293 7/20/2009 HOT CALL-T/B-FLIGHT STATION 7-SEATING AREA 
 Depart Lvl 
 105352 7/20/2009 TOO HOT- T/B FLT 7 
 Depart Lvl - HVAC Sys 
 105408 7/20/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 105569 7/21/2009 HOT CALL: T/B FLT STATION 7 
 Depart Lvl - HVAC Sys 
 105753 7/23/2009 TOO HOT 
 Depart Lvl - HVAC Sys 
 105843 7/23/2009 B HOT @ SEATING AREA-& BREAK ROOM 
 Depart Lvl - HVAC Sys 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 105914 7/22/2009 too hot 
 Depart Lvl 
 106329 7/26/2009 too hot 
 Depart Lvl 
 106411 7/28/2009 WARM CALL IN FLT ST 7 & FLT ST 8 
 Depart Lvl - HVAC Sys 
 106539 7/29/2009 WARM CALL PER JBT READING BETWEEN 76/77 
 Depart Lvl - HVAC Sys 
 108534 8/12/2009 HOT CALL: SEATING AREA OF FLT STATION 7 
 Depart Lvl - HVAC Sys 
 108583 8/12/2009 HOT CALL-T/B-FLIGHT STATION 7 
 Depart Lvl 
 108859 8/17/2009 CLEAN ALL AIR VENTS AND CEILING TILES AROUND VENTS 
 Depart Lvl - HVAC Sys 
 111829 9/4/2009 HOT CALL**RM 4031 BY GATE B75 
 Apron Lvl - HVAC Sys 
 114554 9/28/2009 TOO COLD INSIDE OFFICE BY BREAKROOM 
 Depart Lvl 
 115842 10/1/2009 THERMOSTATIC COVER MISSING & UNIT HANGING 
 Depart Lvl - HVAC Sys 
 116467 10/7/2009 HOT CALL RAMP LVL CO BREAK RM UNDER B75 
 Ramp Area 
 116716 10/9/2009 HOT CALL FS7 SEATING AND DESK AREA 
 Depart Lvl - HVAC Sys 
 116800 10/9/2009 TOO HOT- T/B FLIGHT STATION 7 
 Depart Lvl - HVAC Sys 
 116906 10/12/2009 HOT CALL-SEATING AREA OF FLIGHT STATION 7 
 Depart Lvl 
 117994 10/23/2009 T-B TOO COLD AT STATION-7 
 Depart Lvl - HVAC Sys 
 118437 10/28/2009 FREEZING IN OFFICE AREA 
 Depart Lvl - HVAC Sys 
 122990 12/7/2009 COLD CALL 
 Depart Lvl 
 124984 12/18/2009 HOT CALL IN TUNNEL WALK WAY(78) TO FLT ST 7 
 Depart Lvl - HVAC Sys 
 125072 12/21/2009 HVAC UNIT INOP 
 Ramp Area 
 125150 12/21/2009 COLD CALL T/B FS7 BOARDING AREA 
 Depart Lvl - HVAC Sys 
 125501 12/23/2009 t=b station=7 too cold breakroom & office 
 Depart Lvl - HVAC Sys 
 126176 12/31/2009 thermostat is leakin air 
 Depart Lvl - HVAC Sys 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 

 Terminal B - Flight Station #8 
 101436 6/24/2009 HOT CALL**FS 8 SEATING AREA/PODIUM 
 Depart Lvl - HVAC Sys 
 102040 7/1/2009 TOO HOT 
 Depart Lvl - HVAC Sys 
 102118 7/1/2009 HOT CALL - T/B - SEATING AREA OF GATE B81A 
 Depart Lvl 
 103577 7/6/2009 T/B FS8 GATE B67 BUS STATION HOT 
 Depart Lvl 
 103873 7/8/2009 HOT CALL - FLIGHT STATION 8 IN T/B 
 Depart Lvl 
 103969 7/8/2009 HOT CALL-FLIGHT STATION 8-LADIES RR 
 Depart Lvl 
 104241 7/10/2009 A/C GENERATOR MAKING LOUD NOISE 
 Depart Lvl 
 104545 7/13/2009 T/B- VERY HOT PLEASE ADJUST AC 
 Depart Lvl - HVAC Sys 
 104946 7/15/2009 B HOT @ THE LUNCH-PAD RESTAURANT 
 Depart Lvl - HVAC Sys 
 105285 7/20/2009 HOT CALL - T/B FLIGHT STATION 8-WRR 
 Depart Lvl 
 105541 7/21/2009 FS8 BY B67 CEILING LEAK 
 Depart Lvl - HVAC Sys 
 105554 7/21/2009 HOT CALL 
 Depart Lvl 
 105570 7/21/2009 HOT CALL: T/B FLT STATION 8 
 Depart Lvl - HVAC Sys 
 106353 7/28/2009 TOO HOT @ T/B FLT #8 
 Depart Lvl - HVAC Sys 
 106461 7/28/2009 HOT CALL: T/B FLT STATION 8 
 Depart Lvl - HVAC Sys 
 108447 8/11/2009 HOT CALL INSIDE RR LAUNCH PAD ALSO SEATING AREA 
 Depart Lvl - HVAC Sys 
 108882 8/17/2009 MENS AND LADIES RR TOO HOT 
 Depart Lvl 
 108970 8/17/2009 TOO HOT-LADIES RR DEP. LEVEL NEXT MENS RR 
 Depart Lvl - Restrooms 
 108980 8/19/2009 WATER COMING FROM CEILING T/B FS8 
 Depart Lvl - HVAC Sys 
 109031 8/19/2009 HOT CALL STILL VERY HOT INSIDE LRR 
 Depart Lvl - Restrooms 
 109138 8/20/2009 too hot 
 Depart Lvl - HVAC Sys 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 109257 8/21/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 110250 8/24/2009 WARM CALL IN SEATING AREA TEMP 76 DEGREES 
 Depart Lvl - HVAC Sys 
 110872 8/26/2009 COLD CALLt T/B PRES CLUB BY THE BAR AREA 
 Depart Lvl - HVAC Sys 
 110904 8/28/2009 COLD CALL P/CLUB KITCHEN & BREAK ROOM 
 Depart Lvl - HVAC Sys 
 113214 9/15/2009 COLD CALL: T/B CONT PRES CLUB 
 Depart Lvl - HVAC Sys 
 113308 9/17/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 115941 10/1/2009 HOT CALL: T/B PRESIDENTS CLUB 
 Depart Lvl - HVAC Sys 
 116590 10/7/2009 PLEASE ADJUST AC- TOO HOT 
 Depart Lvl - HVAC Sys 
 116592 10/7/2009 T/B HOT CALL IN SEATING AREA OF PRES CLUB 
 Depart Lvl - HVAC Sys 
 116795 10/9/2009 TOO HOT- T/B FLIGHT STATION 8 
 Depart Lvl - HVAC Sys 
 117675 10/20/2009 HOT CALL-T/B-FLIGHT STATION 8-SEATING AREA 
 Depart Lvl 
 117955 10/23/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 118121 10/28/2009 COLD CALL 
 Depart Lvl 
 118122 10/23/2009 TOO COLD IN SEATING AREA FLIGHT STATION 8 
 Depart Lvl - HVAC Sys 
 118123 10/23/2009 CEILING LEAK 
 Ramp Area 
 118181 10/23/2009 HOT CALL**BUS STATION BY GATE B67 
 Depart Lvl - HVAC Sys 
 118855 11/3/2009 HOT CALL-T/B-FLIGHT STATION 8 
 Depart Lvl 
 119039 11/4/2009 COLD CALL**CO WEATHER RM BY B60 
 Apron Lvl - HVAC Sys 
 119041 11/4/2009 B GATE-60 THERMOSTAT MISSING COVER 
 Depart Lvl - HVAC Sys 
 119133 11/4/2009 COLD CALL CO SOUTH WEATHER ROOM 
 Ramp Area 
 119139 11/4/2009 COLD CALL T/B FLT ST 8 
 Depart Lvl - HVAC Sys 
 122178 11/30/2009 LEAK IN LAUNCH  CAFÉ POSSIBLY FROM SINK BUT UNK IF HVAC 
 Depart Lvl - HVAC Sys 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 125308 12/21/2009 T/B FLIGHT STATION# 8- THERMOSTAT HANGING FROM WALL BY SEATING AREA 
 Depart Lvl - HVAC Sys 

 Terminal B - Parking 
 123487 12/11/2009 REPLACE BATTERY IN THERMOSTAT UNIT 
 Parking Garage 

 Terminal C 
 107988 8/19/2009 RELOCATE AN AIR VENT 
 Terminal C - All Areas 

 Terminal C - Central Building 
 97514 6/1/2009 AHU 21 WON'T TURN BACK ON 
 Apron Lvl - HVAC Sys 
 97635 6/1/2009 TC HOT MEZZANINE SUPERVISOR OFFICE 
 Mezz Lvl - HVAC Sys 
 97659 6/1/2009 TOO HOT- T/C MEZZ. LEVEL 
 Mezz Lvl - HVAC Sys 
 97700 6/1/2009 HOT CALL T/C SOUTH SIDE MEZZ LVL 
 Mezz Lvl - HVAC Sys 
 97943 6/2/2009 HOT CALL 
 Ticket Lvl 
 97977 6/2/2009 DRIP PAN MAY BE LEAKING - T/C S BASEMENT 
 S Basement - HVAC Sys 
 98068 6/4/2009 air handler is leaking 
 Mezz Lvl - HVAC Sys 
 98544 6/5/2009 COLD CALL**NORTHSIDE TICKET COUNTERS 
 Ticket Lvl - HVAC Sys 
 98924 6/9/2009 A/C NEEDS TO BE CHECKED - MDF RM - T/C - BASEMENT - C006 
 S Basement 
 99009 6/10/2009 TOO HOT 
 Mezz Lvl 
 99035 6/10/2009 TOO HOT... NO VENTILATION 
 Bagg Lvl 
 99058 6/10/2009 too hot 
 Bagg Lvl - HVAC Sys 
 99463 6/12/2009 CEILING LEAK 
 Ticket Lvl - HVAC Sys 
 100834 6/20/2009 FAN INOP - T/C BAG ROOM NORTH SIDE 
 Bagg Makeup Area 
 101118 6/24/2009 too hot 
 Mezz Lvl 
 101820 6/29/2009 TOO HOT-ACROSS STREET FROM T/C AT THE INLINE BAGGAGE ROOM 
 Bagg Lvl 
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 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 102203 7/2/2009 T/C-BASEMENT-RM CO 247-LEAK FROM SUMP PUMP 7B 
 N Basement 
 102280 7/2/2009 CHECK ALL AHU DUE TO ALARM SOUNDING 
 All Lvls – HVAC Sys 
 102322 7/2/2009 TOO HOT IN CONTINENTAL BREAKROOM 
 U-Ramp 
 104198 7/10/2009 T-C MEZZ LEVEL TURN ON AHU 
 Mezz Lvl - HVAC Sys 
 104360 7/13/2009 HOT CALL - T/C - SOUTH MEZZADINE - THE OFFICES 
 Mezz Lvl 
 104599 7/13/2009 TOO HOT INSIDE OFFICE @ T/C MEZZ LEVEL 
 Mezz Lvl - HVAC Sys 
 104967 7/15/2009 C SINK IN RESTROOM-C2224 IS TOO HOT 
 Ticket Lvl - Restrooms 
 105152 7/17/2009 HOT CALL**C NORTH BAGG 
 Bagg Lvl 
 105198 7/17/2009 C-AIR HANDLER-10A IS LEAKING WATER 
 Mezz Lvl - HVAC Sys 
 105252 7/20/2009 WATER ON FLOOR FROM AHU 10A 
 Mezz Lvl - HVAC Sys 
 105686 7/22/2009 CHECK WATER TEMP IN MRR TOO HOT 
 Ticket Lvl - Restrooms 
 106325 7/28/2009 elevator has a leak in ceilng 
 Elevator C - 5 
 106389 7/28/2009 HOT CALL 
 All Lvls – HVAC Sys 
 106473 7/28/2009 CEILING LEAK BETWEEN GATES C31 AND C32 
 Mezz Lvl - Ceiling 
 106581 7/29/2009 NO POWER TO AC UNIT T/C - BAG SVC OFFICE 
 Bagg Lvl 
 107612 8/4/2009 T-C NORTH LOADING DOCK A/C IS NOT WORKING 
 Bagg Lvl - HVAC Sys 
 107716 8/6/2009 HOT CALL: BAG SVC OFFICE BEHIND CAROUSEL 7 
 Bagg Lvl - HVAC Sys 
 107891 8/7/2009 AC LEAKING ON BOTH SIDES T/C OVERSIZE BAG RM 
 Bagg Lvl - HVAC Sys 
 108328 8/11/2009 A/C UNIT LEAKING 
 Bagg Lvl - HVAC Sys 
 108329 8/11/2009 HIGH AC UNIT IN CEILING LEAKING WATER T/C BMU 
 Bagg Lvl - HVAC Sys 
 109108 8/20/2009 A/C HAS FROZEN UP PLEASE ASSIST 
 Bagg Lvl 
 109219 8/20/2009 HOT CALL 
 Mezz Lvl 
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 Property 
 WO # Completed  Service/Asset 
 109239 8/21/2009 HOT CALL**TICKET LOBBY AREA 
 Mezz Lvl 
 110229 8/24/2009 T-C NORTH MEZZ LEVEL ROOM C3120A WATER LEAK FROM THE CEILING 
 Mezz Lvl - HVAC Sys 
 111181 8/31/2009 WATER LEAK A/C DRAIN PIPE 
 Bagg Lvl - HVAC Sys 
 111230 8/31/2009 HOT CALL**IDF RM C1012 
 Bagg Lvl 
 111360 9/3/2009 HOT CALL 
 Mezz Lvl 
 111772 9/4/2009 A/C INOP JBT OFFICE T/C BMU ROOM 
 Bagg Lvl - HVAC Sys 
 111776 9/14/2009 AC PIPE LINE LEAKING DUE TO A CRACK IN THE LINE 
 Bagg Lvl - Piping Sys 
 111803 9/3/2009 C CHECK AIR HANDLERS AFTER OUTAGE 
 All Lvls – HVAC Sys 
 112095 9/6/2009 T/C LEAK BY CAROUSEL 10 IN BAG MAKEUP AREA 
 Bagg Makeup Area 
 112224 9/8/2009 A/C LEAKING ABOVE CAROUSEL 10 
 Bagg Lvl - HVAC Sys 
 112614 9/10/2009 HVAC AHU LEAKING RM C-101 OVERSIZE ETD 
 Bagg Lvl - HVAC Sys 
 113310 9/17/2009 COLD CALL ADJUST VENT OVER SUPPER SHUTTLE 
 Bagg Lvl - HVAC Sys 
 116240 10/5/2009 COLD CALL ADJUST TEMP FOR CO BREAK RM S/SIDE 
 Ticket Lvl - HVAC Sys 
 116383 10/7/2009 A/C INOP 
 U-Ramp 
 116586 10/7/2009 HOT CALL: T.C  GROUND TRANS BOOTH 
 Taxi Booth - HVAC 
 116665 10/7/2009 HOT CALL-T/C-C BAG-RM C101 
 Bagg Lvl 
 116714 10/9/2009 T-C OVERSIZE BAG ROOM A/C IS NOT WORKING 
 Bagg Lvl - HVAC Sys 
 116872 10/12/2009 FOLLOW UP WITH OPS T/C BASEMENT 
 S Basement 
 117132 10/14/2009 T-C AIR CONDITIONING INOP@ CSW114M 
 Bagg Lvl - HVAC Sys 
 118009 10/23/2009 T-C TSA E-BAG BETWEEN T-C AND T-E A/C IS NOT WORKING 
 Bagg Lvl - HVAC Sys 
 118908 11/3/2009 CONDESATION BUILDUP @ A/C VENTS T/C CK PT TO MAIN HALLWAY 
 Ticket Lvl - HVAC Sys 
 119766 11/9/2009 the heater is inop-too cold 
 Taxi Booth 
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 120493 11/12/2009 T-C TSA  CONTROL ROOM A/C IS NOT WORKING 
 Bagg Lvl - HVAC Sys 
 120496 11/9/2009 HOT CALL….T-C 2ND LEVEL TICKET COUNTER AREA IS VERY HOT 
 Ticket Lvl - HVAC Sys 
 121205 11/14/2009 WATER COMING FROM UNDER DOOR 
 Apron Lvl 
 121241 11/15/2009 HOT CALL 
 Bagg Lvl 
 121567 11/23/2009 HOT CALL 
 Mezz Lvl 
 121660 11/23/2009 HOT CALL 
 Ticket Lvl - HVAC Sys 
 121793 11/23/2009 CHECK PUMPS IN BASEMENT 
 Bagg Lvl 
 121869 11/30/2009 HOT CALL IN SEVERAL OFFICE AREAS MEZZ LVL 
 Mezz Lvl - HVAC Sys 
 121929 12/3/2009 TOO HOT- MEZZ LEVEL- STEVE JAQUITH OFFICE FROM C.O. 
 Mezz Lvl - HVAC Sys 
 122107 11/30/2009 C TOO COLD INSIDE THE CO-BREAKROOM 
 Ticket Lvl - HVAC Sys 
 122153 11/30/2009 COLD CALL 
 Elevator APM Station Term C 
 122350 12/10/2009 COLD CALL**CO BREAKROOM 
 Ticket Lvl - HVAC Sys 
 122351 12/10/2009 HOT CALL**TEAM LEADER OFFICE 
 Ticket Lvl - HVAC Sys 
 122378 12/10/2009 VERY HOT CALL AREA & IN RM C3021 
 Mezz Lvl - HVAC Sys 
 123138 12/6/2009 MEZZANINE LARGE CONFERENCE TOO COLD 
 Mezz Lvl - HVAC Sys 
 123328 12/7/2009 T/C- PLEASE ADJUST AC VERY COLD/ TURN ON HEATER 
 Bagg Lvl 
 123369 12/5/2009 COLD CALL**SOUTHSIDE TICKET COUNTERS 
 Ticket Lvl - HVAC Sys 
 123380 12/5/2009 COLD CALL**INSIDE BEAUTY LOUNGE STORE 
 Ticket Lvl - HVAC Sys 
 123400 12/5/2009 T-C TOO COLD SOUTH MEZZANINE-E2.101 
 Mezz Lvl - HVAC Sys 
 123427 12/9/2009 T-C CO. BREAKROOM AT THE TICKET COUNTER IS TOO COLD 
 Ticket Lvl - HVAC Sys 
 123638 12/11/2009 AC VENTS BLOWING DUST OVER PAX 
 Ticket Lvl - HVAC Sys 
 123696 12/15/2009 COLD CALL IN CO RM CN205 IN SPECIAL SRV 
 Elevator APM Station Term C 
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 124688 12/16/2009 COLD CALL**TICKET COUNTER AREA 
 Ticket Lvl - HVAC Sys 
 124882 12/18/2009 HOT CALL 
 Ticket Lvl 
 124918 12/18/2009 T-C OFFICE-CN205 TOO HOT MEZZANINE 
 Mezz Lvl - HVAC Sys 
 124941 12/21/2009 HOT CALL IN APM  COMPUTER RM JC RM#CN204 
 Elevator APM Station Term C 
 124945 12/18/2009 HOT CALL**INSDIE STELZIG'S 
 Ticket Lvl 
 124966 12/18/2009 Cold Call  T/C  N  Rm CN  205 
 All Lvls – HVAC Sys 
 125114 12/21/2009 COLD CALL INSIDE BRIGHTEN COLLECTABLES 
 Ticket Lvl - HVAC Sys 
 125554 12/23/2009 HOT CALL RM #CN205 UNDER APM PLAT FORM 
 Elevator APM Station Term C 
 125707 12/28/2009 HOT CALL**INSIDE STELZIG'S RANCH 
 Ticket Lvl 
 125708 12/28/2009 DRAIN LEAKING MEZZ TO TICKET LEVEL 
 Ticket Lvl 

 Terminal C - North Concourse 
 97572 6/1/2009 HOT CALL** CURRENCY EXCHANGE BOOTH 
 Depart Lvl - HVAC Sys 
 97602 6/1/2009 To clean vents in TC North room 1281 ramp level by gate 19. 
 Ramp Area 
 98050 6/4/2009 NO AC IN ICE CURRENCY C-NORTH VERY HOT 
 Depart Lvl 
 98052 6/4/2009 HOT CALL T/C N/SIDE USO OFFICE 
 Depart Lvl - HVAC Sys 
 98054 6/4/2009 TOO HOT …NO AIR 
 Depart Lvl 
 98186 6/4/2009 HOT CALL ICE CURRENCY T/C N/SIDE 
 Depart Lvl - HVAC Sys 
 98189 6/4/2009 HOT CALL USO OFFICE RM BEHIND WENDY'S 
 Depart Lvl - HVAC Sys 
 99705 6/18/2009 A/C MAKING NOSIE 
 Ramp Area 
 99874 6/16/2009 TOO HOT 
 Depart Lvl - HVAC Sys 
 100343 6/18/2009 AC CEILING LEAK NEAR MRR 2248 
 Depart Lvl - HVAC Sys 
 100538 6/19/2009 COLD CALL T/C GATE C-33 BUS ST TOO COLD 
 Depart Lvl - HVAC Sys 
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 100855 6/24/2009 a/c leaking 
 Depart Lvl 
 101093 6/24/2009 COLD CALL 
 Ramp Area 
 101129 6/24/2009 HOT CALL / CLEAN VENTS 
 Depart Lvl - HVAC Sys 
 101230 6/26/2009 A/C INOP 
 Depart Lvl 
 101478 6/26/2009 AIR HANDLER UNIT NEEDS SERVICING AND FILTER CHANGE 
 Ramp Area 
 101582 6/29/2009 HOT CALL - T/C - C BAGGAGE - NORTH SIDE 
 Ramp Area 
 102614 7/6/2009 T-C HPD-WORKROOM-CNE202 IS HOT. 
 Depart Lvl - HVAC Sys 
 105720 7/23/2009 HOT/WARM CALL ALL CONFERENCE  RM 
 Depart Lvl - HVAC Sys 
 105933 7/24/2009 HOT CALL**INSIDE PRESIDENTS CLUB  NORTH 
 Depart Lvl - HVAC Sys 
 106259 7/28/2009 A/C KNOB ADJUSTER INOP 
 Apron Lvl - HVAC Sys 
 106552 7/30/2009 HOT CALL GATE AREA C29- C-33 
 Depart Lvl - HVAC Sys 
 106626 7/30/2009 HOT CALL INSIDE USO OFFICE 
 Depart Lvl - HVAC Sys 
 106638 7/30/2009 HOT CALL**USO OFFICE BY FOOD COURT 
 Depart Lvl - HVAC Sys 
 107535 8/4/2009 HOT CALL 
 Apron Lvl 
 107591 8/4/2009 COLD CALL - T/C - NORTH SIDE - PRESIDENTS CLUB 
 Depart Lvl 
 107917 8/7/2009 HVAC AC UNIT NOT WORKING VERY HOT IN BOOTH 
 Depart Lvl 
 108299 8/10/2009 T/C- VERY HOT IN SEATING AREA 
 Depart Lvl - HVAC Sys 
 110243 8/26/2009 TOO COLD 
 Depart Lvl 
 110858 8/26/2009 HOT CALL - T/C - UNDER C14 
 Ramp Area 
 110885 8/28/2009 CEILING LEAK BAYOU CITY  MAGAZINE STORE 
 Depart Lvl - HVAC Sys 
 111006 8/28/2009 HOT CALL - T/C-BY C/41-ROOM CS249 
 Depart Lvl 
 111022 8/28/2009 COLD CALL**RM CN 205 
 Depart Lvl - HVAC Sys 
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 111414 9/3/2009 T-C NORTH ASSIST WITH CEILING LEAK 
 Apron Lvl - HVAC Sys 
 112059 9/8/2009 TOO HOT- PGA STORE 
 Depart Lvl - HVAC Sys 
 113589 9/17/2009 PLEASE CHECK WATER TEMPATURE AT N. PRESIDENT CLUB 
 Depart Lvl 
 113665 9/18/2009 AC VENT NEEDS TO BE RESET CORRECTLY 
 Depart Lvl - HVAC Sys 
 113899 9/22/2009 AC WATER LEVEL ALARM ON 
 Depart Lvl 
 114220 9/23/2009 tooo hot 
 Depart Lvl 
 114772 10/1/2009 CLEAN A/C VENTS BY METRO DIRECT PHONE 
 Depart Lvl 
 116840 10/9/2009 CHECK WATER PRESSURE LEVEL ON T/C NORTHSIDE 
 All Lvls – Piping Sys 
 116843 10/8/2009 TOOO COLD- DESIGN AND PLANNING ROOM# CN-205 
 Depart Lvl - HVAC Sys 
 116857 10/8/2009 T/C- VERY HOT @ C14-C24 PLEASE ADJUST AC 
 Depart Lvl - HVAC Sys 
 117023 10/11/2009 TDI CHECK ALL HVAC MECH RM FROM BAD SMELL 
 All Lvls – HVAC Sys 
 117089 10/14/2009 HOT CALL 
 Ramp Area 
 117235 10/14/2009 T/C- AC NOT BLOWING/ VERY HOT 
 Ramp Area 
 117705 10/20/2009 HOT CALL- C.O. OFFICE CN-205 UNDER ESCALATOR 
 Depart Lvl - HVAC Sys 
 118430 10/28/2009 COLD CALL 
 Ramp Area 
 118556 10/28/2009 HOT CALL 
 Ramp Area 
 118801 11/3/2009 TOO COLD- T/C-T/E CONNECTION 
 Depart Lvl - HVAC Sys 
 118843 11/3/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 118899 11/3/2009 T/C- PLEASE  ADJUST AC- VERY HOT 
 Depart Lvl - HVAC Sys 
 119032 11/4/2009 HEATER INOP SEC BOOTH LOADING DOCK 
 Apron Lvl 
 120484 11/23/2009 AIR VENT PUSHED IN RR CNW226 
 Depart Lvl - Restrooms 
 121345 11/23/2009 HEATER INOP SECURITY BOOTH 
 Apron Lvl - HVAC Sys 
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 122267 12/3/2009 COLD CALL 
 Apron Lvl 
 123095 12/7/2009 COLD CALL IN CO RM #CN205 
 Depart Lvl - HVAC Sys 
 123098 12/7/2009 COLD CALL HEATER INOP/SECURITY BOOTH 
 All Lvls – HVAC Sys 
 123212 12/7/2009 HOT CALL 
 Depart Lvl 
 123218 12/7/2009 HOT CALL**KIDS ZOO BY GATE C14 
 Depart Lvl 
 123521 12/11/2009 TOO COLD INSIDE SSP AMERICA (FORMERLY OLD USO) 
 Depart Lvl - HVAC Sys 
 123583 12/11/2009 TOO HOT 
 Depart Lvl 
 123674 12/11/2009 TOO HOT- ROOM CN-205 RM BY APM STATION 
 Depart Lvl - HVAC Sys 
 123760 12/18/2009 TOO COLD-ROOM# CN-205 UNDER ESCALATOR BY TERMINAL LINK 
 Depart Lvl - HVAC Sys 
 123769 12/15/2009 TOO HOT- CN-205 UNDER ESCALATOR 
 Depart Lvl - HVAC Sys 
 123774 12/15/2009 TOO COLD AGAIN- RM CN-205 
 Depart Lvl - HVAC Sys 
 123818 12/15/2009 HOT CALL 
 Apron Lvl 
 123981 12/15/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 124924 12/15/2009 T-C BY APM ESCALATOR OPEN MECHANICAL ROOM FOR CONTRACTOR 
 Depart Lvl - HVAC Sys 
 124932 12/18/2009 T-C 2ND LEVEL BY APM ESCALATOR APM UBS ROOM #CNT204 A/C IS NOT WORKING 
 Depart Lvl - HVAC Sys 
 125264 12/21/2009 TURN TEMPERATURE DOWN 
 Depart Lvl - HVAC Sys 
 125429 12/23/2009 T-C BY APM ESCALATOR OPEN MECHANICAL ROOM FOR CONTRACTOR 
 Depart Lvl - HVAC Sys 
 125575 12/23/2009 T/C- VERY HOT PLEASE ADJUST 
 Depart Lvl - HVAC Sys 
 125822 12/28/2009 COLD CALL...T-C 2ND LEVEL BY APM ESCALATOR  ROOM #CN 205 IS COLD 
 Depart Lvl - HVAC Sys 
 125855 12/26/2009 HOT CALL** SEATING AREA C14 
 Depart Lvl - HVAC Sys 
 126106 12/31/2009 TOO COLD-@ THE SST AMERICA OFFICE 
 Depart Lvl - HVAC Sys 

 Terminal C - Parking 
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 101988 7/1/2009 HOT CALL INSIDE ELEVATOR MECH RM C/WEST GARAGE 
 W Parking Garage 
 103492 7/6/2009 TSA E-BAGGAGE A/C IS INOP TOO HOT 
 E Parking Garage 
 103505 7/6/2009 TOO HOT @ TSA E-BAGGAGE 
 E Parking Garage 
 103590 7/6/2009 A/C LEAKING MECH ROOM C201 
 Parking Garage 
 103938 7/8/2009 HOT CALL TSA CCMF INLINE BAG (T/E BAG) 
 Parking Garage 
 104228 7/10/2009 HOT CALL 
 Parking Garage 
 104626 7/15/2009 T-C EAST PARKING ELEVATOR MACHINE ROOM TWO A/C WINDOW UNITES ARE INOP 
 E Parking Garage 
 106361 7/30/2009 T/C BAG ROOM-A/C IS BLOWING BUT NO COLD AIR 
 E Parking Garage 
 107589 8/4/2009 LEAK IN TSA INBOUND BAG RM - T/C-T/E GARAGE AREA 
 Parking Garage 
 108355 8/10/2009 T-C PARKING LEVEL 5 BY CENTRAL ELEVATORS AHU IS MAKING NOISE 
 W Parking Garage 
 109124 8/20/2009 TSA INLINE BAG ROOM A/C LEAKING WATER 
 Parking Garage 
 109206 8/20/2009 2 A/C UNITS INOP 
 E Parking Garage 
 112144 9/8/2009 HOT CALL 
 E Parking Garage 
 112168 9/8/2009 A/C LEAK AND NOT COOLING - EBAGS FOR TSA 
 Parking Garage 
 112608 9/10/2009 HVAC UNIT IN TSA E-BAG RM UNIT IS OFF IN AREA 
 E Parking Garage 
 116206 10/5/2009 HOT CALL: T/C TSA INLINE BAG ROOM 
 Parking Garage 
 117051 10/14/2009 T-C EAST PARKING 2ND LEVEL TSA BAGGAGE ROOM #CEC1M WATER LEAK FROM A/C UNIT 
 E Parking Garage 
 118119 10/23/2009 HOT CALL T/C EBAGS THE CMF COMPUTER ROOM 
 E Parking Garage 
 119006 11/4/2009 TSA-TOO COLD INSIDE TSA SCREENING 
 E Parking Garage 
 121264 11/23/2009 T-C TSA E-BAG BETWEEN T-C AND T-E WATER LEAK FROM THE A/C 
 E Parking Garage 
 122967 12/7/2009 COLD CALL-T/C-LV 2-EAST SIDE 
 E Parking Garage 
 123433 12/9/2009 CHECK HOT WATER SUPPLY TO PUMP RM 
 E Parking Garage 
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 Terminal C - South Concourse 
 97879 6/2/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 97890 6/2/2009 HOT CALL WEATHER RM NEXT TO  C-34 
 Depart Lvl - HVAC Sys 
 98082 6/4/2009 HOT CALL RAMP LVL DRUG  OFFICE CSE153 
 Ramp Area 
 98184 6/4/2009 HOT CALL - T/C - RM CSE153-RAMP-UNDER C/43 
 Ramp Area 
 98207 6/4/2009 AC INOP T/C RAMP RM CSE153 UNDER C42 / 44 
 Ramp Area 
 98218 6/4/2009 HOT CALL - T/C - SOUTH PRESIDENTS CLUB 
 Depart Lvl 
 98330 6/5/2009 HOT CALL T/C BLDG SVC SUPERVISOR OFFICE 
 Depart Lvl - HVAC Sys 
 98500 6/5/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 99431 6/11/2009 T-C 2ND LEVEL BETWEEN GATES C-27 AND C-34 BUILDING SERVICES OFFICE A/C INOP 
 Depart Lvl - HVAC Sys 
 99464 6/12/2009 CEILING LEAK 
 Ramp Area 
 99468 6/12/2009 WATER LEAK POSSIBLY COMING FROM A/C UNIT 
 Ramp Area 
 99493 6/12/2009 HOT CALL - T/C - SOUTH - ROOM CS249 BY C41 
 Depart Lvl 
 99495 6/12/2009 HOT CALL - T/C - SEATING AREA OF GATES C34-42 
 Depart Lvl 
 99996 6/18/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 100573 6/19/2009 HOT CALL - T/C - SOUTH - BUBBA'S 
 Depart Lvl 
 100695 6/23/2009 HOT CALL BY GATE C44 SEATING AREA 
 Depart Lvl - HVAC Sys 
 100831 6/24/2009 CEILING LEAK AT C39 AT GATE AREA 
 Depart Lvl - HVAC Sys 
 101394 6/26/2009 HOT CALL - T/C -ROOM CSW231 
 Depart Lvl 
 101410 6/26/2009 CLEAN A/C VENTS IN LRR/MRR 
 Depart Lvl - Restrooms 
 101474 6/26/2009 T-C SOUTH CHAPEL  DIRTY AIR VENT 
 Depart Lvl - HVAC Sys 
 101899 7/1/2009 RM CSW-231 BY C-33 ON CONCOURSE LEVEL 
 Depart Lvl - HVAC Sys 
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 101972 7/1/2009 TOO HOT 
 Depart Lvl 
 101973 7/1/2009 HOT CALL CO BREAK RM #CSW231 
 Depart Lvl - HVAC Sys 
 101993 7/1/2009 HOT CALL RM #CSE241 IS A CO OFFICE/ RM 
 Depart Lvl - HVAC Sys 
 102099 7/1/2009 T-C BY GATE C-33 CO BREAK ROOM #CSW231 A/C IS NOT WORKING 
 Depart Lvl - HVAC Sys 
 102101 7/1/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 102119 7/1/2009 HOT CALL 
 Ramp Area 
 102264 7/2/2009 TOO HOT IN BREAKROOM 
 Depart Lvl 
 102289 7/2/2009 too hot please assist 
 Depart Lvl 
 102323 7/2/2009 WARM/ HOT CALL GATE C-29/C30 
 Depart Lvl - HVAC Sys 
 102327 7/8/2009 HOT CALL HOUSTON MARKET & CNBC INSIDE VERY HOT 
 Depart Lvl - HVAC Sys 
 102427 7/2/2009 T-C CO BREAK ROOM  #CSW231 BY GATE C-33 IS HOT 
 Depart Lvl - HVAC Sys 
 102482 7/2/2009 HOT CALL RM#CSW1109 UNDER C-32 
 Ramp Area 
 102595 7/2/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 104039 7/8/2009 HVAC; NO HOT WATER IN T/C S PRES CLUB 
 Depart Lvl - HVAC Sys 
 104052 7/8/2009 HOT CALL: T/C BRK RM CSE236 
 Depart Lvl - HVAC Sys 
 104090 7/10/2009 COLD CALL C-45 DEPARTURE LVL 
 Depart Lvl - HVAC Sys 
 104940 7/15/2009 WATER TOO HOT THAT IS COMING FROM FAUCETS 
 Depart Lvl 
 105149 7/17/2009 WATER IN THE SINKS IS TOO HOT 
 Depart Lvl 
 105157 7/17/2009 HOT CALL - T/C - RAMP BY C36 - RM CS1133 
 Ramp Area 
 105443 7/20/2009 C MRR-CSE244 WATER RUNNING HOT 
 Depart Lvl - Restrooms 
 105545 7/21/2009 HOT CALL 
 Ramp Area 
 105603 7/22/2009 HVAC CONDENSATION WATER LEAKING FROM AC UNIT 
 Depart Lvl - HVAC Sys 
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 105638 7/22/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 105654 7/22/2009 CEILING LEAK COMING FROM A/C UNIT 
 Ramp Area 
 105656 7/23/2009 HVAC CHECK THE PENT HOUSE FOR AC UNIT LEAKING 
 Depart Lvl - HVAC Sys 
 105679 7/23/2009 C AIR CONDITIONING LEAK FROM ROOF 
 All Lvls – HVAC Sys 
 105684 7/22/2009 POSSIBLE AIR HANDLER LEAK T/C RAMP AREA 
 Ramp Area 
 106385 7/28/2009 HOT CALL CO WEATHER RM NEAR C-34 
 Depart Lvl - HVAC Sys 
 106449 7/28/2009 HOT CALL: A/C INOP AT GATES C29-C33 
 Depart Lvl - HVAC Sys 
 106567 7/29/2009 HOT CALL: T/C AT GATES C29 - C33 
 Depart Lvl - HVAC Sys 
 107758 8/6/2009 HOT CALL IN CO IN-FLIGHT & IN KATHLEEN HARRIS OFFICE 
 Depart Lvl - HVAC Sys 
 107904 8/7/2009 HOT CALL - T/C - CO INFLIGHT BY C33 
 Depart Lvl 
 108323 8/10/2009 HOT CALL AC INOP IN RM CS130 S/SIDE RAMP 
 Ramp Area 
 108326 8/10/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 108368 8/11/2009 HOT CALL 
 Ramp Area 
 108381 8/11/2009 CEILING LEAK 
 Depart Lvl 
 108400 8/11/2009 HOT CALL - T/C - CONT BREAKROOM BY C/44 & 45 
 Depart Lvl 
 108422 8/11/2009 COLD CALL A/C ON AN IS VERY COLD IN RM#CS130 
 Ramp Area 
 108983 8/19/2009 CLEAN VENT IN LRR CS231 BY FOOD COURT 
 Depart Lvl - HVAC Sys 
 109556 8/24/2009 A/C WINDOW UNIT LEAKING WATER INSIDE GUARD SHACK 
 All Lvls – HVAC Sys 
 110152 8/24/2009 TOO HOT-BETWEEN GATES 32 THRU 42 CONCOURSE 
 Depart Lvl - HVAC Sys 
 110948 8/28/2009 COLD CALL: T/C CONT. GROUP RM BY C45 
 Depart Lvl - HVAC Sys 
 111172 8/31/2009 TOO HOT- T/C SOUTHSIDE 
 All Lvls – HVAC Sys 
 112137 9/6/2009 LOUD RATTLING NOISE IN CEILING RM#CS130 
 Ramp Area 
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 112578 9/10/2009 HVAC CHECK AHU IN CO MECH RM#CS159M FOR LEAK 
 Ramp Area 
 113927 9/22/2009 CHECK AHU BY RR CS131 - ODOR IN AREA 
 Depart Lvl - HVAC Sys 
 113936 9/22/2009 CEILING LEAK - FRONT OF CHAPEL 
 Depart Lvl - HVAC Sys 
 113937 9/22/2009 MEET OPS STAIRWELL TO ROOF T/C 
 Depart Lvl - HVAC Sys 
 113985 9/25/2009 HVAC LEAK IN FULLY BOOK STORE T/C SOUTH 
 Depart Lvl - HVAC Sys 
 114192 9/23/2009 AC LEAK IN FULLY BOOKS T/C S/SIDE IS STARTING TO SMELL 
 Depart Lvl - Ceiling 
 114385 9/28/2009 T-C GATE C-45 AREA A ROOM NEXT TO ROOM CSE 156 WATER LEAK FROM A/C UNIT 
 Depart Lvl - HVAC Sys 
 114545 9/28/2009 T-C GRINDING NOISE COMING FROM A/C 
 Apron Lvl - HVAC Sys 
 114569 9/28/2009 HOT CALL- T/C ROOM CS-1107 UNDER C-41 
 Ramp Area 
 114651 9/28/2009 CEILING LEAK FROM HVAC LINE 
 Depart Lvl 
 114658 9/28/2009 T-C AIR CONDITIONING INOPERABLE 
 Apron Lvl - HVAC Sys 
 114681 9/28/2009 CEILING LEAK IN FRONT OF CHAPEL-POSSIBLE A/C UNIT 
 Depart Lvl - HVAC Sys 
 115773 10/1/2009 T-C CHECK LEAK INSIDE THE CHAPEL 
 Depart Lvl - HVAC Sys 
 116141 10/5/2009 T-C INFLIGHT CREW ROOM IS TOO HOT 
 Apron Lvl - HVAC Sys 
 116278 10/5/2009 LRR CSW-241 WATER TOO HOT-NEED TO CHECK BOILER 
 Depart Lvl - Restrooms 
 116305 10/7/2009 HOT CALL IN CO RM#CS146 UNDER C-42 
 Ramp Area 
 116646 10/8/2009 NO WATER LOW WATER PRESSURE 
 Depart Lvl 
 116744 10/9/2009 HOT CALL-BY C/45-RAMP-CHIEF PILOTS OFFICE 
 Ramp Area 
 116801 10/9/2009 T/C- SOUTH PRESIDENT CLUB 
 Depart Lvl 
 116812 10/8/2009 TOO HOT-T/C CONCOURSE LEVEL BY GATES 37 THRU 40 
 Depart Lvl - HVAC Sys 
 116836 10/9/2009 C.O. PRESIDENTS CLUB HAS WATER PRESSURE 
 Depart Lvl 
 116847 10/9/2009 TOO HOT- T/C SOUTH BETWEEN GATES C-34 THRU C-42 
 Depart Lvl - HVAC Sys 
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 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 116858 10/9/2009 TOO HOT- INSIDE OFFICE CSE-149 RAMP LEVEL 
 Ramp Area 
 116864 10/9/2009 TOO HOT- A/C TURN OFF AGAIN OFFICE# CSE-149 RAMP 
 Ramp Area 
 116868 10/9/2009 T-C SOUTH BY GATE C-43 ROOM #CSE149 A/C IS NOT WORKING 
 Depart Lvl - HVAC Sys 
 116966 10/12/2009 TOO HOT- T/C SOUTH PRESIDENT CLUB 
 Depart Lvl - HVAC Sys 
 117070 10/14/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 117189 10/14/2009 HOT CALL CO BREAK RM CSE246 
 Depart Lvl - HVAC Sys 
 117492 10/20/2009 TOO HOT INSIDE C.O. OFFICE CS-147 
 Ramp Area 
 117673 10/20/2009 COLD CALL 
 Depart Lvl 
 117811 10/17/2009 too hot please assist as soon as possible 
 Depart Lvl 
 117961 10/26/2009 THERMOSTAT REPAIRED OR REPLACED 
 Ramp Area 
 118176 10/23/2009 TOO COLD- BRITISH AIRWAYS FIRST CLASS LOUNGE 
 Depart Lvl - HVAC Sys 
 118349 10/25/2009 CLEAN A/C VENTS IN CHAPEL 
 Depart Lvl - HVAC Sys 
 118352 10/28/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 118809 11/3/2009 TOO HOT- OFFICE # CSE-149 
 Ramp Area 
 118813 11/3/2009 T-C UNDER C-43 RAMP LEVEL ROOM #CSE 149 A/C IS NOT WORKING 
 Ramp Area 
 118823 11/3/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 118845 11/3/2009 HOT CALL 
 Ramp Area 
 118851 10/29/2009 HOT CALL-T/C-SOUTH-RAMP-AT C45-CHIEF PILOTS OFFICE 
 Ramp Area 
 119143 11/2/2009 break room too cold 
 Depart Lvl 
 119183 11/4/2009 TOO HOT@THE SPIRIT OF THE RED HORSE 
 Depart Lvl - HVAC Sys 
 119763 11/9/2009 TOO COLD 
 Depart Lvl 
 120511 11/9/2009 A/C UNIT MAKING LOUD NOISE 
 Ramp Area 
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 Property 
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 120616 11/9/2009 HOT CALL HEAT IS ON INSIDE BUBBA'S RR 
 Depart Lvl - HVAC Sys 
 120859 11/12/2009 TOO HOT 
 Depart Lvl 
 120993 11/12/2009 NO AC INSIDE BUBBA'S BAYOU CITY GRILL 
 Depart Lvl - HVAC Sys 
 121123 11/17/2009 VERY HOT WATER COMING FROM SINKS 
 Depart Lvl 
 121222 11/20/2009 NEED TO HAVE A/C VENTS CLEAN @ CHAPEL 
 Depart Lvl - HVAC Sys 
 121247 11/15/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 121352 11/23/2009 COLD CALL**CSW 146 
 Apron Lvl - HVAC Sys 
 121764 11/23/2009 TOO COLD 
 Depart Lvl 
 121802 11/23/2009 COLD CALL YOUNG TRAVELERS CLUB RM CS235 
 Depart Lvl - HVAC Sys 
 121913 11/30/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 121963 11/30/2009 TOO HOT 
 Depart Lvl - HVAC Sys 
 122093 11/25/2009 T/C- CO AGENT BREAK RM VERY HOT/ PLEASE ADJUST 
 Depart Lvl 
 122283 11/30/2009 VERY HOT WATER COMING FROM SINKS 
 Depart Lvl - Restrooms 
 122328 12/3/2009 T-C TOO HOT OFFICE BEHIND COUNTERS 
 Depart Lvl - HVAC Sys 
 122977 12/7/2009 HOT CALL 
 Depart Lvl 
 123215 12/7/2009 HOT CALL 
 Ramp Area 
 123321 12/7/2009 T-C TOO COLD ACROSS C34 
 Depart Lvl - HVAC Sys 
 123362 12/9/2009 FREEZING**ROOM CS 235 
 Depart Lvl - HVAC Sys 
 123647 12/11/2009 TOO HOT INSIDE THE FOX NEWS STAND 
 Depart Lvl - HVAC Sys 
 123705 12/15/2009 A/C UNIT MAKING LOUD NOISE 
 Ramp Area 
 123993 12/15/2009 COLD CALL**INFLIGHT SERVICES 
 Apron Lvl - HVAC Sys 
 124749 12/16/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
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 Property 
 WO # Completed  Service/Asset 
 124960 12/18/2009 HOT CALL T/C S/SIDE BEAUTY LOUNGE 
 Depart Lvl - HVAC Sys 
 125193 12/21/2009 C COLD CALL ROMCS130 RAMP BY C42 
 Apron Lvl - HVAC Sys 
 125220 12/21/2009 T-C TOO COLD INFLIGHT OFFICE BY C33 
 Apron Lvl - HVAC Sys 
 125956 12/28/2009 TURN OFF AIR HANDLER UNITS UNDER C34 
 Ramp Area 
 125959 12/31/2009 HVAC ACTIVE FIRE ALARM HAS BEEN CLEARED 
 All Lvls – Fire Alarm Sys 
 126040 12/31/2009 COLD CALL S/PRESIDENT FAMILY ROOM ONLY 
 Depart Lvl - HVAC Sys 

 Terminal D 
 97604 6/1/2009 TOO HOT@ D1,D2,D3 GATE AREA 
 Depart Lvl - HVAC Sys 
 97717 6/1/2009 TOO HOT-AT STELZIG RANCH 
 Depart Lvl - HVAC Sys 
 97718 6/1/2009 HOT CALL: T/D AT EXPRESS SPA 
 Depart Lvl - HVAC Sys 
 97720 6/1/2009 HOT CALL: T/D EXECUTIVE LOUNGE 
 Depart Lvl - HVAC Sys 
 97722 6/1/2009 HOT CALL; T/D CONCOURSE AREA - D5-10 
 Depart Lvl - HVAC Sys 
 97916 6/2/2009 HOT / WARM CALL SINGAPORE OFFICE AREA 
 Ticket Lvl - HVAC Sys 
 97957 6/2/2009 HOT CALL: T/D RAMP UPS RM 
 Ramp Area 
 97961 6/2/2009 HOT CALL: T/D AF AND BA LOUNGE 
 Depart Lvl - HVAC Sys 
 97962 6/2/2009 TD BRITISH AIRWAYS IS TOO HOT LOUNGE 
 Depart Lvl - HVAC Sys 
 98080 6/4/2009 TOO HOT 
 Depart Lvl - HVAC Sys 
 98090 6/4/2009 T/D- TOO COLD/ PLEASE ADJUST TEMP 
 Depart Lvl - HVAC Sys 
 98095 6/4/2009 HOT CALL: T/D BA LOUNGE 
 Depart Lvl - HVAC Sys 
 98098 6/4/2009 T/D- VERY HOT/ PLEASE ADJUST AC 
 Depart Lvl - HVAC Sys 
 98099 6/4/2009 T/D- VERY HOT- PLEASE ADJUST A/C 
 Depart Lvl - HVAC Sys 
 98182 6/3/2009 COLD CALL - T/D - SECURITY CHECK POINT 
 Ticket Lvl 
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 Property 
 WO # Completed  Service/Asset 
 98214 6/4/2009 HOT CALL / NO AC INTO BA LOUNGE (FIRST CLASS) 
 Depart Lvl - HVAC Sys 
 98228 6/4/2009 T-D SINGAPORE COUNTERS ARE TOO COLD 
 Ticket Lvl - HVAC Sys 
 98257 6/4/2009 T-D DEPARTURE LVL. IS TOO HOT 
 Depart Lvl - HVAC Sys 
 98258 6/4/2009 T-D ARRIVAL  LEVEL. IS TOO HOT 
 All Lvls – HVAC Sys 
 98407 6/5/2009 Back office area behind east counter, 88 level term D has no air conditioning 
 Ticket Lvl - HVAC Sys 
 98432 6/5/2009 T/D- VERY HOT/ PLEASE ADJUST A/C 
 Ticket Lvl - Floors 
 98545 6/5/2009 COLD CALL**AIR FRANCE LOUNGE 
 Depart Lvl - HVAC Sys 
 98650 6/6/2009 HOT CALL**BY GATE D12 
 Depart Lvl - HVAC Sys 
 98711 6/9/2009 TOO HOT 
 Loading Dock 
 98838 6/9/2009 A/C NOT WORKING-T/D-UPS ROOM LOCATED AOA UNDER GATE D/9 
 Ramp Area 
 98854 6/9/2009 HOT CALL - T/D - BEHIND TICKET COUNTERS - SINGAPORE OFFICES 
 Ticket Lvl 
 98961 6/9/2009 D LOADING DOCK GUARD BOOTH A/C INOP 
 Apron Lvl - HVAC Sys 
 99147 6/10/2009 TD AIR CONDITIONING INOP @ BOOTH 
 Depart Lvl 
 99198 6/12/2009 T-D LOADING DOCK A/C INOP.  IT IS HOT 
 Apron Lvl - HVAC Sys 
 99245 6/10/2009 CEILING LEAK T/D BY CAROUSEL 6 
 Ticket Lvl - HVAC Sys 
 99315 6/12/2009 T/D DEPARTURE LEVEL IS TOO WARM 
 Depart Lvl - HVAC Sys 
 99321 6/12/2009 TOO HOT- BRITISH AIRWAYS FIRST CLASS LOUNGE 
 Depart Lvl - HVAC Sys 
 99324 6/12/2009 A/C NOT WORKING @ SECURITY BOOTH D-DOCK 
 Loading Dock 
 99529 6/12/2009 TOO HOT- BRITISH EXCUITIVE LOUNGE 
 Depart Lvl - HVAC Sys 
 99530 6/12/2009 T/D- VERY HOT PLEASE ADJUST AC 
 Depart Lvl - HVAC Sys 
 99605 6/15/2009 HOT CALL 
 Ticket Lvl 
 99676 6/15/2009 BA executive suite needs AC check..it’s hot!. According to agent… 
 Depart Lvl 
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 99692 6/15/2009 TOO HOT- GATE D -12 
 Depart Lvl - HVAC Sys 
 99763 6/15/2009 HOT CALL**BRITISH AIRWAYS LOUNGE 
 Depart Lvl - HVAC Sys 
 99764 6/15/2009 LOADING DOCK SECURITY OFFICE 
 Apron Lvl - HVAC Sys 
 99765 6/15/2009 HOT CALL 
 Ticket Lvl 
 99789 6/15/2009 TOO HOT- INSIDE T/D 
 All Lvls – HVAC Sys 
 100038 6/18/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 100041 6/18/2009 HOT CALL-T/D-BA OFFICE 146.4 
 Ticket Lvl 
 100049 6/18/2009 HOT CALL-T/D-BY D/9-RAMP-RM 200.10B 
 Ramp Area 
 100050 6/18/2009 HOT CALL - T/D - TX MARKET PLACE & STELZIG 
 Depart Lvl 
 100082 6/18/2009 HOT CALL: T/D LOADING DOCK BOOTH 
 Loading Dock 
 100184 6/18/2009 WATER LEAK COMING FROM WATER HEATER 
 Basement 
 100204 6/19/2009 AC INOP GOING ON A MONTH NOW T/D RM 200.10B & A 
 Ramp Area 
 100405 6/18/2009 HOT CALL - T/D - RM 146.4 BEHIND TICKET COUNTERS 
 Ticket Lvl 
 100453 6/18/2009 HOT CALL: T/D-FIS BASE OF ESC TO APM TRAIN 
 Depart Lvl - HVAC Sys 
 100566 6/19/2009 HOT CALL ONCE AGAIN INSIDE TWO STORES 
 Depart Lvl - HVAC Sys 
 100581 6/19/2009 TOO HOT INSIDE CONFERENCE RM 412.A 
 Depart Lvl - HVAC Sys 
 100609 6/19/2009 T/D- AC OUT @ D-DOCK 
 Apron Lvl - HVAC Sys 
 100729 6/23/2009 HOT CALL-T/D-DEPARTURE-LEFTY'S 
 Depart Lvl 
 100735 6/23/2009 TOO HOT AT EXPRESS SPA 
 Depart Lvl - HVAC Sys 
 100865 6/24/2009 A/C INOP 
 Loading Dock 
 100964 6/24/2009 A/C LEAKING AT SECURITY OFFICE 
 Apron Lvl - HVAC Sys 
 100983 6/24/2009 store room is too hot 
 Loading Dock 
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 Property 
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 101102 6/24/2009 HOT CALL - T/D - ROOM 146.4 
 Ticket Lvl 
 101141 6/24/2009 HOT CALL: STORAGE RM BEHIND DOOR #156A 
 Loading Dock 
 101227 6/26/2009 T-D OLD CUSTOMS BUILDING SERV ICES BREAK ROOM A/C IS NOT WORKING 
 Ticket Lvl - HVAC Sys 
 101236 6/26/2009 A/C INOP 
 Loading Dock 
 101242 6/26/2009 HOT CALL - T/D - ROOM 146.4 BEHIND TICKET COUNTER 
 Ticket Lvl 
 101257 6/26/2009 HOT CALL - T/D - RAMP - ROOM 200.10 A AND B 
 Ramp Area 
 101306 6/26/2009 A 
 Depart Lvl - HVAC Sys 
 101657 6/29/2009 TOO HOT- TSA BAGGAGE BELT ROOM RM#150 
 Ramp Area 
 101783 6/29/2009 HOT CALL**INSIDE STELZIG'S STORE 
 Depart Lvl - HVAC Sys 
 101795 6/29/2009 TOO HOT- TSA BAGGAGE AREA RM 150 
 Ramp Area 
 101798 6/29/2009 T/D- VERY HOT PLEASE ADJUST AC 
 Depart Lvl 
 101805 6/29/2009 T/D- BAG ROOM AC INOP- PLEASE ASSIST VERY HOT 
 Ramp Area 
 101819 6/29/2009 T/D- BAG ROOM AC INOP- PLEASE ASSIST ASAP 
 Ramp Area 
 101892 6/29/2009 too hot 
 Depart Lvl 
 101912 7/1/2009 TOO HOT- TSA BAGGAGE ROOM RM#150 
 Ramp Area 
 102004 7/1/2009 TOO HOT @ THE EXPRESS SPA 
 Depart Lvl - HVAC Sys 
 102006 7/1/2009 ODOR OF SULFUR OR ROTTEN EGGS COMING FROM A/C VENTS 
 Depart Lvl - HVAC Sys 
 102007 7/1/2009 too hot 
 Depart Lvl 
 102020 7/1/2009 TSA BAGGAGE RM ROOM #150 A/C IS COMPLETEY INOP 
 Ramp Area 
 102132 7/1/2009 COLD CALL - T/D - ALL  OF THE TICKETING LEVEL 
 Ticket Lvl 
 102184 7/1/2009 HOT CALL - T/D - RM 204.15 - AOA UNDER D10 
 Ramp Area 
 102185 7/1/2009 WATER LEAK COMING FROM A/C UNIT 
 Depart Lvl 
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 102329 7/2/2009 HOT CALL INTERNATIONAL ARRIVAL  WALKWAY 
 Depart Lvl - HVAC Sys 
 102343 7/2/2009 HOT CALL: T/D RM 200.10B 
 Ramp Area 
 102442 7/2/2009  remove the Genie Lift #2632 
 Depart Lvl 
 102455 7/6/2009 HOT CALL T/D DEPARTURE LVL GATE AREAS D-5/D9 
 Depart Lvl - HVAC Sys 
 102458 7/2/2009 HOT CALL - AHU NOT WORKING 
 Depart Lvl 
 102470 7/6/2009 COLD CALL - T/D - TICKET COUNTERS 
 Ticket Lvl 
 103484 7/6/2009 A/C IS INOP @ EMOTIONS ENTERTAINMENT STORE 
 Depart Lvl - HVAC Sys 
 103988 7/8/2009 HOT CALL NO AC IN T/D GATE AREAS D-5 - D-12 
 Depart Lvl - HVAC Sys 
 103997 7/8/2009 NO AIR HOT IN OFFICE RM 146.2  AF OFFICE 
 Ticket Lvl - HVAC Sys 
 104018 7/8/2009 HOT CALL IN ARRIVEL WALK WAY NEAR D-8 TO FIS BLDG 
 Apron Lvl - HVAC Sys 
 104336 7/10/2009 TOO HOT IN HALLWAY T/D EAST END LEVEL 88 
 Depart Lvl - HVAC Sys 
 104345 7/15/2009 HOT CALL BLDG SVC BREAK ROOM 
 Depart Lvl 
 104367 7/13/2009 HOT CALL 
 Depart Lvl 
 104398 7/13/2009 TOO HOT-TACA AIRLINES OFFICE RM 146.0 
 Ticket Lvl - HVAC Sys 
 104573 7/13/2009 COLD CALL 
 Ticket Lvl - HVAC Sys 
 104611 7/13/2009 TOO COLD AT BRITISH AIRWAYS TICKET COUNTER 
 Ticket Lvl - HVAC Sys 
 104936 7/15/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 105081 7/15/2009 T/D- AC FAN MAKING LOUD NOISE AND HOT 
 Ticket Lvl - HVAC Sys 
 105106 7/15/2009 HOT CALL: T/D TEXAS MARKETPLACE 
 Depart Lvl - HVAC Sys 
 105191 7/15/2009 HOT CALL-T/D-BA EXECUTIVE LOUNGE 
 Depart Lvl 
 105242 7/17/2009 TOO HOT-INSIDE B.A. VIP LOUNG 
 Depart Lvl - HVAC Sys 
 105288 7/20/2009 AC MAKING LOUD NOISE 
 Ticket Lvl - HVAC Sys 
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 105340 7/20/2009 LRR 112.1 TD WEST SIDE BACK BY COMMON BREAK ROOM WATER HOT 
 Basement 
 105414 7/20/2009 COLD CALL**KLM LOUNGE 
 Depart Lvl - HVAC Sys 
 105424 7/20/2009 TOO COLD AT BRITISH AIRWAYS TICKET COUNETR 
 Ticket Lvl - HVAC Sys 
 105454 7/20/2009 TOO COLD @ BRITISH AIRWAYS 3RD CALL 
 Ticket Lvl - HVAC Sys 
 105503 7/20/2009 HOT CALL** KLM LOUNGE 
 Depart Lvl - HVAC Sys 
 105565 7/21/2009 TOO COLD 
 Ticket Lvl 
 105899 7/24/2009 HOT CALL**SEATING AREA D8/D12 
 Depart Lvl - HVAC Sys 
 106476 7/30/2009 T-D TACA AIRLINE OFFICE #146.0 IS VERY HOT 
 Ticket Lvl - HVAC Sys 
 106502 7/29/2009 HOT CALL T/D BUS ST GATE AREA DOWNSTAIRS D-12 
 Depart Lvl - HVAC Sys 
 106520 7/29/2009 too cold in lobby area 
 Depart Lvl - HVAC Sys 
 106636 7/30/2009 AIR NOT WORKING RM 146.2 AIR FRANCE OFF 
 Ticket Lvl - HVAC Sys 
 106685 7/30/2009 HOT CALL BA OFFICE RM 146.4 
 Ticket Lvl - Fire Alarm Sys 
 106822 7/31/2009 HOT CALL 
 All Lvls – HVAC Sys 
 107275 7/31/2009 HOT CALL 
 All Lvls – HVAC Sys 
 107283 7/31/2009 TOO HOT- T/D 111 LEVEL 
 Depart Lvl - HVAC Sys 
 107362 8/3/2009 AC NOT WORKING KLM LOUNG 
 Depart Lvl - HVAC Sys 
 107435 8/3/2009 COLD CALL: T/D COUNTERS 11-18 
 Ticket Lvl - HVAC Sys 
 107544 8/3/2009 HVAC LANES 2 & 4 PORTABLE  AC INOP  bag make up area 
 Ramp Area 
 107734 8/19/2009 T-D OLD CUSTOMS CHECK LOOSE AHU 
 Ticket Lvl - HVAC Sys 
 108405 8/11/2009 HOT CALL: T/D TACA OFFICES BEHIND TICKET COUNTER 
 Ticket Lvl - HVAC Sys 
 108458 8/11/2009 HVAC VERY WARM IN TACA RM #146.0 
 Ticket Lvl - HVAC Sys 
 108681 8/22/2009 CHANGE OUT CLAY VALVE 
 Basement 

 Printed 7/5/2012 2:10:30 PM Page 57 of  69 



 Completed Work Orders 
 Between 06/01/2009 and 12/31/2009 
 Filter: Shop = "Z - Contractor - HVAC", Work Order Type = "Trouble Ticket" 

 Property 
 WO # Completed  Service/Asset 
 108876 8/17/2009 TDI WATER TANK FLOATS ARE MALFUNCTIONING 
 Basement 
 108900 8/17/2009 HOT CALL; T/D AIR FRANCE LOUNGE 
 Depart Lvl - HVAC Sys 
 108907 8/17/2009 TOO HOT- BETWEEN GATES D-8 AND D-12 
 Depart Lvl - HVAC Sys 
 108955 8/17/2009 WATER LEAK FROM ABOVE OVERHEAD PIPE-POSSIBLE WATER CONDESATION 
 Ramp Area 
 109079 8/19/2009 T-D D-5 CHECK BLDG WATER PRESSURE 
 Basement 
 109229 8/21/2009  HOT CALL 
 Depart Lvl 
 109260 8/21/2009 BRIDGE NEXT TO BLDG AT D7 IS HOT 
 Depart Lvl - HVAC Sys 
 109289 8/26/2009 TOO COLD- BRITISH AIRWAYS FIRST CLASS LOUNGE 
 Depart Lvl 
 109303 8/21/2009 TOO HOT INSIDE JETWAY 8 @ T/D 
 Depart Lvl - HVAC Sys 
 109568 8/24/2009 TOO COLD AT BRISTISH AIRWAYS TICKET COUNTER 
 Ticket Lvl - HVAC Sys 
 109575 8/24/2009 D VIP LOUNGE CEILING LEAK@THE LOBBY 
 Depart Lvl - Ceiling 
 110207 8/24/2009 TOO COLD AT BRITISH AIRWAYS TICKET COUNTER 
 Ticket Lvl - HVAC Sys 
 110793 8/26/2009 COLD CALL CHECK TEMP IN BA LOUNGE 
 Depart Lvl - HVAC Sys 
 111045 8/28/2009 TOO COLD- BRITHISH AIRWAYS FIRST CLASS LOUNGE 
 Depart Lvl - HVAC Sys 
 111056 8/28/2009 TOO COLD @ T/D DEP. LEVEL BY EMIRATES AND QR AIRLINES 
 Depart Lvl - HVAC Sys 
 111068 8/28/2009 T/D- TOO COLD /PLEASE ADJUST AC 
 Ticket Lvl - HVAC Sys 
 111109 8/31/2009 HOT CALL 
 Depart Lvl 
 111121 8/31/2009 COLD CALL 
 Ticket Lvl - HVAC Sys 
 111428 9/3/2009 COLD CALL: T/D TICKETING AREA EAST AND WEST 
 Ticket Lvl - HVAC Sys 
 111484 9/3/2009 COLD CALL INSIDE USO OFFICE ACROSS FROM D-2 
 Depart Lvl - HVAC Sys 
 111604 9/3/2009 Cold call inside stelzig ranch store 
 Depart Lvl - HVAC Sys 
 111633 9/3/2009 T-D AIR FRANCE LOUNGE IS HOT BY D12 
 Depart Lvl - HVAC Sys 
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 111796 9/14/2009 D AIR FRANCE OFFICE-143.3 IS TOO HOT 
 Ticket Lvl - HVAC Sys 
 111864 9/4/2009 TOO HOT INSIDE OFFICE # 146 
 Ticket Lvl - HVAC Sys 
 111956 9/8/2009 COLD CALL 
 Depart Lvl 
 111974 9/8/2009 CHECK AC BRITISH AIRWAYS LOUNGE BY D9 
 Depart Lvl - HVAC Sys 
 111991 9/8/2009 TOO HOT INSIDE KITCHEN-BRITISH AIRWAYS BUSINESS CLASS LOUNGE 
 Depart Lvl - HVAC Sys 
 112149 10/7/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 112275 9/7/2009 AC INOP AT KLM LOUNGE 
 Depart Lvl - HVAC Sys 
 112470 9/9/2009 TOO HOT 
 Depart Lvl 
 112602 9/10/2009 WARM CALL WARM COMING OUT OF VENTS 
 Depart Lvl - HVAC Sys 
 112855 9/15/2009 COLD CALL-T/D-DEPARTURE LV-BRITISH AIR LOUNGE 
 Depart Lvl 
 112956 9/15/2009 AIR HANDLER IS NEEDS ADJUSTMENT- COULD HEAR A/C FROM PHONE 
 Ramp Area 
 113089 9/15/2009 COLD CALL-T/D-DEPARTURE-AF LOUNGE 
 Depart Lvl 
 113120 9/15/2009 T-D BRITISH AIR 1ST CLASS VIP IS COLD 
 Depart Lvl - HVAC Sys 
 113196 9/15/2009 TOO COLD 
 Depart Lvl 
 113348 9/17/2009 HOT CALL-T/D-TICKETING LV-ROOM 118B 
 Ticket Lvl 
 113425 9/17/2009 HOT CALL IN T/D USO OFFICE  DEPARTURE LVL 
 Depart Lvl - HVAC Sys 
 113435 9/17/2009 COLD CALL MENZIES TEMP OFFICE 
 Ramp Area 
 113545 9/17/2009 HOT CALL**USO OFFICE ACROSS D2 
 Depart Lvl - HVAC Sys 
 114174 9/23/2009 HVAC UNIT LEAKING / DRAIN STOPPAGE 
 Depart Lvl - HVAC Sys 
 114188 9/23/2009 ceiling leak at gate d-11 
 Depart Lvl 
 114235 9/23/2009 COLD CALL: T/D BRITISH AIR LOUNGE 
 Depart Lvl - HVAC Sys 
 114262 9/23/2009 HOT CALL: T/D QR AIR SVC OFFICE 
 Taxi Booth - HVAC 
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 114350 9/28/2009 TOO COLD-BRITISH AIRWAYS FIRST CLASS LOUNGE(NEW) 
 Depart Lvl - HVAC Sys 
 114450 10/1/2009 RELAMP AIR HANDLER RM BETWEEN D11/D12 
 Depart Lvl - HVAC Sys 
 114534 9/28/2009 D BRITISH 1ST CLASS LOUNGE TOO COLD 
 Depart Lvl - HVAC Sys 
 114629 9/28/2009 COLD CALL**AIR FRANCE LOUNGE BY D12 
 Depart Lvl - HVAC Sys 
 114632 9/28/2009 COLD CALL 
 Depart Lvl 
 114717 9/28/2009 TOO HOT- B.A. EXECUTIVE VIP LOUNGE 
 Depart Lvl - HVAC Sys 
 114803 9/28/2009 TOO HOT- BA NEW VIP LOUNGE 
 Depart Lvl - HVAC Sys 
 115688 10/1/2009 COLD CALL BA FIRST CLASS LOUNGE NEAR D-9 
 Depart Lvl - HVAC Sys 
 115767 10/1/2009 D WARM  INSIDE BA-EXECUTIVE LOUNGE 
 Depart Lvl - HVAC Sys 
 115832 10/1/2009 HVAC UNIT LEAKING  leak above & behind secured door 
 Depart Lvl - HVAC Sys 
 115861 10/1/2009 HOT CALL: BA LOUNGE T/D BY GATE D9 
 Depart Lvl - HVAC Sys 
 116074 10/5/2009 TURN ON AC T/D TKT LOBBY 
 Ticket Lvl - HVAC Sys 
 116142 10/5/2009 T-D TOO COLD 1ST CLASS LOUNGE BY D9 
 Depart Lvl - HVAC Sys 
 116176 10/3/2009 TOO HOT- NEW BRITISH AIRWAYS VIP LOUNGE 
 Depart Lvl - HVAC Sys 
 116197 10/3/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 116204 10/5/2009 COLD CALL: T/D BRITISH AIR LOUNGE 
 Depart Lvl - HVAC Sys 
 116209 10/5/2009 HOT CALL: BA EXEC LOUNGE 
 Depart Lvl - HVAC Sys 
 116247 10/5/2009 HOT T/D ITT LVL ITT EQUIPMENT RM 
 Basement 
 116279 10/5/2009 HOT CALL EX/LOUNGE BEFORE GATE D-9 
 Depart Lvl - HVAC Sys 
 116331 10/7/2009 VERY HOT CALL IN BA EX LOUNGE 
 Depart Lvl - HVAC Sys 
 116675 10/8/2009 T/D- VERY HOT PLEASE ADJUST AC 
 Depart Lvl 
 116779 10/9/2009 HOT CALL-T/D-AIR FRANCE LOUNGE 
 Ramp Area 
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 116897 10/12/2009 HOT CALL-T/D-BY D8-KLM LOUNGE 
 Depart Lvl 
 116974 10/12/2009 TOO COLD- AIR FRANCE OPERATION OFFICE 146.2 
 Ticket Lvl - HVAC Sys 
 116981 10/12/2009 COLD CALL**AIR FRANCE LOUNGE BY D12 
 Depart Lvl - HVAC Sys 
 116983 10/10/2009 T/D- VERY COLD PLEASE ADJUST AC 
 Depart Lvl - HVAC Sys 
 117019 10/12/2009 COLD/FREEZING IN BA LOUNGE (1ST CLASS) 
 Depart Lvl - HVAC Sys 
 117025 10/12/2009 TOO COLD- BRITISH AIRWAYS FIRST CLASS LOUNGE 
 Depart Lvl - HVAC Sys 
 117092 10/14/2009 HOT CALL - T/D TICKETING 
 Ticket Lvl 
 117102 10/14/2009 T-D  BRITISH AIRWAYS-146.4 IS TOO HOT 
 Ticket Lvl - HVAC Sys 
 117106 10/14/2009 T-D EXECUTIVE LOUNGE IS TOO HOT 
 Depart Lvl - Fire Alarm Sys 
 117108 10/14/2009 T-D TACA OFFICE-146.0 ARE HOT. 
 Ticket Lvl - HVAC Sys 
 117128 10/14/2009 T-D GATE-D4 SEATING AREA IS TOO HOT 
 Depart Lvl - Jet Bridges 
 117129 10/12/2009 T-D GATE-D5 SEATING AREA IS TOO HOT 
 Depart Lvl - Jet Bridges 
 117131 10/14/2009 HOT CALL: T/D BA BUSINESS LOUNGE 
 Depart Lvl - HVAC Sys 
 117277 10/14/2009 T-D 1ST LEVEL ROOM #144.1 AHU IS MAKING LOUD NOISE 
 Ticket Lvl - HVAC Sys 
 117300 10/20/2009 HOT CALL-T/D-BA VIP LOUNGE-BETWEEN D9 AND D8 
 Depart Lvl 
 117682 10/20/2009 TOO HOT- AIR FRANCE LOUNGE IN KITCHEN 
 Depart Lvl - HVAC Sys 
 117693 10/20/2009 WATER LEAKING FROM A/C UNIT INSIDE AIR FRANCE LOUNGE 
 Depart Lvl - HVAC Sys 
 117783 10/20/2009 TOO COLD- BRITISH FIRST CLASS LOUNGE 
 Depart Lvl - HVAC Sys 
 117884 10/23/2009 T-D BRITISH AIRWAYS LOUNGE TOO COLD 
 Depart Lvl - HVAC Sys 
 117972 10/23/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 118051 10/23/2009 HOT CALL-T/D-TICKETING LEVEL-TACA COUNTERS 
 Ticket Lvl 
 118060 10/23/2009 too hot 
 Depart Lvl 
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 118076 10/20/2009 T/D- VERY HOT/ PLEASE ADJUST AC 
 Depart Lvl - HVAC Sys 
 118078 10/20/2009 T-D LEFTY'S BAR & GRILL IS TOO HOT 
 Depart Lvl - HVAC Sys 
 118200 10/23/2009 T-D BUSINESS CLASS LOUNGE TOO HOT 
 Depart Lvl - HVAC Sys 
 118296 10/28/2009 TOO COLD- BRITISH AIRWAYS FIRST CLASS LOUNGE 
 Depart Lvl - HVAC Sys 
 118334 10/28/2009 T/D- VERY COLD PLEASE ADJUST AC 
 Depart Lvl - HVAC Sys 
 118369 10/28/2009 COLD CALL**SEATING GATE AREAS 
 Depart Lvl - HVAC Sys 
 118442 10/28/2009 COLD***T/D SECUIRTY CHECKPOINT 
 Ticket Lvl 
 118461 10/28/2009 TOO HOT- KLM LOUNGE 
 Depart Lvl - HVAC Sys 
 118478 10/28/2009 HOT CALL KLM LOUNGE 
 Depart Lvl - HVAC Sys 
 118488 10/28/2009 T/D DEPATURE LEVEL 
 Depart Lvl - HVAC Sys 
 118502 10/28/2009 TOO HOT-KLM LOUNGE 
 Depart Lvl - HVAC Sys 
 118506 10/28/2009 TOO HOT- LEFTIES BAR AND GRILL 
 Depart Lvl - HVAC Sys 
 118528 10/28/2009 HOT CALL 
 Ticket Lvl - HVAC Sys 
 118575 10/28/2009 CHECK WEST PENTHOUSE FOR DRAIN LINE STOPPAGE 
 Depart Lvl - HVAC Sys 
 118585 10/28/2009 COLD CALL - T/D - DEP LV - BA VIP LOUNGE BY D9 
 Depart Lvl 
 118610 11/4/2009 . 
 Ramp Area 
 118639 10/28/2009 too cold 
 Depart Lvl - HVAC Sys 
 118730 11/3/2009 HOT CALL IN BA RM 146.4 (TEMP 76) PLEASE ADJ. 
 Ticket Lvl - HVAC Sys 
 118734 11/3/2009 HOT CALL - T/D - INTERNATIONAL SVC-RM 146.1 
 Ticket Lvl 
 118770 11/3/2009 T-D KLM-LOUNGE TO WARM ACROSS-D8 
 Depart Lvl - HVAC Sys 
 118825 11/3/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 118844 11/3/2009 HOT CALL - T/D - AF OFFICE - ROOM 146.2 
 Ticket Lvl 
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 118848 11/3/2009 HOT CALL-T/D-BA OFFICE-ROOM 146.4 
 Ticket Lvl 
 118861 11/3/2009 HOT CALL 
 Ticket Lvl - HVAC Sys 
 118910 11/3/2009 TOO COLD- BRITISH AIRWAYS CLASS LOUNGE 
 Depart Lvl - HVAC Sys 
 118972 11/4/2009 TOO HOT- KLM LOUNGE BY ACROSS FROM D8 
 Depart Lvl - HVAC Sys 
 118982 11/4/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 118983 11/4/2009 HOT CALL**TACA OFFICE RM 146.0 
 Ticket Lvl - HVAC Sys 
 119037 11/4/2009 TOO HOT 
 Depart Lvl 
 119089 11/4/2009 CHECK VENTS FOR NOISE 
 Depart Lvl 
 119093 11/4/2009 TOO HOT 
 Depart Lvl 
 119174 11/4/2009 HOT CALL 
 Ticket Lvl - HVAC Sys 
 119179 11/4/2009 TOO COLD-BRITISH AIRWAYS FIRST CLASS LOUNGE 
 Depart Lvl - HVAC Sys 
 119852 11/9/2009 TOO COLD-BRITISH AIRWAYS FIRST CLASS LOUNGE 
 Depart Lvl - HVAC Sys 
 119899 11/9/2009 hvac Room extremely cold. 
 Ticket Lvl - HVAC Sys 
 120387 11/9/2009 TOO COLD- BRITISH AIRWAYS FIRST CLASS LOUNGE 
 Depart Lvl - HVAC Sys 
 120441 11/9/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 120477 11/9/2009 T/D- TOO COLD/ PLEASE ADJUST AC 
 Depart Lvl - HVAC Sys 
 120542 11/17/2009 T/D- VERY HOT PLASE ADJUST AC 
 Ticket Lvl - HVAC Sys 
 120548 11/9/2009 COLD CALL**BRITISH AIRWAYS LOUNGE BY D9 
 Depart Lvl - HVAC Sys 
 120585 11/9/2009 COLD CALL**1ST CLASS LOUNGE BRITISH AIR 
 Depart Lvl - HVAC Sys 
 120587 11/9/2009 TOO COLD- BRITISH AIRWAYS FIRST CLASS LOUNGE 
 Depart Lvl - HVAC Sys 
 120619 11/9/2009 TOO HOT PLEASE ASSIST 
 Depart Lvl 
 120629 11/9/2009 TOO COLD-BRITISH AIRWAYS FIRST CLASS 
 Depart Lvl - HVAC Sys 
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 120646 11/12/2009 HOT CALL-T/D-TICKETING-TSA SECURITY CHECKPOINT 
 Ticket Lvl 
 120730 11/17/2009 TOO HOT- T/D CHECK PT 40 TICKETING LEVEL 
 Ticket Lvl - HVAC Sys 
 120785 11/17/2009 TOO COLD-BRITISH AIRWAYS FIRST CLASS LOUNGE 
 Depart Lvl - HVAC Sys 
 120838 11/12/2009 HOT CALL T/D TKT COUNTER LVL CHECK POINT 40 
 Ticket Lvl - HVAC Sys 
 121137 11/17/2009 COLD CALL**BRITISH AIRWAYS COUNTERS 
 Ticket Lvl - HVAC Sys 
 121163 11/17/2009 COLD CALL**BRITISH AIRWAYS LOUNGE 
 Depart Lvl - HVAC Sys 
 121213 11/14/2009 COLD CALL**AIR FRANCE LOUNGE 
 Depart Lvl - HVAC Sys 
 121239 11/15/2009 COLD CALL T/D TSA CHECK POINT TKT LOBBY LVL 
 Ticket Lvl - HVAC Sys 
 121294 11/23/2009 COLD CALL-T/D-AIR FRANCE LOUNGE 
 Depart Lvl 
 121298 11/23/2009 *** FREEZING *** 
 Depart Lvl - HVAC Sys 
 121419 11/23/2009 T/D- DRAIN LINE CLOGGED 
 Basement 
 121777 11/23/2009 NO HOT WATER AT EXECUTIVE CLUB FOR QATAR AND EMIRATES 
 Depart Lvl 
 121939 11/23/2009 TOO HOT- BA EXECUTIVE LOUNGE 
 Depart Lvl - HVAC Sys 
 121956 11/30/2009 HOT CALL.. T-D 1ST LEVEL TACA OFFICE # 146.00  IS HOT 
 Ticket Lvl - HVAC Sys 
 121959 11/30/2009 HOT CALL….T-D CHECK POINT 40 IS HOT 
 Ticket Lvl - HVAC Sys 
 121989 11/30/2009 HOT CALL**KL OFFICE 146.3 
 Ticket Lvl - HVAC Sys 
 122066 11/30/2009 COLD CALL - T/D - DEPARTURE - SEATING AREA 
 Depart Lvl 
 122078 11/30/2009 VERY COLD CALL 
 Depart Lvl - HVAC Sys 
 122083 11/30/2009 HOT CALL**BRITISH AIRWAYS LOUNGE BY D9 
 Depart Lvl - HVAC Sys 
 122092 11/30/2009 T-D QATAR-VIP LOUNGE IS TOO HOT 
 Depart Lvl - HVAC Sys 
 122098 11/30/2009 T/D- VERY VERY HOT / PLEASE ADJUST 
 Depart Lvl - HVAC Sys 
 122117 12/3/2009 COLD CALL-T/D-WEST END TICKET COUNTERS 
 Ticket Lvl 
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 122148 12/3/2009 COLD CALL - T/D - BEHIND TICKET COUNTERS 
 Ticket Lvl 
 122155 12/3/2009 COLD CALL**TAX FREE SHOP 
 Ticket Lvl - HVAC Sys 
 122239 11/30/2009 TOO HOT- EXECUTIVE CLUB AT T/D 
 Depart Lvl - HVAC Sys 
 122952 12/7/2009 COLD CALL 
 Ticket Lvl 
 122968 12/7/2009 COLD CALL - T/D - ACROSS FROM D/3 
 Depart Lvl 
 123014 12/7/2009 T-D TSA OFFICES HEATER SYSTEM INOP. 
 All Lvls – HVAC Sys 
 123100 12/7/2009 COLD CALL 
 Apron Lvl 
 123111 12/7/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 123112 12/7/2009 COLD CALL 
 Mezz Lvl 
 123129 12/7/2009 COLD CALL CHECK 40 TKT LOBBY LVL THE WHOLE AREA 
 Ticket Lvl - HVAC Sys 
 123136 12/7/2009 COLD CALL EAST END TKT COUNTER NEAR BA 
 Ticket Lvl - HVAC Sys 
 123159 12/7/2009 T/D- PLEASE ASSIST PPM/ NO WATER IN TERMINAL 
 Depart Lvl 
 123220 12/7/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 123222 12/7/2009 COLD CALL**RM 200.10A/200.10B 
 Apron Lvl 
 123314 12/7/2009 TOO COLD INSIDE BA-ENGEENERING OFFICE 
 Apron Lvl - HVAC Sys 
 123324 12/11/2009 T/D- PLEASE ADJUST AC - VERY COLD 
 Depart Lvl 
 123332 12/5/2009 T/D- VERY HOT PLEASE ADJUST 
 Depart Lvl 
 123342 12/4/2009 T/D- VERY HOT/ PLEASE ADJUST 
 Depart Lvl 
 123386 12/5/2009 T-D BRITISH AIRWAYS LOUNGES TOO HOT 
 Depart Lvl - HVAC Sys 
 123432 12/9/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 123440 12/9/2009 T/D-T/E BUILDING SERVICES BREAKROOM TOO HOT 
 Depart Lvl 
 123485 12/11/2009 HOT CALL 
 Ticket Lvl - HVAC Sys 
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 123494 12/11/2009 HOT CALL 
 Ramp Area 
 123496 12/11/2009 HOT CALL 
 Ramp Area 
 123520 12/11/2009 VERY HOT & 2ND CALL. BA ENGINEER OFFICE 
 Ramp Area 
 123565 12/11/2009 TOO HOT- USO CENTER @ TERMINAL D 
 Depart Lvl - HVAC Sys 
 123581 12/11/2009 HOT CALL IN THE T/D USO OFFICE 
 Depart Lvl - HVAC Sys 
 123644 12/11/2009 TOO HOT INSIDE TSA BREAKROOM BY D3 
 Depart Lvl - HVAC Sys 
 123821 12/15/2009 COLD CALL** D5 THROUGH D12 SEATING AREA 
 Depart Lvl - HVAC Sys 
 123979 12/15/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 123980 12/15/2009 COLD CALL** WEST END TICKET LOBBY AREA 
 Ticket Lvl - HVAC Sys 
 123990 12/15/2009 COLD CALL T/D BA TKT COUNTER AREA 9 - 18 
 Ticket Lvl - HVAC Sys 
 124051 12/15/2009 T/D- VERY COLD PLEASE ADJUST AC 
 Depart Lvl 
 124653 12/15/2009 T-D CHECK TDI HVAC CEILING LEAK-D7 
 Depart Lvl - HVAC Sys 
 124676 12/18/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 124722 12/16/2009 HOT CALL 
 Depart Lvl - HVAC Sys 
 124747 12/16/2009 HOT CALL BLDG SVC BREAK ROOM 
 Apron Lvl - HVAC Sys 
 124762 12/16/2009 COLD CALL 
 Depart Lvl - HVAC Sys 
 124773 12/16/2009 TOO COLD- AIR FRANCE LOUNGE 
 Depart Lvl - HVAC Sys 
 124823 12/16/2009 TOO HOT- BA NEW VIP NEW LOUNGE 
 Depart Lvl - HVAC Sys 
 124885 12/18/2009 T-D TOO HOT EK-OPS OFFICE-200.10B 
 Apron Lvl - HVAC Sys 
 124904 12/18/2009 TOO HOT- USO CLUB ACROSS FROM GATE D-2 
 Depart Lvl - HVAC Sys 
 125047 12/21/2009 COLD CALL …..T-D CHECKPOINT AREA IS VERY COLD 
 Ticket Lvl - HVAC Sys 
 125058 12/21/2009 COLD CALL D-3 BLDG SVC BREAK RM 
 Depart Lvl - HVAC Sys 
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 125063 12/21/2009 COLD CALL**ACROSS FROM RM 2600.3 
 Depart Lvl - HVAC Sys 
 125078 12/21/2009 COLD CALL IN TSA RM ACROSS FROM RM#2600.3 
 Depart Lvl - HVAC Sys 
 125080 12/21/2009 COLD CALL 
 Ticket Lvl 
 125296 12/21/2009 T/D- VERY HOT PLEASE ADJUST 
 Depart Lvl 
 125337 12/21/2009 TOO HOT 
 Depart Lvl - HVAC Sys 
 125366 12/21/2009 TOO COLD INSIDE THE USO CLUB ACROSS FROM D-2 GATE 
 Depart Lvl - HVAC Sys 
 125383 12/20/2009 COLD CALL TSA CHECK POINT T/D LOBBY 
 Ticket Lvl - HVAC Sys 
 125406 12/23/2009 HOT CALL…...T-D CHECKPOINT 40 AREA IS HOT 
 Ticket Lvl - HVAC Sys 
 125442 12/23/2009 HOT CALL 
 Ticket Lvl 
 125474 12/23/2009 TOO HOT- T/D @  CK PT 40 
 Ticket Lvl - HVAC Sys 
 125513 12/23/2009 HOT CALL…...T-D CHECKPOINT 40 AREA IS HOT 
 Ticket Lvl - HVAC Sys 
 125552 12/23/2009 HOT CALL T/D CHECK POINT TSA 
 Ticket Lvl - HVAC Sys 
 125586 12/23/2009 T/D- VERY HOT PLEASE ADJUST 
 Depart Lvl 
 125651 12/28/2009 too hot 
 Depart Lvl 
 125676 12/28/2009 TOO HOT 
 Ticket Lvl 
 125700 12/28/2009 T/D- VERY HOT PLEASE ADJUST 
 Ticket Lvl 
 125719 12/28/2009 SMELL OF SMOKE T/D D12 LVL 121 
 Depart Lvl - HVAC Sys 
 125774 12/28/2009 COLD CALL-TSA OFFICE ACROSS FROM D3 
 Depart Lvl - HVAC Sys 
 125808 12/25/2009 COLD CALL**BLDG SUPV OFFICE 
 Depart Lvl - HVAC Sys 
 125812 12/25/2009 COLD CALL**D1 THROUGH D3 
 Depart Lvl - HVAC Sys 
 125818 12/25/2009 COLD CALL 
 Ticket Lvl - HVAC Sys 
 125853 12/26/2009 COLD CALL 
 Ticket Lvl - HVAC Sys 
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 125884 12/28/2009 COLD CALL 
 Ticket Lvl - HVAC Sys 
 125912 12/28/2009 T-D VIP LOUNGE TOO HOT-LH-EK, & QATAR 
 Depart Lvl - HVAC Sys 
 125954 12/31/2009 COLD CALL - T/D - TSA SECURITY CHECKPOINT 
 Ticket Lvl 
 125987 12/31/2009 HOT CALL 
 Elevator APM Station Term D 
 126003 12/31/2009 TOO COLD- AT  SETLZIG'S RANCH 
 Depart Lvl - HVAC Sys 
 126107 12/31/2009 T/D- VERY HOT RM #146.7 
 Depart Lvl - HVAC Sys 
 126168 12/31/2009 HOT CALL-T/D-ROOM 146.7-AEROMEXICO OFC 
 Ticket Lvl - HVAC Sys 
 126187 12/31/2009 COLD CALL 
 Depart Lvl 
 126194 12/31/2009 HOT CALL 
 Depart Lvl 

 Terminal E 
 97794 6/2/2009 TOO HOT 
 Arrival Lvl - HVAC Sys 
 98823 6/9/2009 T-E BAG ROOM RE-CHECK AREA WATER LEAK FROM A/C 
 Arrival Lvl - Piping Sys 
 99034 6/10/2009 T-E APM AREA TOO HOT 
 Depart Lvl - HVAC Sys 
 99155 6/10/2009 HOT CALL; T/E TAXI BOOTH 
 Taxi Booth - HVAC 
 101896 7/1/2009 A/C BLOWING HOT AIR @ T/E GT BOOTH 
 Taxi Booth 
 102429 7/2/2009 HOT CALL CASHIERS OFFICE FS2.3312 
 Terminal E - All Areas 
 103474 7/3/2009 HOT CALL 
 Curbside 
 105075 7/15/2009 A/C KEEPS SHUTTING OFF - T//E TAXI BOOTH 
 Taxi Booth - HVAC 
 105754 7/23/2009 HVAC NO AC BLOWING OUT THROUGH VENTS 
 Depart Lvl - HVAC Sys 
 106521 7/30/2009 HOT CALL NO AC COMING FROM VENTS IN MOTION STORE 
 Depart Lvl - HVAC Sys 
 108386 8/11/2009 HOT CALL: T/E BEHIND CONT TICKET COUNTER 
 Arrival Lvl - HVAC Sys 
 108797 8/14/2009 ASSIST BOB HARDEN FIS BADGING OFFICE 
 Terminal E - All Areas 
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 111773 9/4/2009 T-E 1ST LEVEL GT TAXI BOOTH A/C IS NOT WORKING 
 Curbside 
 112340 9/9/2009 air handler unit is leaking water 
 Depart Lvl - HVAC Sys 
 113989 9/22/2009 TOO WARM AND WATER TRAY OVER FLOW 
 Ramp Area 
 114030 9/22/2009 HOT CALL - T/E-E OVERSIZR RM IN BAG CLAIM 
 Ramp Lvl 
 114111 9/22/2009 T/E OVERSIZED RM A/C INOP 
 Depart Lvl - HVAC Sys 
 114248 9/23/2009 HOT CALL: T/E OVERSIZED BAG ROOM 
 Depart Lvl - HVAC Sys 
 117817 11/4/2009 COLD CALL**RM CN205 
 Depart Lvl 
 118190 10/23/2009 T/E- VERY HOT PLEASE ADJUST AC- URGENT MATTER 
 Depart Lvl - HVAC Sys 
 125436 12/23/2009 HEATER NOT WORKING 
 Taxi Booth 
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